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b a S l C 2218 Railroad Avenue voice 530.243.7234 ; 3860 Morrow Lane, Suite F voice 530.894.8966
faboratory Redding, California 96001 fax 530.243.7494 | Chico, California 95928 fax 530.894.5143

January 12, 2018

Lab ID: 18A0278

RICHARD BEALL

ENTEK CONSULTING GROUP

4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677

RE: CHICO STATE LEAD TESTING 17-4612

Dear RICHARD BEALL ,

Enclosed are the analysis results for Work Order number 18A0278. All analyses were
performed under strict adherence to our established Quality Assurance Plan. Any
abnormalities are listed in the qualifier section of this report.

If you have any questions regarding these results, please feel free to contact us at any time.
We appreciate the opportunity to service your environmental testing needs.

Sincerely,

ol p
‘W aAMaa—-—/
Ricky D. Jensen

Laboratory Director

California ELAP Certification Number 1677
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. basiclab.com

basic

2218 Railroad Avenue voice 530.243.7234 ! 3860 Morrow Lane, Suite F voice 530.894.8966
taboratory Redding, California 96001 {ax 530.243.7494 ! Chico, California 95928 fax 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0278
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/12/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
ESKN-HW-108-001 - Grab Drinking Water (18A0278-01) Sampled:01/05/18 07:15 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AQ929
ESKN-HW-108-002 - Grab Drinking Water (18A0278-02) Sampled:01/05/18 07:15 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAQC929
ESKN-HW-27-001 - Grab Drinking Water (18A0278-03) Sampled:01/05/18 07:26 Received:01/05/18 12:10
Lead ug/i ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0929
ESKN-HW-27-002 - Grab Drinking Water (18A0278-04) Sampled:01/05/18 07:26 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0929
ESKN-HW-58-001 - Grab Drinking Water (18A0278-05) Sampled:01/05/18 07:31 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0S29
ESKN-HW-58-002 - Grab Drinking Water (18A0278-06) Sampled:01/05/18 07:31 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AQ929
ESKN-HW-208-001 - Grab Drinking Water (18A0278-07) Sampled:01/05/18 07:36 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0929
ESKN-HW-208-002 - Grab Drinking Water (18A0278-08) Sampled:01/05/18 07:36 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0929
MCHD-HW-14-001 - Grab Drinking Water (18A0278-09) Sampled:01/05/18 07:45 Received:01/05/18 12:10
Lead ug/i ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AG929
MCHD-HW-14-002 - Grab Drinking Water (18A0278-10) Sampled:01/05/18 07:45 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0929
MCHD-039-001 - Grab Drinking Water (18A0278-11) Sampled:01/05/18 07:49 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAOS29
MCHD-HW-27-001 - Grab Drinking Water (18A0278-12) Sampled:01/05/18 07:51 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0929
MCHD-HW-27-002 - Grab Drinking Water (18A0278-13) Sampled:01/05/18 07:51 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0929
MCHD-HW-47-001 - Grab Drinking Water (18A0278-14) Sampled:01/05/18 07:56 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0929
MCHD-HW-47-002 - Grab Drinking Water (18A0278-15) Sampled:01/05/18 07:56 Received:01/05/18 12:10
Lead ug/i ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0929
MCHD-HW-58-001 - Grab Drinking Water (18A0278-16) Sampled:01/05/18 08:00 Received:01/05/18 12:10
Lead ug/| ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAQ929
MCHD-HW-58-002 - Grab Drinking Water (18A0278-17) Sampled:01/05/18 08:00 Received:01/05/18 12:10
tead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0929
KONK-601-001 - Grab Drinking Water (18A0278-18) Sampled:01/05/18 08:10 Received:01/05/18 12:10
tead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0S29
KONK-601-002 - Grab Drinking Water (18A0278-19) Sampled:01/05/18 08:10 Received:01/05/18 12:10
Lead ug/t ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0929
KONK-501-001 - Grab Drinking Water (18A0278-20) Sampled:01/05/18 08:17 Received:01/05/18 12:10
Lead ug/1 ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0929
KONK-501-002 - Grab Drinking Water (18A0278-21) Sampled:01/05/18 08:17 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0930
KONK-401-001 - Grab Drinking Water (18A0278-22) Sampled:01/05/18 08:22 Received:01/05/18 12:10
Lead ug/i ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0930
‘_%“z‘) ), St
Appfoved By
Basic Laboratory Inc

California ELAP Cert #1677 and #2718 Page 20f 6



basic

www.basiciab.com

2218 Railroad Avenue

voics 530.243.7234 %

3860 Morrow Lane, Suite F v

ce 530.894.8966

faboratory Redding, California 96001 fax 530.243.7494 Chico, California 95928 fax 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0278
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/12/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
KONK-401-002 - Grab Drinking Water (18A0278-23) Sampied:01/05/18 08:22 Received:01/05/18 12:10
Lead ug/i 5.2 5.0 EPA 200.8 01/08/18 01/08/18 B8AQD930
KONK-301-001 - Grab Drinking Water (18A0278-24) Sampled:01/05/18 08:30 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0930
KONK-301-002 - Grab Drinking Water (18A0278-25) Sampled:01/05/18 08:30 Received:01/05/18 12:10
Lead ug/I ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AQS30
KONK-201-001 - Grab Drinking Water (18A0278-26) Sampled:01/05/18 08:36 Received:01/05/18 12:10
Lead ugy/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AOS30
KONK-201-002 - Grab Drinking Water (18A0278-27) Sampled:01/05/18 08:36 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0930
KONK-101-001 - Grab Drinking Water (18A0278-28) Sampled:01/05/18 08:43 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 B8BAQ930
KONK-101-002 - Grab Drinking Water (18A0278-29) Sampled:01/05/18 08:43 Received:01/05/18 12:10
Lead ug/i ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0S30
OCON-HW-136-001 - Grab Drinking Water (18A0278-30) Sampled:01/05/18 09:15 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AQ930
OCON-HW-123-001 - Grab Drinking Water (18A0278-31) Sampled:01/05/18 09:21 Received:01/05/18 12:10
Lead ug/I ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAC930
OCON-HW-123-002 - Grab Drinking Water (18A0278-32) Sampled:01/05/18 09:21 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAG930
OCON-HW-254-001 - Grab Drinking Water (18A0278-33) Sampled:01/05/18 09:28 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAD930
OCON-HW-235-001 - Grab Drinking Water (18A0278-34) Sampled:01/05/18 09:32 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0O930
OCON-HW-311-001 - Grab Drinking Water (18A0278-35) Sampled:01/05/18 09:38 Received:01/05/18 12:10
Lead ug/i ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0O930
OCON-HW-326-001 - Grab Drinking Water (18A0278-36) Sampled:01/05/18 09:42 Received:01/05/18 12:10
tead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AG930
OCON-HW-408-001 - Grab Drinking Water (18A0278-37) Sampled:01/05/18 09:45 Received:01/05/18 12:10
Lead ug/| ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AG930
OCON-HW-436-001 - Grab Drinking Water (18A0278-38) Sampled:01/05/18 09:49 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AD930
YOLO-HW-109-001 - Grab Drinking Water (18A0278-39) Sampled:01/05/18 10:03 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0930
YOLO-HW-109-002 - Grab Drinking Water (18A0278-40) Sampled:01/05/18 10:03 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0930
YOLO-HW-124-001 - Grab Drinking Water (18A0278-41) Sampled:01/05/18 10:08 Received:01/05/18 12:10
Lead ug/| ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0931
YOLO-HW-244-001 - Grab Drinking Water (18A0278-42) Sampled:01/05/18 10:16 Received:01/05/18 12:10
Lead ug/! 8.4 5.0 EPA 200.8 01/08/18 01/08/18 BBAD931
YOLO-HW-244-002 - Grab Drinking Water (18A0278-43) Sampled:01/05/18 10:13 Received:01/05/18 12:10
Lead ug/! 16.4 5.0 EPA 200.8 01/08/18 01/07/18 B8A0928
YOLO-HW-244-003 - Grab Drinking Water (18A0278-44) Sampled:01/05/18 10:16 Received:01/05/18 12:10
Lead ug/! 12.8 5.0 EPA 200.8 01/08/18 01/07/18 BB8AG928
%tww
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Report To:

Attention:
Project:

Metals - Total

asiclab.com

2218 Railroad Avenue volce 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966
Redding, California 96001 fax 530.243.7494 i Chico, California 95928 fax 530.894.5143

ENTEK CONSULTING GROUP

4200 ROCKLIN ROAD, SUITE 7
ROCKLIN, CA 95677

RICHARD BEALL

CHICO STATE LEAD TESTING 17-4612

Lab No: 18A0278
Reported: 01/12/18

Phone: (916) 632-6800

P.O. #

Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
UHOF-SNK-001 - Grab Drinking Water (18A0278-45) Sampled:01/05/18 10:37 Received:01/05/18 12:10

Lead ug/I ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0S31
UHOF-SNK-002 - Grab Drinking Water (18A0278-46) Sampled:01/05/18 10:37 Received:01/05/18 12:10

Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AQ931
AGYM-140-002 - Grab Drinking Water (18A0278-47) Sampled:01/05/18 07:14 Received:01/05/18 12:10

Lead ug/I 5.2 5.0 EPA 200.8 01/08/18 01/08/18 B8AQ931
AGYM-140-003 - Grab Drinking Water (18A0278-48) Sampled:01/05/18 07:15 Received:01/05/18 12:10

Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 B8ADOS31
AGYM-140-001 - Grab Drinking Water (18A0278-49) Sampled:01/05/18 07:19 Received:01/05/18 12:10

Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAQ0931
AGYM-140-004 - Grab Drinking Water (18A0278-50) Sampled:01/05/18 07:23 Received:01/05/18 12:10

Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAD931
AGYM-140-005 - Grab Drinking Water (18A0278-51) Sampled:01/05/18 07:24 Received:01/05/18 12:10

Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AD931
AGYM-000-001 - Grab Drinking Water (18A0278-52) Sampled:01/05/18 07:32 Received:01/05/18 12:10

Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0931
AGYM-000-002 - Grab Drinking Water (18A0278-53) Sampled:01/05/18 07:32 Received:01/05/18 12:10

Lead ug/I ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0931
AGYM-000-003 - Grab Drinking Water (18A0278-54) Sampled:01/05/18 07:34 Received:01/05/18 12:10

Lead ug/I ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AO931
AGYM-128-001 - Grab Drinking Water (18A0278-55) Sampled:01/05/18 07:38 Received:01/05/18 12:10

Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8AD931
AGYM-128-002 - Grab Drinking Water (18A0278-56) Sampled:01/05/18 07:39 Received:01/05/18 12:10

Lead ug/ ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0931
AGYM-128-003 - Grab Drinking Water (18A0278-57) Sampled:01/05/18 07:40 Received:01/05/18 12:10

Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 BSAG931
AGYM-128-004 - Grab Drinking Water (18A0278-58) Sampled:01/05/18 07:48 Received:01/05/18 12:10

Lead ug/i ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAD931
AGYM-128-005 - Grab Drinking Water (18A0278-59) Sampled:01/05/18 07:49 Received:01/05/18 12:10

Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAG931
AGYM-117-001 - Grab Drinking Water (18A0278-60) Sampled:01/05/18 07:52 Received:01/05/18 12:10

Lead ug/I ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0931
SHUM-HW-100-001 - Grab Drinking Water (18A0278-61) Sampled:01/05/18 07:57 Received:01/05/18 12:10

Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/07/18 BBAD932
SHUM-HW-100-002 - Grab Drinking Water (18A0278-62) Sampled:01/05/18 07:58 Received:01/05/18 12:10

Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/07/18 B8A0932
SHUM-HW-100-003 - Grab Drinking Water (18A0278-63) Sampled:01/05/18 07:59 Received:01/05/18 12:10

Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/07/18 B8A0932
SHC-117-001 - Grab Drinking Water (18A0278-64) Sampled:01/05/18 08:11 Received:01/05/18 12:10

Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/07/18 B8AQ932
SHC-117-002 - Grab Drinking Water (18A0278-65) Sampled:01/05/18 08:12 Received:01/05/18 12:10

Lead ug/| ND 5.0 EPA 200.8 01/08/18 01/07/18 B8A0932
SHC-148-001 - Grab Drinking Water (18A0278-66) Sampled:01/05/18 08:16 Received:01/05/18 12:10

Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/07/18 BBAG932
o
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Basic Laboratory Inc
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b a S I C 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F v 530.894.8966

fabovratory Redding, California 96001 fax 530.243.7494 Chico, California 95928 fax 530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0278

4200 ROCKLIN ROAD, SUITE 7 Reported: 01/12/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
SHC-HW-137-001 - Grab Drinking Water (18A0278-67) Sampled:01/05/18 08:20 Received:01/05/18 12:10
tead ug/l 6.0 5.0 EPA 200.8 01/08/18 01/07/18 BBAQ932
SHC-HW-256-001 - Grab Drinking Water (18A0278-68) Sampled:01/05/18 08:24 Received:01/05/18 12:10
Lead ug/| ND 5.0 EPA 200.8 01/08/18 01/07/18 BBAQ932
SHC-HW-240-001 - Grab Drinking Water (18A0278-69) Sampled:01/05/18 08:28 Received:01/05/18 12:10
tead ug/i 30.3 5.0 EPA 200.8 01/08/18 01/07/18 B8A0932
SHC-HW-220-001 - Grab Drinking Water (18A0278-70) Sampled:01/05/18 08:37 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/07/18 BBAC932
SHUM-102-001 - Grab Drinking Water (18A0278-71) Sampled:01/05/18 08:43 Received:01/05/18 12:10
Lead ug/| ND 5.0 EPA 200.8 01/08/18 01/07/18 B8A0932
SHUM-102-002 - Grab Drinking Water (18A0278-72) Sampled:01/05/18 08:46 Received:01/05/18 12:10
Lead ug/I ND 5.0 EPA 200.8 01/08/18 01/07/18 BBAOG932
SHUM-HW-166-001 - Grab Drinking Water (18A0278-73) Sampled:01/05/18 08:59 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/07/18 B8A0932
AGYM-141-001 - Grab Drinking Water (18A0278-74) Sampled:01/05/18 09:01 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/07/18 BBAD932
AGYM-141-002 - Grab Drinking Water (18A0278-75) Sampled:01/05/18 09:02 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/07/18 BBA0932
AGYM-142-001 - Grab Drinking Water (18A0278-76) Sampled:01/05/18 09:20 Received:01/05/18 12:10
Lead ug/l 53 5.0 EPA 200.8 01/08/18 01/07/18 B8A0O932
AGYM-143-001 - Grab Drinking Water (18A0278-77) Sampled:01/05/18 09:28 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/07/18 BBAQS32
AGYM-144-001 - Grab Drinking Water (18A0278-78) Sampled:01/05/18 09:32 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/07/18 B8AG932
AGYM-144-002 - Grab Drinking Water (18A0278-79) Sampled:01/05/18 09:36 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/07/18 B8A0932
AGYM-144-003 - Grab Drinking Water (18A0278-80) Sampled:01/05/18 09:40 Received:01/05/18 12:10
Lead ug/! 5.9 5.0 EPA 200.8 01/08/18 01/07/18 BBAQ0932
AGYM-206-001 - Grab Drinking Water (18A0278-81) Sampled:01/05/18 09:47 Received:01/05/18 12:10
Lead ug/| ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0933
AGYM-202-001 - Grab Drinking Water (18A0278-82) Sampled:01/05/18 09:56 Received:01/05/18 12:10
Lead ug/i ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAQ933
AGYM-203-001 - Grab Drinking Water (18A0278-83) Sampled:01/05/18 10:07 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAD933
AGYM-201-001 - Grab Drinking Water (18A0278-84) Sampled:01/05/18 10:13 Received:01/05/18 12:10
Lead ug/I ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0933
LANG-HW-122-001 - Grab Drinking Water (18A0278-85) Sampled:01/05/18 10:35 Received:01/05/18 12:10
Lead ug/l ND 5.0 EPA 200.8 01/08/18 01/08/18 BBAD933
LANG-HW-122-002 - Grab Drinking Water (18A0278-86) Sampled:01/05/18 10:36 Received:01/05/18 12:10
Lead ug/| ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0933
LANG-HW-103-001 - Grab Drinking Water (18A0278-87) Sampled:01/05/18 10:40 Received:01/05/18 12:10
Lead ug/! ND 5.0 EPA 200.8 01/08/18 01/08/18 B8A0933
LANG-HW-103-002 - Grab Drinking Water (18A0278-88) Sampled:01/05/18 10:41 Received:01/05/18 12:10
Lead ug/i ND 5.0 EPA 200.8 01/08/18 01/08/18 BBA0933
%) —
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www. basiclab.com

b a S I C 2218 Railroad Avenue voice 530.243.7234 § 3860 Morrow Lane, Suite F voice 530.894.8966
fahoratory Redding, California 96001  fax 530.243.7494 i Chico, California 95928 fax 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0278
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/12/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #

Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch

LANG-HW-205-001 - Grab Drinking Water (18A0278-89) Sampled:01/05/18 10:52 Received:01/05/18 12:10

Lead ug/! 6.1 5.0 EPA 200.8 01/08/18 01/08/18 BBAG933
Notes and Definitions
DET Analyte DETECTED
ND Analyte NOT DETECTED at or above the detection limit
NR Not Reported
dry Sample results reported on a dry weight basis
RPD Relative Percent Difference
< Less than reporting limit
< Less than or equal to reporting limit
> Greater than reporting limit
> Greater than or equal to reporting limit
MDL Method Detection Limit
RL/ML Minimum Level of Quantitation
MCL/AL Maxium Contaminant Level/Action Level
mg/kg Results reported as wet weight
TTLC Total Threshold Limit Concentration
STLC Soluble Threshold Limit Concentration
TCLP Toxicity Characteristic Leachate Procedure
Note 1 Received Temperature - according to EPA guidelines, samples for most chemistry methods should be held at <6 degrees C after collection, including during
transportation, unless the time from sampling to delivery is <2 hours. Regulating agencies may invalidate results if temperature requirements are not met.
Note 2 According to 40 CFR Part 136 Table II, the following tests should be analyzed in the field within 15 minutes of sampling: pH, chlorine, dissolved oxygen, and sulfite.
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A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoOCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling: ! 5/ /18
Job Number: 17-4612
Client Name: California State University, Chico

Site Address:
Chico, California

Special Instruction:

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX

Lab: Basic Laboratory,

Collected by:

Turnaround Time:

/54 0278
1718

Inc.
2218 Railroad Avenue
Redding, CA 96001

Basic Laboratory, Inc.
3860 Morrow Lane, #F
Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekqroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: £sRen Hal Outlet wecoc
st
ESKN-HW-108-001 - S-18 Floor: / Manufacturer: E“(‘-(-‘/ /
Sample Number Date Location: Hall (my Room 109 Filter: Aerator: -
U 0—) l 5 Description/Observation/Comments: l(f &
Initials 24 HRTime  €OC 4
Buiding: EsKeu Hal Outlet Bs
Floor 13T Manufacturer: 15l ey~
Eskn-Hw-108-002 |- 518 -7
Sample Number Date Location: /AI/ Lq Roow of¢ Filter: Aerator:
W OND Description/Observation/Comments: [l *
Initiald 24HRTime €OC
Building: =Sl ew Mall Outet WC
ESKN-HW-27-001 -5~ Lg Fioor: | al Manufacturer: E!Kau’
Sample Number Date . ‘ U
. oowm 2 : : ;
i 072l Location: Ha(l by R 7 Filter: Aerator: -2
Initials 24 HRTime C€OC | Description/Observation/Comments: 156
Phia  [-5-18
s ewed HLO2 1540 1

Veribed b y ™o

DW = Drinking Water Bubbler

WC = Water Cooler

BS = Bottle Filling Station

BF = Bathroom Faucet

Date: / s

18

WD = Water Dispenser
IM = Ice Maker

Time:

[7 (0 Ampm

*Outlet Type:
CF = Classroom Faucet KF = Kitchen Faucet
CM = Coffee Machine GF = Glass Fil'lier
Delivered by: {2 etl
E —
Received by: Ly 4L ]

Younivied e | alh€

P

T4 Lo L7100~

| + S n

Date:

8 Time:

[2-10 awem @

[-S7§

TG it J L



A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7

RoOCKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX
/! 1 S ns

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Rick Beall

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Special Instruction:

BA0XTS

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekgroup.com, rmefzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: E s |¢en Hat( Outlet B S
ISESKN_IHW-27—002 (-S-15 _Floor: /[ st Manufacturer: Fr$hes— -~
ample Number Date
Location: Hall by Roow 27 Filter: Aerator: |
M 072l ?
Initials 24HRTime C€OC Description/Observation/Comments: (5 ('p(
Building: E5Kem Hall Outlet w) ¢ <
\ / Floor: 2"0( Manufacturer. £l Key o
ESKN-HW-58-001 S , ¥i _ o ' ,
Sample Number Date Location: /Tl i Reom 5~ 57 Filter: Aerator:
US> 073] Description/Observation/Comments: 0.3
Initials 24 HR Time ~ €OC (..
Building: Eskem Hal( outlet B 5
ESKN-HW-58-002 \/5] % Floor & Manufacturer. 3§ héy™ /[//"
Sample Number ~ Date 575 , Location: Hell Yoy R gowm S¥ | Fitter Aerator:
0 %= . N
— A HR Time  €OC Description/Observation/Comments: ‘
.
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
ullet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee achine GF Glass Filler
Delivered by: (/ 4 5 pate: [ 1 D 18 Time: [ 2(C  awpm
Received by: ﬂ?”/j]/vg/ i/V: Date: [ 5 Time: f)fl ‘O AM/PM éﬁ;} '
L ckwed g Ledoe 7llo ~5-7¢ ey S



A Fnrex 1€ A0279

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoAD, SUITE7

RocKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / 5 18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.corm, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample Information
" Building:  Es Kean Outlet w o
ESKN-HW-208-001 VS |5 Floor: ZNA Manufacturer. El Koy |
¢ \
Sample Number Dat907 Location: Hall by Rovw 20 & | Filter: Aerator:
U 2o - N .
| JAHR Tme  COC Description/Observation/Comments: | u. g
Building. Es Kenm Outlet BS g
_ Floor: ol Manufacturer: f~($ hey— -
ESKN-HW-208-002 1-5-15 A Fish
Sample Number Date Location: Hall ‘0\1 P\a om 20 2 Filter: Aerator:
W 0’7% Description/Observation/Comments: s Z,:
Initials 24HRTime COC -
Building: Meeh oo pda Outlet w ¢
MCHD-HW-14-001 \* g'l? Floor: | Al Manufacturer: E.( KM{ /ii
b Date ] i
Sample Number 45 Location: Hall by Room “/ Filter: Aerator:
UnS= 0l 1
Initiald 24 HR Time  COC Description/Observation/Comments: 15 ;
(D
Z:\Clients\Chico State\17-4612 Campus Wide Water Testing - Lead\Water COC & Forms\Water Request Rick.wpd
“Outiet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: ,/Cli/——k/{ /:‘Q/MLZ/ Date: S S M Time: [ 2iC AmPM
N [51 e ém/ﬂ , Date: z’ / 5 M8 Time: Q AM/PN@ \ 4Us

Yoeoied Prodalns - 7l /5y TUW



EnTeK A0S

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoAD, SUITE7

ROCKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

/ 15 18

Lab: Basic Laboratory, inc. Basic Laboratory, Inc.

2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Rl'ck. Beatl

8-10 Day

Date of Sampling:

Collected by:

Job Number: 17-4612

Turnaround Time:

Client Name: California State University, Chico

Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Site Address:

Please e-mail results as soon as available and include copy of submittal with those results fo
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and mperrelli@csuchico.edu

Special Instruction:

Place Label for Each Sample Information
Buildingg Mech topdo outlet B S
[
MCHD-HW-14-002 -5-( Floor: / st Manufacturer. s ey 0
Sample Number ~ Date Location: Heall by Ronw 1% | Fiter: Aerator:
M a14S inti rvat

Description/Observation/Comments:
Initials § 24HRTime COC va

Building: M ech oo \0&&. *Outlet K F {

o § Floor /% * Manufacturer: Glacier Bay -
MCHD-039-001 =2 . /
Sample Number Date Location: K\ 17/&0/\ /)?uaw 3“) Filter: Aerator:
O‘H«‘? Description/Observation/Comments: S0 ¢

Initialﬁ 24 HRTime  €OC V. e

Building: /M eckh 0o p *Outlet WwC

+ i =
o : s Manufacturer: ={Ka -
MCHD-HW-27-001 _ 1= & Floor: / nu A =
Sample Number Date Location:AL‘\/( Iﬂu Roowm 27 Filter: Aerator:
' !
M Q’/SI Description/Observation/Comments: | <
; ft
Initidls 24HRTime COC
. ] DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
Outlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet M = lce Maker
CM = Coffee Machine GF = Glass Filler
v Y _/ . - N
Delivered by: ,M ;;:Z,uﬂ(:*é'f/ Date: {1 > ns Time: f2c0  AvmPM
Received by: /W %; Date: [ ! S e Time: ( l [O AM/PM ;,/.
7 Y7 0,y kel —— .
/-57§ TR 543 UUE

Qe censed B Labos Tl



ENTEK

Sy Ryer
ENTEK CONSULTING GROUP, INC. SAOXTY
4200 ROCKLIN RoAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / {/18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928

Reek Bealt

Job Number: 17-4612 Collected by:

Client Name: California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekqroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: M eely oo?d& *Outlet BS
5t - %
Floor: M : &
MCHD-HW-27-002 -5 b{' loor / anufacturer :q 5 Lz '
Sample Number Date Location: Al by Room 27 Filter: Aerator:
{
s> 05 Description/Observation/Comments: 5
Initials) 24HRTime COC
Building;: M ecW0dpda outlet W&
MCHD-HW-47-001  \- &~ lg Floor: Z,"‘( Manufacturer: &) k-u;[ - l+
Sample Number Date Location: Mrell L‘1 Reow Y7 | Filter: Aerator:
1
- .(A/Yj) @75{0 Description/Observation/Comments: .
Initiald 24HRTime €OC (900
Buiding: Meehoopda *Outlet BS
" - i
MCHD-HW-47-002 -S| 5 Floor: 7\ o Manufacturer: F15 her | 5
Sample Number Date07 Location: Helll L:vy Room Y 7 Filter: Aerator:
{ A{fb %‘g {
Imitials 24 HR Time  COC Description/Observation/Comments: M i
“Outlel Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
7 'y,
e - Y — . . N
Delivered by: M ﬂ«/x:l//{/ pate: ¢ 1D ns Time: (200 AwPm
Received by: @%,71/1/ Z;/,/ta Date: I / \% 18 Time: , ?/_l O AMIPM@ 'qq%
4’ ; N [_. 5 - - Ve o \.‘Lr
T ~5-1% Teof g 1555

(Lecoiued Py Lado ¢



EnTEK
'S RoTY
ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7
ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / ; /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928

R ek Beal(l

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Job Number: 17-4612 Collected by:

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California
Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and mpernrelli@csuchico.edu

Place Label for Each Sample Information
Building: Meck oofdﬂA *Qutlet we
McHD-Hw-sg001 _|-S-1F Floor: Z“‘[ Manufacturer: £ ko A Lﬁ
{
Sample Number Date Location: Ha(( (0l1 laﬂom 5’? Filter: Aerator:
Diw Description/Observ t(i n/Comments: 2
Initials 24HRTime €OC escrip atio : e
Building;. M ectooddo Outlet 135
| <, lf Floor: 2 'w( Manufacturer: Ff$ L‘“- ’{1
MCHD-HW-58-002 — =
ion: oy Roupm S iiter: :
sample Number  Date Location: it ley ¥ | Filter: Aerator:
U oD Description/Observation/Comments: 1b.3°
Initials 24HRTime €OC
Buiding KowKow Hall-6]|-outet KFE
~bo (- . qgnd . ,
KONK-382-001 1/5 \’5 Floor: & Manufacturer: l’(%kngg S "I g
Sample Number Date Location: l<t+d&¢\4 w Filter: Aerator:
\h& 7310 Description/Observation/Comments: 194
initlals 24 HRTime COC
BS = Bottle Filling Station WD = Water Dispenser

DW = Drinking Water Bubbler WC = Water Cooler
*Outlet Type:

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = GIasngiller
S /< M,/ ¢ - Time: -
Delivered by: e ol S_ei/ ~ Date: f1s 18 : { 2./ AMPM

Received by: ﬂ)/;,ﬁ,;/k/ {/7 — Date: ( / 5 n8 Time: [ﬂ(o AMIPM g;j
s ] o

. e =3 il N
Rocoived bjLak: Tt 5 (% ST 455



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 85677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

a8

(916) 632-6812 FAX

/15 ns

Lab: Basic Laboratory, inc. Basic Laboratory, Inc.

2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

R tek 1Beall

8-10 Day

Collected by:

Turnaround Time:

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,

mpratti@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Kounkew =—b Outlet K~
iC
~bol~ - 5" <3 Floor. & o Manufacturer: (Aa Keown N f
KONK-%8¢-002 [ ;
Sample Number Date Location: K¢ MW\ ~rIs la«L Filter: Aerator;
/UV“% D .87 0 Description/Observation/Comments: { o 7 &
Initials 24 HRTime  €OC
Buiding: Ko Kow Hef{ =5 | outet KF )
? Floor: 2"‘( Manufacturer: (/(n ?4(60/0\ "/2'1/
KONK-501-001 [-5-\ _ - .
Sample Number  Date Location: Kitchen Filter: Aerator:
V= OCE( 1 Description/Observation/Comments: { (0 O¢
Initials 24HRTime €OC
Buildingg Mwkow Hull-S | outet KE
CONK.501.002 -5~ lg Floor: A : Manufacturer: Kaown |7
Sample Number Date L ocation: K.Mw - Iislmw( Filter: Aerator:
U(f? D%ﬂ Description/Observation/Comments: “{ /{
Initidls 24 HRTime  €OC ¢
-Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
7L 4 — i i
Delivered by: /[//,// /Zg ,{»M/ Date: [0S M8 Time: ;o0 AMPM
Received by: [éﬂ’)’M/L é - Date: g / 5 ns Time: l () AM/PM @)
e . - 3 %
/-5 s g

Tl



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoOAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE  (916) 632-6812 FAX
/1 5 18

1540279

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Date of Sampling:

Job Number: 17-4612 Collected by: bek 6¢4((
Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address: Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Please e-mail resulfs as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmefzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

Place Label for Each Sample Information
Building: KomKew Hall Outet K & ;
,7/ v
KONK-401-001 \-5- \% Floor: A A Manufacturer: UaKnoww ’
Sample Number Date - Location: IC'.M% Filter: Aerator:
Init‘i\a’zi}% ” ﬁéﬁ e coc Description/Observation/Comments: (b 3¢
Buiding KonKow Hall =4 | outet K F 2
- 6"3- Floor. & nel Manufacturer: (A Knowa -
KONK-401-002 .
Sample Number Date Location: K1 '}’01'\.21\ - IS\‘“VL Filter: Aerator:
I 0 g 22 Description/Observation/Comments: 196
Initialt 24 HRTime  €OC
Building: KewKow Hal(-3 Outlet  I&F
Floor: R wd Manufacturer: u“kmv\ ) t
KONK-301-001 1-5-1\% . Ll .
Sample Number Date Location: /(« ATAY Filter: Aerator:
LA 0 T 20 Description/Observation/Comments: 6.8
InitiYls 24 HRTime  €OC
*Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: /f% / & ”L"{"(/ Date: 4 I T k] Time: T24 % AM/PM
Received by: [g%’)/b 7 Date: ( / S ns Time: [ 0 AM/IPM @
N "_/ j_/
Do cos el iy Lako - 7ZL/J [~51§ L MY‘ ﬁé‘?



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RocKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / ; /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

iel Bea(|

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

15A0279

Job Number: 17-4612 Collected by:

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results fo
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Kew Kow Hwl(~ 2 |Outet K/~
f e
KONK-301-002 \-5._15 Floor: RM( Manufacturer: Un(-inown P 15
Sample Number Date Location: Kiteheu - o lawd | Filter: Aerator:
L@Pb 4] 83@ Description/Observation/Comments: G
Initidls 24HRTime  COC {c."
Building: Ko Kow Hwl{ — 2- Outlet K [~
, od .
| KONK-201-001 (I 5’ Lg Floor: & Manufacturer: YnKiown /}LF’
Sample Number Date Location: Kc"(’M Filter: Aerator:
/{/nﬁj D 3 % Description/Observation/Comments: ((,, | ¢
Initials 24 HRTime COC
'I Building: K owKow Hal(- 2 Outlet K=
" KONK-201-002 l/ S ‘ 18 Floor: ;{"4 Manufacturer: UnKnown ,?//l
Sample Number Date Location: [(C‘(’t‘)'\,eﬂ\ — I—S\MCX Filter: Aerator:
- %(’7 @8$(ﬂ Description/Observation/Comments: ((ﬂ §¢
Initials 24 HR Time €OC g

DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker

CM = Coffee Machine GF = Glass Filler

Delivered by: ;@/4%&4&7 pat: [ 1 5 18 Time: [ 7/  amem

Received by: ﬂ)""/j}ﬁ/‘\ ) 5’ M; Date: ( / S 18 Time: M’fm AMPM @\7}
. . ' . G -y 2 3
Lcaived Slaks & Tl 51§ T YT 5

*Qutiet Type:




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: /1 S ns Lab: Basic Laboratory, Inc. Basic Laboratory, inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

SaoTY

Job Number:  17-4612 Collected by: _13°¢ K. Beal(

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmefzen@entekgroup.com,
mpratt@csuchico.edu and merrelli@csuchico.edu

Place Label for Each Sample Information
Building: Kgw Row Hall—1 Outet K = 1%
-lot- -
KONK-884-001 \-©-1 ‘b/ Floor: R nd Manufacturer. Us Known
Sample Number Date K . en
Location: .-f'd\ Filter: Aerator:
U= o>
Initial 24 HR Time €OC Description/Observation/Comments: 1] 5

Building: J4 on Kow fa(( ~ ! Outlet KFE
-~ |- 9 _\6 Floor: Z ao‘ Manufacturer: Un k"Wh ; )/"f
KONK-€8#-002 _ , _
Sample Number Date Location: J rohen IS\MAZ Filter: Aerator: .
M= 09X ~ Description/Observation/Comments: T
Initials 24HRTime  €OC
]
Building: 0 Conell Tecn Ceuter] Outlet wC
OCON-HW-136-001 \- &)\ g : Floor: H'q ” ﬁ:{f H‘“f RES"TOUM Manufacturer: E[ td.;./ /?)(j
Sample Number Date ' Location® | £ Filter; Aerator:
LIS OQIS Description/Observation/Comments: o L
Initia!‘s 24 HRTime COC : (2
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
A A R A -
Delivered by: /Z//F //T é«é%f/ Date: yay, ns Time: / 2./C AMIPM
Received by [57”‘7)% 5 = pate: | ! 5 ne Time:  [)() AwPm @

Roceived Bk Labs 700 PR N
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A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITe 7
ROCKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling:

Job Number: 17-4612

Client Name: California State University, Chico

Site Address: Campus Wide Water Quality Testing for Lead

Chico, California

//§/18

Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.

Collected by:

2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Rick Beall

Turnaround Time:

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Special Instruction: Please e-mail resuits as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekqroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

Building: O 'Commell Teeh Ceytef Outiet WC

v -7
OCON-HW-123-001 [—5-1% Floor: ) g Manufacturer: = k""f 7
Sample Number Date ‘
Location: Hal{ by |23 Filter: Aerator:
WA 041t
Initials § 24 HRTime COC Description/Observation/Comments: (GAas
1
Bulding: ' Cownell Tezeh (sitarT *outet 25
= Y
LS lf Fioor: { 5% Manufacturer: = | Kay -7
OCON-HW-123-002 - o7 o ( o )
Samplie Number Date Location: H‘vll \G'v' 23 Filter: Aerator:
[ ' i 8 q 2_\ Description/Observation/Comments: : {,@—44
Initial 24 HR Time  COC (2. 1~

-5-1§

OCON-HW-254-001

Sample Number Date
= 0g2g
Initiald 24 HRTime COC

Building: O' Conaell Teoh LaderT Outlet W

Floor: Z M{

{j ’
Manufacturer: HeedlS 27

Locati;)n:f/"![( lov.', Roowm 25Y

Filter: Aerator:

Description/Observation/Comments:

(5.4 °

DW = Drinking Water Bubbler WC = Water Cooler

BS = Bottie Filling Station

WD = Water Dispenser

*Outlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
o, S . — Time: Py
Delivered by: ///—(& Vi ,,;»45[;{ Date: {15 /18 : / 2.4 ANMIPM
- @
o . I 1 18 ime: ‘ =
Received by: [2)/%\/ é/f/Lﬂ Date: L 5 Time: [ ?’[ \9 AM/PM Z\éq%
; R 7 P g : N LA e
RoraciwAd B | ad” TLo (=51 TUIHGGE 1



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / 5— /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

5R2T8

Job Number: 17-4612 Collected by:  Rick Beali

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California
Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entequoup.com, mmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: O'Co,,me([ Teeck Cawted™Outlet W ;
ol
OCON-HW-235-001 |- &~ 5 Floor: ZM Manufacturer:. = |Kay
\
Sample Number DatZZ} Location: M=l vy  235-23b | Filter: Aerator:
IU\)J 5L it " . v, c
nkials 24 HR Time _ COC Description/Observation/Comments: ¢.3

Building: Ol‘(),ovw\ell Teeh Cu-fel utet WE

vl &
- Floor: Manufacturer: S
ocon-hw-311:001 9~ 2 3 anufacturer: [} Al 15
Sample Number Date g Location: )/ bZ Rogw 31] | Filter: Aerator:
Yoo Oq S Description/Observation/Comments: lo. qe
Initials 24HRTime  €OC
- (
Building: &' Commel( Teech Covdert-outet  YC
g _ ol
OCON-HW-326:001 &~ 1  Floor: 3 Manufacturer. Hetw ¢ e
Sample Number Date Location: Hall by Rooms 37 (/32,7 Filter: Aerator:
Ve A2~ . ot . L
- Description/Observation/Comments: (O L(
Initials\ 24 HRTime  COC
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
viet Tyee CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler

Delivered by: /\_,7// a4 pate: [/ 1 Y M8 Time: /2,2 AwPM

Received by: ﬂ;Z/L’“?) A é/_)\ Date: i ! 5 e Time: [;’”’O AM/PM qug
Q‘Q!‘n(!b’ﬁ NV A & T[’{/J L.’ﬁ”} & ?W%




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoAD, SUITE 7

RoCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Cho1g

Date of Sampling: / / ; 18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Rick

Client Name:  California State University, Chico Turnaround Time:

Site Address:  Campus Wide Water Quality Testing for L.ead
Chico, California

Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekqroup.com, metzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information

_Outlet e

Building: O!Cw““‘ Toek Coutted
A

_HW-408- S- T -
ocon-Hw-a08-001 =S l{ Floor: 4 Manufacturer: = |Kay
Sample Number Date
US> 0445 Location: H"‘”W"“f \9‘1 Rouwe Yo ¥ Filter: Aerator:
' A
Initiafé 24HRTime COC Description/Observation/Comments: Q 5e

Building: ' Connell Tk Casteg™Outlet WC

. M . V) /( 1 M '}
OCON-HW-436-001 |- S- /f Floor: ‘f Manufacturer: UUnKao ) 5%
Sample Number Date Location: Hell loy Roow 43L | Fitter: Aerator:
{
‘(lffg quq Description/Observation/Comments: 3.4~
Initikls 24HRTime €OC '
Building: Yolo Ha ll *Outlet W €
Floor: [ st Manufacturer: 1K et ’54
yolo-hw-100-001 _\- 6= 1§ : :
Sample Number Date Location: Hﬂ.( ( (9 Tew ,OQA' Filter: Aerator:
'LtY/b 100 23 Description/Observat?on/Com ments: i 7 O
Initials 24 HRTime COC
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet iM = Ice Maker
CM = Coffee M/gchine GF = Glass Filler
a s ;? " .
Delivered by: ,f"%-—‘“/(/’ ;’Z/V/ ,{(/ Date: /10T ns Time: (240 aAwmpm
-
) o . I M8 ime: ;
Received by: @/?7‘;’/’/&, P Date: ( J Time: [ i O AM/PM
Canoiard Paaaladst Tl I~51% i~ SRR



A Entex

ENTEK CONSULTING GROUP, INC. SA0TE
4200 ROCKLIN RoAD, SUITE 7

RockLiN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / ;| 5 ns Lab: Basic Laboratory, inc. Basic Laboratory, Inc.

2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

17-4612 Collected by:  Rick Beall
8-10 Day

Job Number:

Client Name:  California State University, Chico Turnaround Time:

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, meizen@entekqroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: \({9[0 Hea *Outlet W &
voLO-HwW-100-002 1= 16~ g Floor: ( $ T Manufacturer. HAW S gy,
Sample Number Date 2 Location: Hall oy [Roow (09 | Fitter: Aerator:
Wy 100 L . , e
— AHRTime  COC Description/Observation/Comments: c?, g
Building: Yslo Hall soutet W C
g Floor: | ¥ Manufacturer. AnKiogov, i
yoLO-HW-124-001 _ |— S~ \ 4
Sample Number Date Location: Hal(( lay Reow 124 Filter: Aerator:
s (00 g Description/Obser\[ation/Comments: 7.5
Initials 24 HRTime €OC
Building: Yolo Hall Outlet WC
YOLO-HW-244-001 -1 5 Floor: XM( Manufacturer: EHC&A; Ll- 1
Sample Numb Date -
ample Bumber | Location: Ha(| loy Roowm 2MY | Filter: Aerator.!
A Do : .
InitialsV 24 HR Time  €OC Description/Observation/Comments: (L5
Lowen Water (woley
Br{a{'é ggd # coenters 7 f&fwﬁ o crs O " Seste

Z:\Clients\Chico State\17-4612 Campus Wide Water Testing - Lead\Water COC & Forms\Water Request Rick wpd

o DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler J
/ .- 7
Delivered by: w——ifé «’?ayu_f, pate: S / 5 N8 Time: /2.0 AmPmM

- ] .
Received by: &,ﬂ//’/}}/% jm Date: ( / g 18 Time: ({(L{ A AM/PM

= p—; — i &
B oA .“l‘xn n{ (/l/n ;/! Iv"ﬁ‘/\é é’ —7‘7 l E \,\, é”“)"/ % %}%b/ g




A Entex

ENTEK CONSULTING GROUP, INC. 1540178
4200 ROCKLIN ROAD, SUITE 7

RocKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: . ; /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeali@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Yolo Ha *Outlet W C {7)
L
- G- f Floor: R nel Manufacturer: EJ[ Kau/
YOLO-HW-244-002 ' _ ,
Sample Number Date Locatlon:/"(d// b IZOuM 2 "W Filter: Aerator:
U{y% 10\ % Description/Observation/Comments: il
Initials' 24 HRTime  €OC Upper weater Coolev
Buiding: [olo Hal( Outet |95
? ' Floor: 2 nd Manufacturer: E ”QQ«V {
YOLO-HW-244-003 _ | =S| ; { 7
Sample Number Date Location: H= ” ‘o\; Rom 2"("( Filter: Aerator:
/UN9\7 \0 Lb Description/Observation/Comments: /\/ 4(
Initials' 24 HRTime  €OC ‘
Building: U H Mdlmin outet KF
lll/ﬂF'W/l*OOl |- 55— ‘X‘ Floor: | st Manufacturer: Dqu )
Sample Number Date Location: KrM% Filter: Aerator: 45
/(-'{VQ) Y ngE)n;l Coc Description/Observation/Comments: V( ., 7 ¢
- i ; -
n Initial H‘U'\ mc&‘\"
~Outlel Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine GF = Glass Filler
e — — .
Delivered by: //\ {‘/ 75 & Date: / 1y ns Time: /5,00 AMPM
Received by: {)7/1,»—?/\/1/ ﬂ:‘ﬂ‘ Date: ( ! 5 18 Time: {/}/{O AM/PM

~ . ~5°1% 5 G UK

dpcaived B\ cn



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE Y

RockLIN, CA 95677
(916) 632-6800 PHONE

(8 A0

(916) 632-6812 FAX

Date of Sampling: [/ S s Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Site Address:

Please e-mail results as soon as available and include copy of submiftal with those results to
mainoffice@entekqgroup.com, rbeall@entekqgroup.com, netzen@entekqroup.com,
mpratt@csuchico.edu and rperrellii@csuchico.edu

Special Instruction:

Place Label for Each Sample Information
Building: (f+} Aglmina *Outlet  |£ £
—_— - i
HOF-SUK-002 \-%-1 g Floor: ) $ Manufacturer: UnKanom L“f
Sample Number Date .
Location: K¢ MW Filter: Ve Aerator:
M= 1027 fed
Initials \ 24HRTime coc | Description/Observation/Comments: 0.9
Sécmw(m] faucetwitta fiHer
Building: *Outlet
Floor: Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:
Building: *Qutlet
Floor: Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: M ,@/ww{/ pate: / 15 ns Time: ;2,0 AmPm
U R / ime: z
Received by: ,@/7/77’/,\/" 4/7/; Date: l S one Time [ amem
o/ e sl . “.g"f?‘ - . i
Dl’)f‘n.\,m» /'“ i’)\, N ] fe) é/\ k3 TZL&J\ / J / 8 7!'-‘ s V})LsL’{%



A Entek

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
| ;5 ns

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Ryan Metzen

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmefzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Acwer 6y “outlet U
o : s 1
| AGYM — 140 - 002 [-<-19 Floor: s ‘ Manufacturer: tracss L\
Sample Number  Date Location;@w\ - Lo Lk Filter: Aerator:
- (g o710 Description/Observation/Comments: A
ulnmals. 24 HRTime COC
-
u Building: Aciey &Y M Outlet &2
Floor: \ Manufacturer: Heoste S L{%
AGYM — 140 - 003 1-s-1§ Location: Coewn 146 —wew ‘Y Filter: Aerator:
Sample Number Date b Ob tion/G .
escription/Observation/Comments: ;
£ wh O7.!S P “r&(t
Initials 24 HRTime COC
Building: Qc¥osl GNUA “Outlet W8 (2T
. 16 Floor: \ Manufacturer: FAHWE S a{q
AGYM — 140 - 001 - S. , .
sample Number Date Location: Qecea V4o (Mo 1 U0 Q) Filter: Aerator:
A 69:19 Description/Observation/Comments: 156
Initials 24 HRTime COC

Z:\Clients\Chi

Vet \E(}\

(%

DW = Drinking Water Bubbler

WC = Water Cooler

State)17-4612 Cam‘w{nvzise Water Testing - Lead\Water COC & Forms\Water Request Ryan Metzen.wpd
! x[ §

BS = Bottle Filling Station WD = Water Dispenser

*Outlet Type:

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker

CM = Coffee Machine GF = Glass Filler

- v/ . e . .
Delivered by: //,_f/ / Zg/ﬁé/ Date: €12 ns Time: {207 AMWPM
/ -
S
) . 1 18 ime: L
Received by: & V)~ T Date: ( \S Time: z 4 { Q AM/PM
. — A v o i, L
J:}nf"oe4wf{ Vi . b A L/ ["j/g m)(‘f\/t%



A Entex

ENTEK CONSULTING GROUP, INC.
4200 RocKLIN ROAD, SUITE 7

RoOCKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special instruction:

(916) 632-6812 FAX

/ 1 5 ns

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

198027¢

Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results fo

mainoffice@entekgroup.com, rbeall@entekgroup.com, retzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Basic Laboratory, Inc,
3860 Morrow Lane, # F

Place Label for Each Sample information

Building: PcMey -\ Outlet <« <

Floor: \ Manufacturer. He-u-e3
AcyM-140-004 (=S -{§ =
Sample Number  Date Location: Qowen e wew SE€ Ewe | Filter: Aerator:

gvA 67:23 Description/Observation/Comments: s ¢

Initials 24HRTime C€OC

Building: B¢ Uy WA Qutlet ) <

Floor: \ Manufacturer: Ytceweg
AGYM - 140 - 005 - 5-1{ % Location: Resw. 4o wer s €wr | Filter: Aerator:
Sample Number Date - . <
Description/Observation/Comments: 1 A g
AN oF:2Y4 :
Initials 24 HRTime COC
Building: A NVWA Outlet LOC

Floor: ! Manufacturer. Bl Wby
AGYM - 000 - 001 |-s- i Location: Loy WNew 6oaea's 2L Filter: Aerator:
mber Date . .

Sample Nu .22 Description/Observation/Comments: g

VWA % P A 2
Initials 24 HRTime ~ €OC

T DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser

*Outlet :

uliet Type CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker

CM = Coffee Machine GF = Glass Filler
/7 - g v 7 jf?ﬁ‘ — Time: 2,
Delivered by: Y Date: /I § T M8 Y J20
Received by: {54/”/1/1/ é/mq Date: { ! S 18 Time: i ?/( O AM/PM
7 ‘

Rocaiised hu Lats

T

575

. 7 L'Lg
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A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

(916) 632-6812 FAX

/ 1% n8

17-4612

Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Ryan Metzen

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekqroup.com, rmefzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: AL\L\V G M Outlet <o C )
A% Floor;: ) Manufacturer: g (L& b
AGYM-000-002 _1-S ,
Sample Number Date Location: LeWgy arev wvewn's, W | Filter: Aerator:
QL WA s Description/Observation/Comments: 13.§%
Initials 24 HRTime COC
Building: Ackev G-Yun Outlet B S
[ %
Floor: \ Manufacturer: 5 /
AGYM - 000 - 003 1~ S~ s Location: ooy Newv “Owan's @i | Filter: Aerator:
Sample Number Date Description/Observation/Comments: 15
TUN 6334
Initials 24 HRTime COC
Building: Rcloy MM Outlet DU
1% Floor: \ Manufacturer; JnWnowwy b5
AGYM — 128 — 001 (-&~ o e _
sample Number Date Location: Lebby Sean Filter: Aerator:
o w 6.2 % Description/Observation/Comments: (4. §°
Initials 24 HRTime COC
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: f&’ / ldﬁig/ Date: { 15 18 Time: 7/ 2/0 aAwpwm
Received by: iﬂ Doy ’51,/0/{; | Date: f ! 3 N8 Time:  [H( e
‘{2@ O i b ’ ] C/ W{/‘Kz\j iﬁﬁ’ [% lé_aé.%i\'{“’ig



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RocCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
/ 15 ns

Collected by:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Turnaround Time:

($AoxTg

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekqroup.com, rbeall@entekgroup.com, metzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: povexN &N\ Outlet D\,J ‘)L
: \ : UWNomW
AGYM — 128 - 002 [- < ' Floor Manufacturer: yaun
Sample Number Date Location: Lo\ooy Sout~ Filter: Aerator:
(A% 63:34 Description/Observation/Comments: gﬁ g
Initials 24 HRTime COC
Building: PreWuy Gy outet Owa
: Floor: ! Manufacturer: \wouwsw v~ bf/i
AGYM —128 - 003 (-S-I8 Location: Lebloy  Sou¥n Filter: Aerator:
Sample Numbe Dat S , L
P ' e Description/Observation/Comments: (.5
Em 672:40
Initials 24 HRTime COC
Building: Aoy GNWM Outlet LIC_
g Floor: \ Manufacturer. Eillesy g (9/
AGYM — 128 - 004 [=S-1 . . '.
Sample Number Date Location: Q&\“\ LPAY Filter: Aerator.
R A 09:4 ¢ Description/Observation/Comments: (5.§
Initials 24 HRTime €OC
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uliet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Giass Filler
/2 ~ ' . .
Delivered by: ;,»/L/ Date: 1S ns Time: /2,0  awpm
Received by: &/'/’7//[/ / /[/; Date: ( ! S "8 Time: l }[ O %M’PM
Dnr*n NNV R: U2 "UR T ¢ m) /”5,/8 'jf{%q_ F‘d(_/"g



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RocKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

1§ A0xT8

Job Number: 17-4612 Collected by:  Ryan Metzen

Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample information
Building: fcyey GYywa Outlet %, S
cy
AGYM - 128 - 005 {-S-15 Zloor: Manufacturer; £\icey o1
|
>amp (:j:mber Date? _ocation; Qeown V29 Filter: Aerator:
[\ 672
Initials 24 HR Ti(;{nZ coc Description/Observation/Comments: |5 4 ¢
Building: fcMe &YW Outlet L C
)
Floor: A Manufacturer: jauaeiN bl
- P .y - -
{11270 1 S-1% Location: Hallwn, b, WY Filter: Aerator:
Sample Number Date ‘ :
Q,\M 67:S2 Description/Observation/Comments: [l H°
Initials 24 HRTime  COC
Building: S0 0eagx  GNVH Outlet (<
g Floor: \ Manufacturer. €\ Ky (P{'
SHUM-HW-100-001  _|- S~ N o /
Sample Number Date Location: Nésd Cooon L Filter: Aerator;
RAL 62:S2 Description/Observation/Comments: ! (.1 ¢
Initials 24 HRTime  €OC ‘

DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker

CM = Coffee Machine GF = Glass Filler

Delivered by: Iéﬂ«(é ;‘é/(ﬁgs?/ff/ Date: /1S ns Time: j 20 AmPM

Received by: bon é/‘«: oo | 1 M8 mme [ awem
D LAV . IRV B o % M%n [ 77.1‘&/\) [/6/, 8/ WLiq g

*Outlet Type:




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: /1S5 ns

Job Number: 17-4612 Collected by:
Client Name:  California State University, Chico Turnaround Time:
Site Address: Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

(Bh0279

Basic Laboratory, Inc.
3860 Morrow Lane, #F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

Building: Q\(Uwnev CYW)

Outlet W&

{

-S- 1 Floor: Manufacturer: € \kwy
SHUM-HW-100-002 ' 1
Sample Number Date Location: 0ussade Qaoes bog Filter: Aerator:
Q:V‘" a5 Description/Observation/Comments: &
Initials 24 HRTime  COC
Building: S YWowmaxy EYua Outlet B S lk%)
Floor: ' Manufacturer: €l y
sHUM-HW-100-003 _\- S—§ Location; 0N Rogen sy, Filter: Aerator:
sample Number Date . Description/Observation/Comments: 15.0°
Initials 24 HRTime  C€OC
Building: S™dank Wit @xdy Outlet < w{
' Fioor: Manufacturer: £y
SHC-117-001 -5~ ion: Wdesk (@ Filter: Aerator:
Sample Number Date Location: bdetSwne, 2} ilter: erator:
P vA ok~ L \ Description/Observation/Comments: 153 ¢
Initials 24 HRTime  COC
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
&.ﬂ'_ L 7 . . .
Delivered by: / 4/% £ \g/;;ﬁié// Date: ¢ 15 18 Time: /2 /J awem
Received by: 6/%?/:/\ ; f/l; Date: 1 ! S 8 Time: [al O MF‘M
Do caiiesrd P Lalis s Tl (515 S U S



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoAD, SUITE 7

RoCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

(§A0TE

Date of Sampling: a, S /18
Job Number: 17-4612
Client Name: California State University, Chico

Site Address:

Special Instruction:

Campus Wide Water Quality Testing for Lead

Chico, California

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

&‘f

Place Label for Each Sample Information
Building: S%odets Bouwdn iy Outet B S
(5
SHC-117-002 1-$-1€ Floor: Manufacturer: £ty
Sample Number Date _ . _ !
P Location: RuaiXvos.  frew— Filter: Aerator:
W\ o812 © "
Initials 24 HR Time  coc  Description/Observation/Comments: ¢
WO WS+ N Wi S¥tl adaged L oM
LSRN AR V)
Building: Syadaxax W\ in Conkev | Outlet O 0
" Floor; | Manufacturer: Waw S b
SHC-148-001 t-S-1i , .
Sample Number Date Location: Ly \luxey N-ex @ooen iU N Filter: Aerator:
LU O%: )¢ Description/Observation/Comments: il.G¢
 Initials 24 HRTime COC
Building: Stodeax 13\ CsoXx | Outlet 4> L€
' 12 Floor: \ Manufacturer.  F1Wey L/]
SHC-HW-137-001 -S- N o _ 2
sample Number Date Location: Rasen, \ N} Filter: Aergtor.
ALY 6giIZU Description/Observation/Comments: (6.4
Initials 24 HRTime  COC
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
7 " !,//7 7 , e . .
Delivered by: /Z_i(é’ d .YS/:M?/ Date: Ly ns Time: /2,0 AWPM
5 g ¥ . ‘
Received by: /\/5/’)77/;/\/, (/ o Date: { / S nsg Time: ( 9’ {\D ,‘A}”&IPM
[zl . N N /L\. Y - " 7 .
Damaiind Brrd mint 7. 51§ 1545 103



[0 IS

A Entek

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockKLIN, CA 95677
(916) 632-6800 PHONE

[ 15 ns

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address: Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Coliected by:

Turnaround Time:

$AcII

Basic Laboratory, inc.
3860 Morrow Lane, # F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekqroup.com, rbeall@entekgroup.com, nnefzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edy

Place Label for Each Sample

information

gucawasgoon [ =S=I®

Building: sAodan Y dealtin Windey

Outlet &2 C

Floorr &

(5

Manufacturer: YrAw S

sample Number Date Location: Waikiew Aren 2S6 Filter: Aerator:
1 2¢ . - s 2
ZWn eg Description/Observation/Comments: (.55
Initials 24 HR Time  €COC
Building: 5% @ v | Outlet WF
Floor: 2 Manufacturer: Uyaessv™ [1 q
SHC-HW-240-001 1 -S-1€ Location: Roawx 240 Filter: Aerator:
Sample Number Date b i tion/Ob Hon/C. ! l(_p ZC’
. escription/Observation/Comments: )
(214 o2
Initials 24 HRTime COC
Building: $4udent Ha Vi Gyvey Outlet K F
Ic Floor. Z Manufacturer: Eflcy ] I
SHC-HW-220001 1 ~ §= N o _
sample Number . Location: €coim 22.C Filter: Aerator:
E A og: 3? Description/Observation/Comments: ((6‘ i ¢
Initials 24 HRTime COC
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: /\‘:/f '/@Mg/&;% g Date: / / 5 18 Time: f Z(C  AMPM
Received by: ﬂ?%ﬂ/t §/ . Date: [ 4 S ng Time: ” I O AMIPM .
Sy =T —5-(% 95 s



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RocKLIN, CA 85677
(916) 632-6800 PHONE

Date of Sampling: \ /9 18

Job Number: 17-4612

Client Name: California State University, Chico

Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX

l.ab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

GROXTE

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: S Ynoveneny &YW Outlet  «w < 7i
Floor: | Manufacturer: W feo S
SHUM-102-001 /- x-/¢€ _ _
Sample Number Date Location: Ruowmea (072 Filter: Aerator:
g w 0%-47> Description/Observation/Comments: 19, i
Initials 24 HRTime COC
Building: S\Nuensy (WA Outlet 2 <
Floor: \ Manufacturer: b Pa S 7 7
SHUM-102-002 Ut Y - Location: Loown to L Filter: Aerator:
Sampie Number Date OK\‘{L
Description/Observation/Comments: 1ol g4
AN oYy P (.4
Initials 24 HRTime COC
Building: S\~y uyney G Y4 Outlet ) &
Floor: | Manufacturer: Hg e § 7 /%
sHuM-HW-166-001 [ = S=1€ Location: Hejlwe., Wess Poess 16£ | Filter: Aerator:
Sample Number Date 7
W 6<.S9 Description/Observation/Comments: ' 5.1 L
Initials 24 HRTime COC
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uiiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee M, /g:hine GF = G}gass Filler
s Ny 4 . : ,
Delivered by: //él*%/ ig-’dﬁeff pate: ¢ 1 S5 M8 Time: {20 AmPm
Received by: ﬂ*y/%% é//l/; Date: ( ! 5 8 Time: [ " [ O AM/PM )
i . N, o £T T s S . - ‘\/}}
Qi‘;l"‘\?:i:s—#ri e 1 b 77‘5; i 5"[? ‘—}'{ECE% [L{q%
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A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling: L/ /18

Job Number: 17-4612

Client Name: California State University, Chico

Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special instruction:

{916) 632-6812 FaX

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Coliected by:

Turnaround Time:

[$A027Y

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: pyeyayr GYWA Outlet y ¢
e
Acym-ldi-00) [ -S-I% Floor: \ Manufacturer: ) Noan ZL/
Sample Number Date ) ,
M oq:0 { Location: feoen WM\ Creccesine b Filter: Aerator:
Initials 24 HRTime _coc  Description/Observation/Comments: 15.3¢
Building: DecWay Gy Outlet €
Floor:  \ Manufacturer: QWi 75
Ao 14 -0b2 [~ &-|® _ _
Sample Number Date Location: Leooen. MV (ovuachion € Filter: Aerator:
'PM Oq: 67 Description/Observation/Comments: ( -
Initials 24 HRTime COC 4. 7
Building: Bckey G\ WA Outlet W) &
Floor: \ Manufacturer: Haw s 7({,;
AGYM-142-001 _t = S-1% Location: Qowen 142 Filter: Aerator:
Sample Number Date o c
Description/Observation/Comments: .
LA 89.2¢> (¢ le"
Initials 24 HRTime COC

II

DW = Drinking Water Bubbler
*Outlet Type: 9 r

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machipe GF = Glass Filler
4 = : / i
Delivered by: / (/ ,[é,c//,{h‘{ff ’ Date: /1 ST 8 Time: ] 2rc AMIPM
il : / 5 ime: |7},
Received by: ﬁq//'))/u\/ "/7//1/1/ Date: l ns Time: z T O AMIPM
¢ ¥ / TG Yy C e
in Tk & 773 I-5-1% 541U S



A EnTex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoOAD, SUITE 7

RockLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
. 5, /18 Lab: Basic Laboratory, inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

$H627%

Basic Laboratory, Inc.
3860 Morrow Lane, #F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

maincffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Ackey (YR Outlet N ’/](’
Floor: \ Manufacturer: g © i
AGYM-143-001 _}-$-1% ‘
Sample Number Date Location: Lewea \ WS Filter: Aerator:
WA 69:2¢ Description/Observation/Comments: , .
Initials 24HRTime cOC tad
Building: AeMey Gyw Outlet ¢ €
Floor: ! Manufacturer: b ¢ - 1
1-5-) yy
AGYM - 144 - 001 ¥ Location: phen's (aeVMev  Buars Filter: Aerator:
Sample Number Date
i 0922 Description/Observation/Comments: 12 p
Initials 24 HRTime  €OC
Building: Beew “HW Outlet o ¢
Floor: ‘ Manufacturer: Wfioe > ’/Iél
b 144002 |- S=1 ¢ =
Sample Number Date Location: foes 144 pAaY's toxleyv | Filter: Aerator:
£ uA 079:3%b Description/Observation/Comments: -7 c; <
Initials 24 HRTime COC
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: M g&&/j/ Date: 13 N8 Time: /52 AmPM
Received by: }(L/W é; /)'\ Date: l / \,> s Time: ( ?— { O Aw
Yana o Dt L el s " T?l) /"_jlg ‘#{;’&:{Eﬁlu;&/



#

A

n

A Entek

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

RockuiN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX

§15/18

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

A8

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail resulls as soon as available and include copy of submittal with those resulls to

mainoffice@entekgroup.com, rbeali@entekqroup.com, nmefzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample ©Information =
Building: DeVav &Y WA Outlet s
A Lym- (44003 | - - Floor: ! Manufacturer: B S 50
Sample Number Date Location: Recon 144 - Mewn's, tuliy Filter: Aerator:
PYUL o . c
Q,W\ o7 ‘L Description/Observation/Comments: 3 b
Initials 24 HRTime COC ‘
Building: p ¢Wey &Y Outlet Lu <
Fioor: T Manufacturer: Hreamw § 2!
s 206 00 -3-1 i ,
Al 267001 [-5-1% Location: fy Qoo 2 et Filter: Aerator:
Sample Number Date !
Q/\.V\ o0 ¥ Description/Observation/Comments: (0.4¢
initials 24 HRTime  €OC
Building: BeMean- GN8A Outlet «W <
on! Floor: L Manufacturer; Ve § ]
70t (o<1 <
AGYM - 264 - 69 -S- - o _
sample Number Date Location; €ooen. 207 Filter; Aerator:
YLVA 09: S¢L Description/Observation/Comments: Ll e
Initials 24 HRTime  €OC (4.9
0 Tvoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Boftle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet M = lce Maker
CM = Coffee Machine GF = (%;ass Fitler
x - b — M.
Delivered by: /& . &(‘ﬁéf’/ Date: {15 ns Time: J 270 AMPM
Received by: !)QW {/wm Date: l ! 5 18 Time: tq»l@ L pMPm
O N T 77, ) =57 & 7= 4



A Entek

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6812 FAX

(916) 632-6800 PHONE
Date of Sampling: W/ S 18

Job Number: 17-4612

Client Name: California State University, Chico

Site Address:
Chico, Califomnia

Campus Wide Water Quality Testing for Lead

S Ronts

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Ryan Metzen

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

Special Instruction:

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,

mpraft@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample - Information oo
Building: . ges &YW Outlet (o ¢
AGYM - 203 - 001 1-2-% Floor: 2z Manufacturer: Yre s % %3
Sample Number Date Location: 203 Filter: Aerator:
t(})\ \0: v+ Description/Observation/Comments: (4 5
Initials 24 HRTime COC :
Building: PrcWev YW Outlet 4w ¢_
ol S_1¢ Floor: T Manufacturer: \'\W A %L(
AGYM - 299 - 001 |- S- Location: Loger 201\ Filter: Aerator:
Sample Number Date 10.3 ' - '
M w Description/Observation/Comments: l % ‘
Initials 24HR Time  €OC '
Building: Lm\ggm YoV Outlet o &
45
Floor: \ Manufacturer: EWWeo/
LANG-HW-122-001  _I=~ S-1& o . o ,
Sample Number Date Location: Aﬁ.\\uug N‘\S\.&k’—-‘ 1By By Filter: Aerator:
2 WA 10.8S Description/Observation/Comments: 6.2¢
Initials 24 HR Time  COC

DW = Drinking Water Bubbler WC = Water Cooler

CF = Classroom Faucet
CM = Coffee Machine

*Qutlet Type:
KF = Kitchen Faucet

GF = Glass Filler

Delivered by:
Received by: ﬂ/’f e .
s PN T - =7l1{.}

BS = Bottle Filling Station WD = Water Dispenser

BF = Bathroom Faucet IM = ice Maker
pate: [/ 1S5 18 Time: 73,07 AwPM
. / 18 : P
Date: { \-S Time: { ?(O@AMIPM

515 A5¢33 00 K



A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

California State University, Chico

Campus Wide Water Quality Testing for L.ead

(916) 632-6812 FAX
/ 1S ns

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001

Collected by:

Turnaround Time:

SA0LTY

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 85928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those resuits to

Special Instruction:

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmeizen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample Information <5 o i
Building: (,a‘u..,\ e \\ Outlet ¢» 8(,
,
Floor: | Manufacturer: . €14«
LANG-HW-122-002 I - $—)& nufacturer y
Sample Number Date Location: Buksige Ceove \T- 2P Filter: Aerator:
| avad 16- 2¢ Description/Observation/Comments: 3.6
Initials 24 HRTime COC
Building: (ge-a,m W Outlet s
Lo S18 Floor: ! Manufacturer: Wy %7
rd - 4
LANG-HW-103-001 _2—+—"" | yeation: % Filter: Aerator:
sample Number Date Q&“—'—AW! oede 1o - :
__ﬁ;"_”‘,____—— J_Q__‘:Lb__-——— Description/Observation/Comments: ([ ({
Initials 24 HR Time cocC C
Building: Lomadera W\ Outlet W<
v
i€ Floor: \ Manufacturer: Eilay (6@
LANG-HW-103-002 _{ =9~ o . o i
sampic Number  Date Location: Halkssy oteids. 107 Filter: Aerator:
.UA 105 Cy) Description/Observation/Comments: .g°
Initials 24 HRTime  €COC
. ' DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
Outiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine GF = Giass Filler
Delivered by: /é,/// g/g/{;gé’/ Date: /1S ns Time: ;7 7/  awpPMm
Received by: ﬁ/‘/}un/) {MMA Date: ( / 5 118 Time: [ ,)"( @ %PM
N T 5T — 518 S e TIPS



A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:
Chi

Special Instruction:

17-4612

co, California

(916) 632-6812 FAX
/1 S ns

California State University, Chico

Campus Wide Water Quality Testing for Lead

|§AcTE

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

L.ab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Ryan Metzen

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail resulls as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample . o Informatlon AT
Building: LGWSILOA el Outlet Lo <~
34
LANG.HW-205-001 [-S-1§ Floor. 72 Manufacturer: Homu ¢
Sample Number Date Location: n—\g\\...u..', swtslda 205 Filter: Aerator:
(LU‘/\ 1O-8¢, Description/Observation/Comments: C
Initials 24 HRTime  C€OC 1Yq.3
Building: Qutlet
Floor: Manufacturer:
| Location: Filter: Aerator:
Description/Observation/Comments:
Building: Outlet
Floor: Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine

*Outlet Type:

Delivered by:

WC = Water Cooler

KF = Kitchen Faucet
GF = Glass Filler

Received by:

vt

¢
I

BS = Bottle Filling Station WD = Water Dispenser

BF = Bathroom Faucet IM = Ice Maker
Date: 1S ns Time: [ 2r¢) AMPM
bae: L 1D M8 Time:
i-5-r<




TerriLynn Wilhelmson

- -
From: Richard Beall <rbeali@entekgroup.com>
Sent: Sunday, January 07, 2018 1:18 PM
To: TerriLynn Wilhelmson
Subject: RE: BASIC LABORATORY 18A0278
Terrikynn,

Sample bottle with the label KONK-101-001 should be KONK-601-001, since it was collected in Hall 6 designated by the
601 series. We forgot to change the number from -601 to -101 on the bottle.

Bottle with the label crossed out KONK-601-001 and with the hand written KONK-101-001 is correct. It is -101 since it
was collected in Hall 1 designated by the 101 series. The hand written number -101 is correct.

Thank you for catching this error. Call me on my cell on Monday if this is not clear.

Rick Beall, CIH, CSP
President

Entek Consulting Group, inc.
4200 Rocklin Road, Suite 7
Rocklin, CA 95677

(916) 632-6800 office

(916) 632-6812 fax

(916) 417-5276 cell
rbeall@entekgroup.com
www.entekgroup.com

From: TerriLynn Wilhelmson [mailto:twithelmson@basiclab.com]
Sent: Friday, January 05, 2018 3:41 PM

To: Richard Beall

Subject: BASIC LABORATORY 18A0278

Hi Rick,
I have a few questions for today’s samples. There are duplicate ID’s on sample numbers 18 & 28, | matched the samples
to the times. Sample 18 looks like it might be 608 on the chain but changed to 101 on the bottle. Sample 28 used to be

601 but now 101 and time matches on the bottle.

Sample 19 the original typed ID matches the bottle and so does the time. So is it 101 or 601 and the same above?

I have attached the pages for the chain of custody and a picture so you can see what | am talking about.
Get back to me asap.

.
LY L)
o

Thank ;/ou for choosing Basic Laboratory

7;/%44;/(/( Wihebnson



