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2218 Railroad Avenue voice 530.243.7234 | 3860 Morrow Lane, Suite F voice 530.894.8966
tahoratory Redding, California 96001 fax 530.243.7494 Chico, California 95928 fax 530.894.5143

January 08, 2018

Lab ID: 18A0154

RICHARD BEALL

ENTEK CONSULTING GROUP

4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677

RE: CHICO STATE LEAD TESTING 17-4612

Dear RICHARD BEALL ,

Enclosed are the analysis results for Work Order number 18A0154. All analyses were
performed under strict adherence to our established Quality Assurance Plan. Any
abnormalities are listed in the qualifier section of this report.

If you have any questions regarding these results, please feel free to contact us at any time.
We appreciate the opportunity to service your environmental testing needs.

Sincerely,

L ad A
Ricky D. Jensen

Laboratory Director
California ELAP Certification Number 1677
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b a S l C 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966

faboratory Redding, California 96001  fax 530.243.7494 Chico, California 95928 fax 530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0154

4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612

Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
SHTA-HW-218-001 - Grab Drinking Water (18A0154-01) Sampled:01/03/18 08:10 Received:01/03/18 11:20
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0918
SHTA-HW-218-002 - Grab Drinking Water (18A0154-02) Sampled:01/03/18 08:10 Received:01/03/18 11:20
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0918
SHTA-2MB-001 - Grab Drinking Water (18A0154-03) Sampled:01/03/18 08:10 Received:01/03/18 11:20
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0DS18
SHTA-HW-262-002 - Grab Drinking Water (18A0154-04) Sampled:01/03/18 07:57 Received:01/03/18 11:20
Lead ug/t ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AC918
SHTA-2WB-001 - Grab Drinking Water (18A0154-05) Sampled:01/03/18 08:04 Received:01/03/18 11:20
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAG918
SHTA-2WB-002 - Grab Drinking Water (18A0154-06) Sampled:01/03/18 08:04 Received:01/03/18 11:20
Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0918
SHTA-3WB-001 - Grab Drinking Water (18A0154-07) Sampled:01/03/18 07:49 Received:01/03/18 11:20
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAC918
SHTA-3WB-002 - Grab Drinking Water (18A0154-08) Sampled:01/03/18 07:49 Received:01/03/18 11:20
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0918
SHTA-HW-262-001 - Grab Drinking Water (18A0154-09) Sampled:01/03/18 07:56 Received:01/03/18 11:20
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0S18
SHTA-3MB-002 - Grab Drinking Water (18A0154-10) Sampled:01/03/18 07:34 Received:01/03/18 11:20
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0918
SHTA-HW-318-001 - Grab Drinking Water (18A0154-11) Sampled:01/03/18 07:40 Received:01/03/18 11:20
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0918
SHTA-HW-318-002 - Grab Drinking Water (18A0154-12) Sampled:01/03/18 07:40 Received:01/03/18 11:20
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0918
SHTA-HW-362-001 - Grab Drinking Water (18A0154-13) Sampled:01/03/18 07:26 Received:01/03/18 11:20
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0918
SHTA-HW-362-002 - Grab Drinking Water (18A0154-14) Sampled:01/03/18 07:26 Received:01/03/18 11:20
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0918
SHTA-3MB-001 - Grab Drinking Water (18A0154-15) Sampled:01/03/18 07:34 Received:01/03/18 11:20
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0918
SHTA-LB-018-002 - Grab Drinking Water (18A0154-16) Sampled:01/03/18 08:30 Received:01/03/18 11:20
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0918
SHTA-HW-118-001 - Grab Drinking Water (18A0154-17) Sampled:01/03/18 08:35 Received:01/03/18 11:20
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0918
SHTA-HW-118-002 - Grab Drinking Water (18A0154-18) Sampled:01/03/18 08:35 Received:01/03/18 11:20
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAD918
SHTA-1MB-001 - Grab Drinking Water (18A0154-19) Sampled:01/03/18 08:25 Received:01/03/18 11:20
Lead ug/! 7.2 5.0 EPA 200.8 01/07/18 01/07/18 BBA0918
SHTA-1MB-002 - Grab Drinking Water (18A0154-20) Sampled:01/03/18 08:25 Received:01/03/18 11:20
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAG918
SHTA-LB-018-001 - Grab Drinking Water (18A0154-21) Sampled:01/03/18 08:30 Received:01/03/18 11:20
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0919
SHTA-2MB-002 - Grab Drinking Water (18A0154-22) Sampled:01/03/18 08:10 Received:01/03/18 11:20
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0919
-M P, S
Approvell By
Basic Laboratory Inc
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2218 Railroad Avenue voice 530.243.7234 i 3860 Morrow Lane, Suite F voice 530.894.8966
taboratory Redding, California 96001 fax 530.243.7494 i Chico, California 95928 fax 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0154
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone: (916) 632-6800

Attention: RICHARD BEALL P.O. #

Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total

Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch

SHTA-HW-162-001 - Grab Drinking Water (18A0154-23) Sampled:01/03/18 08:21 Received:01/03/18 11:20

Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0919
SHTA-HW-162-002 - Grab Drinking Water (18A0154-24) Sampled:01/03/18 08:21 Received:01/03/18 11:20

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0919
LASS-HW-368-001 - Grab Drinking Water (18A0154-25) Sampled:01/03/18 08:57 Received:01/03/18 11:20

Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAO919
LASS-HW-368-002 - Grab Drinking Water (18A0154-26) Sampled:01/03/18 08:57 Received:01/03/18 11:20

Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AC919
LASS-3MB-001 - Grab Drinking Water (18A0154-27) Sampled:01/03/18 09:02 Received:01/03/18 11:20

Lead ug/l 7.7 5.0 EPA 200.8 01/07/18 01/07/18 BBA0S19
SHTA-1WB-001 - Grab Drinking Water (18A0154-28) Sampled:01/03/18 08:41 Received:01/03/18 11:20

Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0919
SHTA-1WB-002 - Grab Drinking Water (18A0154-29) Sampled:01/03/18 08:41 Received:01/03/18 11:20

Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAC919
SHTA-013-001 - Grab Drinking Water (18A0154-30) Sampled:01/03/18 08:47 Received:01/03/18 11:20

Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0919
LASS-3MB-002 - Grab Drinking Water (18A0154-31) Sampled:01/03/18 09:02 Received:01/03/18 11:20

Lead ug/I 26.0 5.0 EPA 200.8 01/07/18 01/07/18 B8A0919
LASS-HW-312-001 - Grab Drinking Water (18A0154-32) Sampled:01/03/18 09:07 Received:01/03/18 11:20

Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A(919
LASS-HW-312-002 - Grab Drinking Water (18A0154-33) Sampled:01/03/18 09:07 Received:01/03/18 11:20

Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0919
LASS-3WB-001 - Grab Drinking Water (18A0154-34) Sampled:01/03/18 09:10 Received:01/03/18 11:20 '

Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAC919
LASS-3WB-002 - Grab Drinking Water (18A0154-35) Sampled:01/03/18 09:10 Received:01/03/18 11:20

Lead ug/I 5.6 5.0 EPA 200.8 01/07/18 01/07/18 B8A0919
LASS-HW-268-001 - Grab Drinking Water (18A0154-36) Sampled:01/03/18 09:21 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0919
LASS-HW-268-002 - Grab Drinking Water (18A0154-37) Sampled:01/03/18 09:21 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0919
LASS-2WB-001 - Grab Drinking Water (18A0154-38) Sampled:01/03/1809:25 Received:01/03/18 11:20

Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0919
LASS-2WB-002 - Grab Drinking Water (18A0154-39) Sampled:01/03/18 09:25 Received:01/03/18 11:20

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0919
LASS-LB-018-001 - Grab Drinking Water (18A0154-40) Sampled:01/03/18 09:31 Received:01/03/18 11:20

Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAD919
LASS-LB-018-002 - Grab Drinking Water (18A0154-41) Sampled:01/03/18 09:31 Received:01/03/18 11:20

Lead ug/! 5.3 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
LASS-013-001 - Grab Drinking Water (18A0154-42) Sampled:01/03/18 09:31 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQS20
LASS-2MB-002 - Grab Drinking Water (18A0154-43) Sampled:01/03/18 09:41 Received:01/03/18 11:20

Lead ug/I 9.4 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
LASS-HW-114-001 - Grab Drinking Water (18A0154-44) Sampled:01/03/18 09:49 Received:01/03/18 11:20

tead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920

)
Apprdved By

Basic Laboratory Inc
California ELAP Cert #1677 and #2718
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b a S l C 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966

taboratory Redding, California 96001 fax 530.243.7494 Chico, California 95928 fax 530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0154
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone:

Attention: RICHARD BEALL P.O. #

Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total

(916) 632-6800

Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
LASS-HW-114-002 - Grab Drinking Water (18A0154-45) Sampled:01/03/18 09:49 Received:01/03/18 11:20

Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AQS20
LASS-HW-212-001 - Grab Drinking Water (18A0154-46) Sampled:01/03/18 09:38 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0920
LASS-HW-212-002 - Grab Drinking Water (18A0154-47) Sampled:01/03/18 09:38 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBADS20
LASS-2MB-001 - Grab Drinking Water (18A0154-48) Sampled:01/03/18 09:41 Received:01/03/18 11:20

Lead ug/l 5.7 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
MDOC-HW-129-001 - Grab Drinking Water (18A0154-49) Sampled:01/03/18 07:21 Received:01/03/18 11:20

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
MDOC-HW-129-002 - Grab Drinking Water (18A0154-50) Sampled:01/03/18 07:29 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
MDOC-HW-129-003 - Grab Drinking Water (18A0154-51) Sampled:01/03/18 07:31 Received:01/03/18 11:20

Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0C920
LASS-HW-166-002 - Grab Drinking Water (18A0154-52) Sampled:01/03/18 10:09 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
LASS-1MB-001 - Grab Drinking Water (18A0154-53) Sampled:01/03/18 10:13 Received:01/03/18 11:20

Lead ug/l 6.0 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
LASS-1MB-002 - Grab Drinking Water (18A0154-54) Sampled:01/03/18 10:13 Received:01/03/18 11:20

Lead ug/l 23.6 5.0 EPA 200.8 01/07/18 01/07/18 B8AGS20
LASS-1WB-001 - Grab Drinking Water (18A0154-55) Sampled:01/03/18 10:03 Received:01/03/18 11:20

Lead ug/! 6.4 5.0 EPA 200.8 01/07/18 01/07/18 BBA0920
LASS-1WB-002 - Grab Drinking Water (18A0154-56) Sampled:01/03/18 10:03 Received:01/03/18 11:20

Lead ug/| 7.6 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ920
LASS-HW-166-001 - Grab Drinking Water (18A0154-57) Sampied:01/03/18 10:09 Received:01/03/18 11:20

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
MDOC-129-002 - Grab Drinking Water (18A0154-58) Sampled:01/03/18 07:57 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
MDOC-129-003 - Grab Drinking Water (18A0154-59) Sampled:01/03/18 08:03 Received:01/03/18 11:20

Lead ug/l 11.8 5.0 EPA 200.8 01/07/18 01/07/18 BBA0920
MDOC-129-001 - Grab Drinking Water (18A0154-60) Sampled:01/03/18 08:05 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0920
MDOC-HW-115-001 - Grab Drinking Water (18A0154-61) Sampled:01/03/18 07:37 Received:01/03/18 11:20

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0921
MDOC-HW-221-001 - Grab Drinking Water (18A0154-62) Sampled:01/03/18 07:44 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0921
MDOC-HW-213-001 - Grab Drinking Water (18A0154-63) Sampled:01/03/18 07:50 Received:01/03/18 11:20

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAD921
AJH-WW-001A - Grab Drinking Water (18A0154-64) Sampled:01/03/18 08:32 Received:01/03/18 11:20

Lead ug/i 15.4 5.0 EPA 200.8 01/07/18 01/07/18 B8A0921
AJH-121-001 - Grab Drinking Water (18A0154-65) Sampled:01/03/18 08:38 Received:01/03/18 11:20

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0921
AJH-121-002 - Grab Drinking Water (18A0154-66) Sampled:01/03/18 08:41 Received:01/03/18 11:20

Lead ug/l 6.5 5.0 EPA 200.8 01/07/18 01/07/18 B8A0921
AppToved By

Basic Laboratory Inc
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b a S I C 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966

laboratory Redding, California 96001  fax 530.243.7494 ! Chico, California 95928 fax 530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0154
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone:

Attention: RICHARD BEALL P.O. #

Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total

Analyte Units Restits Qualifier MDL RL Method Analyzed Prepared Batch
MDOC-PG-129-004 - Grab Drinking Water (18A0154-67) Sampled:01/03/18 08:07 Received:01/03/18 11:20

tead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAG921
AJH-WW-001 - Grab Drinking Water (18A0154-68) Samplied:01/03/18 08:20 Received:01/03/18 11:20

Lead ug/! 114 5.0 EPA 200.8 01/07/18 01/07/18 BBA0921
AJH-118-001 - Grab Drinking Water (18A0154-69) Sampled:01/03/18 08:27 Received:01/03/18 11:20

Lead ug/I 6.6 5.0 £PA 200.8 01/07/18 01/07/18 B8AD921
AJH-123-001 - Grab Drinking Water (18A0154-70) Sampled:01/03/18 09:03 Received:01/03/18 11:20
Lead ug/l 104 5.0 EPA 200.8 01/07/18 01/07/18 BBA0921
AJH-128-001 - Grab Drinking Water (18A0154-71) Sampled:01/03/18 09:08 Received:01/03/18 11:20

Lead ug/| 6.9 5.0 EPA 200.8 01/07/18 01/07/18 B8A0921
AJH-108-001 - Grab Drinking Water (18A0154-72) Sampled:01/03/18 09:17 Received:01/03/18 11:20

Lead ug/I 8.7 5.0 EPA 200.8 01/07/18 01/07/18 B8A0921
AJH-WW-121-001 - Grab Drinking Water (18A0154-73) Sampled:01/03/18 08:45 Received:01/03/18 11:20

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0921
AJH-119-001 - Grab Drinking Water (18A0154-74) Sampled:01/03/18 08:53 Received:01/03/18 11:20

Lead ug/! 7.0 5.0 EPA 200.8 01/07/18 01/07/18 BB8A0921
AJH-119-002 - Grab Drinking Water (18A0154-75) Sampled:01/03/18 08:56 Received:01/03/18 11:20

Lead ug/l 10.2 5.0 EPA 200.8 01/07/18 01/07/18 B8A0921
AJH-110-003 - Grab Drinking Water (18A0154-76) Sampled:01/03/18 10:01 Received:01/03/18 11:20

Lead ug/l 5.6 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ921
AJH-110-004 - Grab Drinking Water (18A0154-77) Sampled:01/03/18 10:03 Received:01/03/18 11:20

Lead ug/! 12.4 5.0 EPA 200.8 01/07/18 01/07/18 B8A0921
AJH-102-001 - Grab Drinking Water (18A0154-78) Sampled:01/03/18 10:09 Received:01/03/18 11:20

tead ug/| 23.4 5.0 EPA 200.8 01/07/18 01/07/18 BBAC921
AJH-104-001 - Grab Drinking Water (18A0154-79) Sampled:01/03/18 09:50 Received:01/03/18 11:20

Lead ug/! 10.8 5.0 EPA 200.8 01/07/18 01/07/18 BBA0921
AJH-110-001 - Grab Drinking Water (18A0154-80) Sampled:01/03/18 09:55 Received:01/03/18 11:20

Lead ug/I 15.0 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ921
AJH-110-002 - Grab Drinking Water (18A0154-81) Sampled:01/03/18 09:58 Received:01/03/18 11:20

Lead ug/i 10.5 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
AJH-108-003 - Grab Drinking Water (18A0154-82) Sampled:01/03/18 09:22 Received:01/03/18 11:20
Lead ug/! 62.5 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
AJH-108-002 - Grab Drinking Water (18A0154-83) Sampled:01/03/18 09:26 Received:01/03/18 11:20

Lead ug/! 17.9 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ922
AJH-108-004 - Grab Drinking Water (18A0154-84) Sampled:01/03/18 09:37 Received:01/03/18 11:20

Lead ug/I 25.5 5.0 EPA 200.8 01/07/18 01/07/18 BBA0922
AJH-101-001 - Grab Drinking Water (18A0154-85) Sampled:01/03/18 10:12 Received:01/03/18 11:20

Lead ug/t 9.9 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
Approved By

Basic Laboratory Inc

California ELAP Cert #1677 and #2718 Page 5 of 6



www, basiclab.com

2218 Railroad Avenue voice 530.243.7234 ! 3860 Morrow Lane, Suite F voice 530.894.8966
taboratory Redding, California 96001  fax 530.243.7494 Chico, California 95928 fax 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0154
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #

Project: CHICO STATE LEAD TESTING 17-4612

Notes and Definitions

DET Analyte DETECTED

ND Analyte NOT DETECTED at or above the detection limit

NR Not Reported

dry Sample results reported on a dry weight basis

RPD Relative Percent Difference

< Less than reporting limit

< Less than or equal to reporting limit

> Greater than reporting limit

> Greater than or equal to reporting limit

MDL Method Detection Limit

RL/ML Minimum Level of Quantitation

MCL/AL Maxium Contaminant Level/Action Level

mg/kg Results reported as wet weight

TTLC Total Threshold Limit Concentration

STLC Soluble Threshold Limit Concentration

TCLP Toxicity Characteristic Leachate Procedure

Note 1 Received Temperature - according to EPA guidelines, samples for most chemistry methods should be held at <6 degrees C after collection, including during
transportation, unless the time from sampling to delivery is <2 hours. Regulating agencies may Invalidate results if temperature requirements are not met.

Note 2 According to 40 CFR Part 136 Table 11, the following tests should be analyzed in the field within 15 minutes of sampling: pH, chiorine, dissolved oxygen, and sulfite.

W / -
ApprovedBy

Basic Laboratory Inc
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ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / /3 /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, #

Redding, CA 96001 Chico, CA 95928
Job Number: 17-4612 Collected by: Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekqroup.com, nmetzen@entekgroup.com,
mpratt@csuchico.edu and merrelli@csuchico.edu

Place Label for Each Sample Information
Building: S uatec Outlet W
nd . O =
SHTA-HW-218-001 2 - (? Floor, A2 Manufacturer: m ={ K"7
Sample Number Date Location: Hﬂ“ Wéy ‘aq Z( f Filter: Aerator;
“? D gl/o Description/Observation/Comments: il 3¢
Initials 24HRTime  COC ' —(
Buiding:  Shagter outet B S
_2 [{ Floor: ZM'( Manufacturer: {:“I‘Sft ey
SHTA-HW-218-002 - b, 21 o _
sample Number Date Location: /'f'td/ay p/ & Filter: Aerator:
(Ab 4, gl D Descnptlon/Observatlon/Comments Freher add.eaf
Initials 24HRTime  €OC ~ 2 yrs aq -5
L3
Buiding.  Shasta Outlet BF
SHTA-2MB-001 |- % - l? Floor: ,Z"‘( Manufacturer: De, H-q
Sample Number Date D Location: Mens Rectroom Filter; Aerator:
U~ 7% - ,
Initials >4 HR Time  COC Descrlptlon/Observatlon/Commenté.' 5 g S
O A 1-3718 (LieO ~ - D
Pisecved HNOD - AL Samplo S
K} e\’\@w"‘\ =1l
DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type: ‘ &
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker i (,Z{ Z 1

yge Machine GF = Glass Filler
Delivered by: A’———(// d—«&/ Date: / / }7 18 Time: /00T AmPM
Received by: %Z//Z Date: (. 3 ns Time: f I 20 AM/PM

Covriidlpited’ ﬁ"‘/////a//??r]f’L r37 ¥ /%’gby




A\ Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

/ 13 s

Date of Sampling:

Job Number: 17-4612

Client Name: California State University, Chico

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001
Collected by:

Turnaround Time:

Rick Beali

|§r 0154
(514

Basic Laboratory, Inc.
3860 Morrow Lane, #F
Chico, CA 95928

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Site Address:
Chico, California

Special instruction:

Campus Wide Water Quality Testing for Lead

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and merrelli@csuchico.edu

!:?J)f‘ﬁg\”\c A b

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffeeya/ghme

*Outlet Type:

WC = Water Cooler

KF = Kitchen Faucet
GF = Glass‘FiHer

VQ‘(\%\QK& Sy

Place Label for Each Sample Information
Building: 5['!4 (.h *Outlet Bg
SHTA-HW-262-002 [—3~(8 Floor: Z“’l Manufacturer: Fishef™
S le Numb Dat
ampe N Amber ate Location: H‘u((waq ’A'f b2 Filter: Aerator:
R 01577 — ~4
Initials 24 HR Time  €OC Description/Observation/Comments: g §°
Building: Shasta Outlet BF
.2 .
SHTA-2WB-001 DL-2 - [? Floor: M{ Manufacturer: D&H—-\,
Sample Number Date Location: WOwew £ Re strogwn . Filter: Aerator:
%{7 D % Dq Description/Observation/Comments: B
Initials 24 HRTime COC [ ,7 C ¢ -5
Pl
Building:  Sha eten Outlet BF
SHTA-2WB-002 Ni—-03 '(ﬁ Floor: 2 Manufacturer: Del“'a.
Sa;;;lé)Number DOatg 0 (7[ Location: Wowens ResttdM | Filter: Aerator:
initials 24 HR Time _ COC Description/Observation/Comments: ~ 4&
1] 3¢

e v > & o /.
Delivered by: j/’/jf\(// 6//;%/
7

A

Received by:

Vi CTIN fa Lyrraes~

BS = Bottle Filling Station

BF = Bathroom Faucet

ra

Date: AP ANTT:

Date: 3 N8

/=377

WD = Water Dispenser j{ fvé 2 ((

IM = lce Maker

Time: /0 }/ AM/PM

Time:

” X 20 AM/PM

1%‘6% [50¢




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIin, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
/! 13 s

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001

Collected by:

Turnaround Time:

{({ﬂ()?@“

Chico, CA 95928

Rick Beall

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rnmetfzen@entekgroup.com,

mpratt@csuchico.edu and mperrelli@csuchico.edu

{

Basic Laboratory, Inc.
3860 Morrow Lane, #F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Place Label for Each Sample Information
Building: sl e sta ‘Outlet B &=
SHTA-3WB-001 [-31&
sample Number Date Floor: 3”( Manufacturer: DLHH— - '/7
o249 Location: Wowmews Kechrone Filter: Aerator;
Initials 24HRTime  COC  pogorintion/Observation/Comments:
154°
Buildingg  Sha ¢te outet BF
SHTA-3WB-002 (- ?'{J? Floor: zrd Manufacturer: DE’/HK -
S le Number Date
ampﬂe gum 0)¥4 Location: Wowen ¢ Ro stroom Filter: Aerator:
Initials 24 HR Time €OC Description/ObservationfComments: (.3
II Building: Shatfa *Outlet W C
SHTA-HW-262-001 |—-3-¢ Floor: R Manufacturer: E] K. _ (i‘
Sample Number Date Location: tq'a((wu?g by 2b2- Filter: Aeratof:
| ' |
/2 & 075 b Description/Observation/Comments:
Initials 24 HRTime COC 1po2
)
\ »QV\%M:KL ST
DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type: i 2 1
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker ) cwz _Z f
CM = Coffee ine GF = Glass Filler '
- /,,/ . 2 — . . E o
Delivered by: /- g Jgéﬂiﬁ/{’/ pate: [/ 1 5 18 Time:  J/ (57 awpem
7
Received by: %M Date: p1 3 N8 Time: 1:21  awem
: P i 2. . o
oo CTU St Whalanias /-5 55 o

S s



ENTEK

ENTEK CONSULT

ING GROUP, INC.

4200 ROCKLIN ROAD, SUITE7

RoCKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name: Cal

Site Address:

(916) 632-6812 FAX

[ 3

/18

17-4612

ifornia State University, Chico

Chico, California

Special Instruction:

Campus Wide Water Quality Testing for Lead

L.ab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Rick Beall

Turnaround Time: 8-10 Day

15 AD 15

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekqroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: *Outlet
| o Shasta BF
SHTA-3MB-002 2t Floor: 3 N{ Manufacturer: De H*:a. —(C
Sample Number Date H
ﬁ & 07% ' Location: Meuns Re ¢ itomm Filter: Aerator:
Initials 24 HRTime  COC Description/Observation/Comments: 6.3
Buiding.  Sha Sta *Outlet WC
SHTA-HW-318-001 /- 3-1g Floorr 3 rd Manufacturer: @/\LM !
Sam;;ezl\}usmber Date Yo Location: NJeer 31 g’H“aW‘ﬁy Filter: Aerator:
o7 /
Initials 24 HR Time  €OC Description/Observation/Comments: ‘
(.27
Building:  She ¢t outet  [BS
- ¢
SHTA-HW-318-002 [-3~/ f Floor: 3 Manufacturer: W‘l Frohei™
Sample Nimb Dat . '
amp %er ate Location: AJeowt 3§ — Malluray | Filter: Aerator:
OO __ ' ~ _12
Initials 24 HR Time  COC Description/Observation/Comments: F‘Uker Qp{(ﬂ«%’
A~ 2 yewss ago
?(c": N
N Q\(\%ﬂm&gf
“Outlet Troe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
Outlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet 1M = lce Maker (_1[ 6 t/}p
CM = Coffee Machine GF = Glass Filler U’ \
Delivered by: /z;/ XW Date: / / 37 8 Time: /L AwPm
7
Received by: / /é Date: L 6 18 Time: [ 2 ) AM/PM

Q\ﬂf":" el Pas b oA

CAT ) Sl i,

378



ENTEK |
[§ KOG

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / _3_ 18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928
Job Number: 17-4612 Collected by: Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and perrelli@csuchico.edu

Place Label for Each Sample Information
Building: Sha 542t *Outlet S
SHTA-HW-362-001 /-3 "'13 Floor: 3"‘( P(W Manufacturer: [s=l=iegm,.
Sample Number Date - ; 264 ; ! -13
g Location: @¢cv0$S | Filter: Aerator:
, K‘g o 7_2 Description/Observation/Comments: Fis her —
Initials 24 HRTime COC
Added a 2 ¥ 290
T
Building: 5@@5’(1 Outlet W C
[-3-/8 Floor: 23 rd Manufacturer: (= | Kay
SHTA-HW-362-002 7
Sample Number Date Location: Arctoss 'ﬁ“d‘-u 26! A Filter: Aerator: ‘,/?[
B 0726 Description/Observation/Comments: N
Initials 24 HRTime COC e, 3
Building: Shasta «Outet B F
SHTA-3MB-001 [~ 3~ 87 Floor: 3'0{ Manufacturer: m oy
Sampl;%uémber DatE‘O sy Location: Aeus Resttomm Filter: Aerator:
7 » . . ~
Initials SAHRTime  COC Description/Observation/Comments: Fl\s-;(@r %{ -5
'
l ie.§°
ra \%\m Sy
“Outlet Tvpe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
vt Tvpe CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker 5’ S
CM= Coffee Machine GF = Glass Filler 4‘25 244
Delivered by: /«_\J// M{// Date: [ 1/ /18 Time: 21D nwem

z
Received by: /% w Date: [ I3 ns Time: (1-2) awem
/

Qs et By Lo b J Tl halmaor [-3/5 H55 =0y



ENTEK ,
(480154
ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / 3 /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekqgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mprati@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Shesta Outlet RS
5 fﬂ | Ejﬂﬂ&'ﬂ’)l -3 /(ﬁ Floor: [/ st Manufacturer: F:l‘Shear ——/P
Sample Number Date Location: £ ololoy Filter: Aerator:
L/&W 88% Description/Observa{ion/Comments: ¢
Initials 24HRTime  €OC { G
Building: o haste Outlet W C
Floor /ST Manufacturer. E[Kay ~/7
shTanwaigoor V"= , , :
sample Number Date Location: ﬁLa//wMz b»z Hng Filter: Aerator:
L{D O% 8)6 Description/Observation/Comments: 7.0 c
Initials 24HRTime  €OC el
“ Building: Sha $ter *Outlet BS
£ .
(g Floor. { T Manufacturer: Frshee g
SHTA-HW-118:002 | =D - =
Sample Number Date Location: H’ﬂ(’k/t\q by I S] Filter: Aerator:
T
U}% O 6% 6 Description/Obseertion/Comments: : —
Initials 24HRTime C€OC (e 5

’\J'Q,'(\ %\S.;X Ny

DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type: :
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker ((70_ 2[7
70
cM= Coffee Machine GF = Glass Filler Z‘{

2 7 4 . e i —
Delivered by: /L—/f /Z{/erfé o Date: / I 2 8 Time: /) Awpm

Received by: %W pate: [ '3 118 Time:  []. 22 AwpPwm

Povniveniut S LTI~ /-3-75




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677

(916) 632-6800 PHONE  (916) 632-6812 FAX

[ 13 s

Date of Sampling:

Collected by:

Job Number: 17-4612

Turnaround Time:

Client Name: California State University, Chico

Campus Wide Water Quality Testing for Lead
Chico, California

Site Address:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

1§ Aciod

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

Place Label for Each Sample Information
Building: Shasta “Outlet 8 f=
5t 1
SHTA-1MB-001 -2 1% Floor: { Manufacturer: Delfa
Sample Number Date
< Location: Meas ReStioom Filter: Aerator:
_ U= D82
Initiatk 24 HRTime COC Description/Observation/Comments: /6 5 <
Buiding: Shasta outlet B F
™
A
-2 Floor: [ st Manufacturer: D€ (Fa AL
SHTA-1MB-002 =
Sample Number Date Location: ens Resttoom Filter: Aerator:
M@ @g 75 Description/Observation/Comments: o4 e
Initials 24 HRTime  €OC e
Building: Shae ¢t soutlet WC
Q‘E Lg"ﬂ/ﬁ 29/ |- g—]g Floor: /{* Manufacturer: Etkny B ZI{
Sample Number Date 2 Location: Lo U“'] Filter: Aerator:
Y l
Og Description/Observation/Comments:
Initidls 24 HRTime ~ €OC e
l {2
\,Q\H{)\Q‘;\ 55
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uiet Tpe: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker 7 ) Zgi‘
CM = CoffegMachlne GF = Glass Filler O/é
Delivered by: /r/\_,/ / /«m&// Date: / /I 3 ns Time: Yz {5 Ampm
Received by: _ // %// Date: | 13 18 Time: sz AM/PM

/

Rocaived oy &,c.&m

TLUULI bt

/=348

W % jott



ENnTEK
1§ Aoied
ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE7

RockLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / 2 /18 L.ab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperelli@csuchico.edu

Place Label for Each Sample Information
Building: g(/m,ﬂ'a. *Outlet g =
SHTA-2MB-002 \-&- l? Floor: XN‘( Manufacturer: Ve [ta_ ”Z?
Sample Number Date H ¢ ﬂef'h‘o A -
Location: 7les Uy Filter: erator:
e 0310
Initials 24 HRTime coc  Description/Observation/Comments: ib2°
Building:  Shasta Outlet W €~
?’ Floor: [ f r Manufacturer: B | Kay -23
SHTA-HW-162-001 - 3 on: Hall Lo 162 o !
Sample Number Date Location: Y Filter; Aerator:
L O XZ ( Description/Observatioé/Comments: o T c
Initiald 24HRTime  €OC »
Buildingg Shastec outet BS
-2 f Floor,. 157 Manufacturer: 715 jje ¢
— - [ o /’L
SHTA-HW-162-002 Location: Hallewew by b2 | Filter: Aerator: Z /
Sample Number Date 7 /
ll@) 0 Z\/L( Description/Observation/Comments: (/ .
Initials 24HRTime  €OC [ .
\:‘Q\(\@\&A =3y
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker <D .y 7 LT
CM= C?e/g Machine GF = Glass Filler 2 5‘6
Delivered by: /‘Z‘-;\/ //’/é)/év{’// Date: [ I FET: Time: Y/ 5’ AMIPM

Received by: _/%//% Date: I 3 ne Time: ”2— (ﬂ AM/PM
Pucewed Ren iy’ J TN 315 A5 o4




QQ(“ wved Bul o im(/

ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

[ /13 ns

Date of Sampling:

Collected by:

Job Number: 17-4612

Turnaround Time:

Client Name: California State University, Chico

Campus Wide Water Quality Testing for Lead
Chico, California

Site Address:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Rick Beall

[ Aoy

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day
ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those resuits to

Special Instruction:

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: {-eu§5€nm Outlet W eC.
LASS-HW-368-001 [~ B~ & Floor. 3% Manufacturer. E[Kay 75
i
Sample Number  Date Location: H‘/{"f“f/ by 268 Filter: Aerator:
— - 08_€7 Description/Observation/Comments:
Initidls 24 HR Time  COC ‘
1S, [
Building: L.a ssent *Qutlet B s .
d ) - 2%
-2 (B Floor: > Manufacturer: F1'sled
LASS-HW-368-002 ) .
sample Number Date Location: H'd/wm,/ by 2b8% Filter: Aerator:
% D@ 67 Description/Observation/Comments: )
"
Initiats 24 HRTime  €OC 5 (o
Building: /. 4 SSewm outet B F
LASS-3MB-001 - -1 Floor: 3 Manufacturer; De |t
Sample Number Date on M . I . /’?7’
Location: Mens Restroom Filter: Aerator:
W 0402~ — _
Inithals >4 HRTime  €OC Description/Observation/Comments: (e 4

WC = Water Cooler BS = Bottle Filling Station

DW = Drinking Water Bubbler

*Outlet Type:
CF = Classroom Faucet

KF = Kitchen Faucet BF = Bathroom Faucet

CM = Coffe//achme GF = Glass Fijl‘ler
(// £ 2/&/{{// pate: [ 1 5 18

Delivered by:

13 M8

Received by:

o/l A

/TNl oo~

I-3-/§

IR IQ sk 5
WD = Water Dispenser
IM = ice Maker

Aef 4

Time: /f N

Time:

123 awpm
P
TP 5@‘60’“{




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoAD, SUITE7
RockLIN, CA 95677

(916) 632-6800 PHONE
Date of Sampling:

Job Number:

Client Name:

Site Address:

Special Instruction:

(916) 632-6812 FAX
[ /3

/18

17-4612 Collected by:

California State University, Chico Turnaround Time:

Campus Wide Water Quality Testing for Lead
Chico, California

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Rick Beall

| A0y

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day
ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekqroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Shag¢ta ‘Outiet g e
SHTA-1WB-001 |- 5‘1§ Floor: [ st Manufacturer: De [fa -7
Sample Numb D
ampg)um e ate Location: W/ owmens Ke;h-am Filter: Aerator:
L 0 54| - . .
Initials 24 HR Time  COC Description/Observation/Comments:
&G
(¢4
Buidingg  Shasta Outlet [B F
: st : 29
SHTA-1WB-002 1-2-1% Floor. _/ Manufacturer: De = 7
Sample Number  Date Location: Women¢ Restroom | Filter: Aerator:
'(_’{47 09 ‘% [ Description/Observation/Comments:
Initidls 24 HRTime COC V .
A
Building: S ha g‘{"u *QOutlet K F:
Floor: I o+ Manufacturer: D@H;a «97@
shTa013-001 |- 2 1O Location: [Kiteh Filter. Aerator:
sample Number Date ocation: e e ilter: erator:
\k@ &5%7 Description/Observation/Comments:' +~ .
Inithals 24HRTime €COC Red buttowm on FaucetT S ‘Q"“‘d““i
| -@ewfwe, o De Laucets 6.5
NRYt %\ s &I
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet iM = lce Maker oo
CM = Coffee Machine GF = Glass Filler 10 ¢fc
o T / 7 . i L ¢,
Delivered by: f/*—‘f&,/‘\ KQM Date: [/ | S 18 Time: /142 mwem
Received by: \ﬁ///[] Date: ! / j 8 Time: ” Zq AM/PM
~ v N DY B e 3 J' 7 e
Recoiired P \gj{ / 7251”&4«/%["}7%1}’\‘ /51§ 74 365;%“\166%



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX

/! 13 ns

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

(% A0isq

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and merrelli@csuchico.edu

Place Label for Each Sample Information
Building: [-afSemwm *Outlet B [~ 3
- (
+~
LASS-3MB-002 - 28 Floor 3 L Manufacturer: De the -
S le Numb Date
am;/;;?um e m@ L Location: Mews Restrogw Filter: Aerator:
Initialst >4aHRTime coc | Description/Observation/Comments:
{o4"
Building: [~a$$ @ *Outlet W&
o g Floor: 3"‘( Manufacturer: E [Kay -22.
LASS-HW-312-001 -2 -
Sample Number Date Location: Hﬂ[(waq Lb} 3l Filter: Aerator:
f
/{ /(97 Dﬁ D/J Description/Observation/éomments:
Initials | 24HRTime  €OC (5. ¢
Building: Laffeq *Qutlet 53
? Floor. 3 o Manufacturer: =1l g~ “33
LASS-HW-312-002 |- 31 - L . .
Sample Number —— Location: ll—n//wu,.[ y 212 Filter: Aerator:
/ Dﬁ\b/} Description/Observation/Comments:
Initifj 24HRTime  €OC (5.4°
wu\}@w &7
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
ullet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker / l 5‘% Z éi
CM = Coffec Machine GF = Glass Filler /
Delivered by: //\/ /4//42&6// Date: [ | 3 /8 Time: /1S ampm
Date: | 13 ns Time: 11 Ll Awem

Por oA Nl ,-,W

7 L I oo

l-3/%

“l(? é’ :2;\; 50 L'%



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: z’l / 3 /18 Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Job Number: 17-4612 Collected by: Rick Beall
8-10 Day

Client Name: California State University, Chico Turnaround Time:

Site Address:  Campus Wide Water Quality Testing for Lead
Chico, California

[BAo1Y

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekqroup.com, rbeall@entekqroup.com, rmetzen@entekgroup.com,

mprati@csuchico.edu and merrelli@csuchico.edu

Place Label for Each Sample Information
Building: {-aSS$ @n “Outlet @ F
gk . De [t Y,
LASS-3WB-001 |-2-18 Floor: 2 Manufacturer: De-| 3¢
Sample Number Date Location: Wowens Restromm Filter: Aerator:
/E) p /i
’U D Q [ D Description/Observation/Comments:
Initials 24 HRTime  €OC s
(oL
Building: [-asfem *Outlet B B
. ged . - 29
LASS-3WB-002 |-2—-18 Floor: 3 Manufacturer:. e [{=
Sample Number Date Location: Nomens Resitoom Filter: Aerator:
W Dq l 0 Description/Observation/Comments:
Initibls 24 HRTime  C€OC ,
.5
Building: La Ssen Outlet WC
‘ Floor: ""( Manufacturer: -2,
LASS-HW-268-001 I - 5 /{ g z E/ k ‘7/ 5(:‘
Sample Number Date Location: {-hb( e b D) ZL ¥ Filter: Aerator:
1142) ﬁqZ[ Descnptlon/Observat»én/Comments
Initidls 24HRTime €OC i50¢
'\}Q_\z'\fé;\&& SY
DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type: i A L
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker [l (}ﬁ Z (
CM = Coffee Machine GF = Glass Filler

Delivered by: f@&mﬁy Date: / / N; 18

( AN
Received by: /%M ‘ Date: i ! 3 ns

Rorsived B E ﬂ:i . / 7([ { f’f,(,/ Lé["}/}%iﬁ\ /-5 / 5/

Time: gy /7 <$7 AwPM

Time: 11.2H (;@PM
255501500




ENTEK .
[ § A0S

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

/ / 3 /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Date of Sampling:

Job Number: 17-4612 Collected by: Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special instruction: Please e-mail results as soon as available and include copy of submittal with those results fo
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Lassem *Qutlet 8 <
LASS.HW-268-002 7% % Floor: R nd Manufacturer: Frshe e -37
Sample Number Date 4 / Location: Mallway by 3b§ Filter: Aerator:
/ f
,”’, m p Z Description/Observation/Comments:
Initidls 24HRTime  €OC o
(51
Building: /-4s$en outet B F o
/;f
_ 8 Floor: 2 Manufacturer. De e
LASS-2WB-001 [~ 3~
Sample Number Date Location: Woweus Restioom Filter: Aerator:
l > (OQLZS Description/Observation/Comments:
Initlals 24 HR Time  COC e
/(gz. é’;
Building. L a¢sew *Outlet RF
LASS-2WB-002 |-~ i3 Floor: A o Manufacturer:  Dee
¢ )
Sample Number Datg 479 Location: Wowens [Zestrovm | Filter Aerator: =
iniials 24 HR Time  €COC Description/Observation/Comments: s
[5.5
N w{ﬁaz«i S
0 Tvpe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker D F r
154424

GF = Gl§§s Filler

/ Date: {15 M8 Time: Jf 75 amPM

Delivered by:

Received by: W/// Date: 1’3 18 Time: {124 Awem

&Qﬂ RGNS r\ Vo ;\C/v/ ;/ w-27 /L'{é{f//ldéj/}lg(,% /';’gﬂ / g W ;;::;C’L{/
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Entek 15 p 05

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / 3 /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Rick Beall

Client Name: California State University, Chico Turnaround Time: 8-10 Day

Site Address: Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those resuits to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: / ass et *Outlet e
LS AB-ol5 00 |D 5 Floor: /[ s+ Manufacturer. E[[Ray el
Sample Number Date - L LL {
_ ) Location: L owey Filter: Aerator:
Initials 24HRTime COC Description/Observation/Comments: S
N /5 ¢
4;3i on bottly,
Building: [-afsfewn *Outlet s
é As-LBOIS002 |- 2- 9 Floor. /4% Manufacturer: Frsher -4
Sample Number Date Location: Lo LQV Filter: Aerator:
/
(4?97 Dq ?)[ Description/Observation/Comments:
Initials 24 HRTime C€COC 15 ¢
Building: [-aSS@n outlet K F
LAss-0/3—00] =2 lg Floor. [ ad Manufacturer:_Detta
Sample Number  Date Location: X Mehen ’ Filter: Aerator: -7
'u% 1. =14 Description/Observation/Comments:
Initials 24HRTime  COC (e )
| 14
X ofe 11):?1’14
NI \{ Aok &7
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uiet Type CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker ; L/ i L, P
CM = Coffee Machine GF = Glass Filler [ 0‘% )

Delivered by: Z_—/{ 5 \/ﬁ,é///// Date: £ 1< ns Time: [/f 5 AP

Received by: /{/// / / /Z pate: | !

3
| m,\n //LQ/C/M//?Z:U\ /’3’/87 W’CDOL{

"8 Time: ]! )7 Awem

/‘i:‘.’H’f’i i’)\.t;



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RocKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX
] /3 s

Collected by:

Turnaround Time:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

[% A oj5+

Chico, CA 95928

Andy Roed

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Basic Laboratory, Inc.
3860 Morrow Lane, # F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Place Label for Each Sample

Information

Building: {.a$$ewn *Qutlet BF
LASS-2MB-002 - ]3] X Floor. A Manufacturer: DCH“-—
Sample Number ~ Date a4l Location: 1ens  Restrgom Filter: Aerator:
= 0 - q Description/Observation/Comments:
Initials 24HRTime  €OC 1§ 2¢
14,
Building: La$$en *Outlet WC

g Foor |37 Manufacturer: ElKay Y
LASS-HW-114-001 |- 2-1 ' { ~(Y/
Sample Number Date Location: H= Nwaq by (1Y Filter: Aerator:
1
/(/\097 7) % Lﬁ Description/Observation/Comments: ,
Initialé 24HRTime = €OC [9.65
" Buildingg L aSSewn *Outlet B3
? Floor: [ T Manufacturer: Fisher _
LASS-HW-114-002 - 3 -| . —¢/9
Sample Number Date Location: H“(lW“‘f 1 "y Filter: Aerator:
M= ﬁf LH Description/Observation/Comments: ol
Initial 24HRTime  €OC (4%
\;’Q\(\J@\z@ T
“Outlet Tyoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
et Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker S
CM = Coffee Machine GF = Glass Filler / 51{ £ i
Delivered by: / 5/( pred pate: [ / 3 s Time: /(7 S ampm
Received by: %//M pae: | 13 n8 Time: {1120 awpm
VT o /-3¢ [©04

R cived e L,edo :




ENTEK (a0

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: ! 1 3 ns Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Rick Beall
Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California
Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu
Place Label for Each Sample Information
Building: [ a$sew *Outlet  Lye
-l
LASS-HW-212-001 |~ 5-—[? Floor: ?\*0{ Manufacturer: El K‘-‘/ ¥
{
sample Number Date Location: H“((W‘“{ ‘0»1 AL Filter: Aerator:
— 0935 Description/Observation/Comments:
Initials 24HRTime  €OC scription/Lbservation/Lomments. 5.0°
Building: L& $sem *Outlet BS
ool : +7
loor: Manufacturer: @ -
LASS-HW-212-002 |- A& /2 Flo A Fisher
Sample Number Date Location: Hw» WU‘VI by 212 Filter: Aerator:
o
/%/”}7 ) 4\5 g Description/Observation/Comments:
Initia 24 HRTime C€OC . o
(69
Building: [ ag¢em *Qutlet BE y
Floor: Z‘w( Manufacturer: D eto_ /é%?
LASS-2MB-001 ==t ' —
Sample Number Date Location: Mens lZ.&S'h‘OOW\ Filter: Aerator:
U(\?Q D qq / Description/Observation/Comments:
initials 24 HRTime COC ; ¢
il
Z:\Clients\Chico Stale\17-4612 Campus Wide Water Testing - Lead\Water COC & Forms\Water Request Rick.wpd NN {'ﬂ ol Sy
Outlet T DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Out :
utiet Type CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet 1M = lce Maker Y
/b ;Mé 79

CM= Coffeeﬂ/achine GF = Glass Filler

Sy / {{7/77 .
Delivered by: M ,!m/fl_,e,a[/é’/ Date: [ 13 ns Time: /7 ¢ 57 awpPm

Received by: M/ Date: | 13 18 Time: 117277 awem

Rucrived et/ O (378 G5 o |50




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoAD, SUITE 7

RoOCKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: O\ 106> 18

Job Number: 17-4612

Client Name: California State University, Chico

Site Address: Campus Wide Water Quality Testing for Lead

f

| 0159

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Andy Roed

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction:

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

Hel

Building: /4 cdoc

*Outlet WC

-4

_HW-129- Ol- - o
MDOC-HW-129-001 1-03-1% | Foor 1L Manufacturer: £ |kay/
Sample Number Date ] 7
A RR. o7\ Location: H&”l\)&\’/ { 1say Posm 134 /‘i\/ Filter: Aerator:
Initials 24 HRTime COC Description/Observation/Comments: 5 4
Building: [/ oduc Ha \| Outlet W C
5 -5p
MDOC-HW-129-002 Oi-Q3-1& Floor: 1 Manufacturer: t/kc\l/ o0
Sample Number Date Location: Hc\”&\m\l [ Near (08Mm IAMB Filter: Aerator:
Fat O 24 '
Ae £ - i Description/Observation/Comments:
Initials 24 HRTime COC i {5 ,{c
i O
N - -
Building: Modoc  Hall outlet B S
OV ~0 3- ~ ~5
MDOC-HW-129-003 01-03-18 Floor: j, Manufacturer: £ /Key {
Dat - ] _ 7
Sample Number ae , Location: }Lr\\}_ue\/ [ﬁ/\ff&'f form LMA\ Filter: Aerator:
ALR SEL ; -
Initials >4 HRTime coc  Description/Observation/Comments: ‘
l 193"
wu"\‘%}ui QX

DW = Drinking Water Bubbler
*Outlet Type: I 9

WC = Water Cooler BS = Bottle Filling Station

WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker / 7 y 1{/
CM = Coffee Machine GF = Glass Filler tﬁ “
~ //7 ; Ti . —
Delivered by: /[//_////i = il Date: {1 3 18 ime: /(ST AmPM
Qy /
Received by: | //{ //// ‘ pate: | 1} /18 Time: " 29 AwPm
u // b 7} 7 ,,l// é I -2 4 ‘;’ . ] .
O ol Tl ilmao~ 1-3/7% S DE:L‘—{* \



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLin, CA 95677
(916) 632-6800 PHONE

Date of Sampling: /18

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(8A 05T

(916) 632-6812 FAX
/! ;3

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by: Rick Beall

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail resulfs as soon as available and include copy of submittal with those results to

mainoffice@entekqroup.corm, rbeall@entekgroup.com, mmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for~Ea’§h Samplé' 8 Information
Building: Z assfen Outlet BS
| ASS.HW-166-002 |- 3-( % Floor: [ al Manufacturer: FSher™ 55
Sample Number Date Location: Ha({lw by /166 Filter: Aerator:
[4
q’Y}’ L0 DO] Description/Observation/Comments:
Initials 24HRTime  €OC - e
121
Building: Lé §S en Outlet BF
LASS-1MB-001 - > (g Floor: / Al Manufacturer: De | ‘H. ~53
t
Sample Number Date Location: Meus [Zestroowm Filter: Aerator:
- M LD L_% Description/Observation/Comments:
Initials 24 HRTime COC
¢ <
5.1
Building: [ assewn Outlet B
+ ) '
LASS-1MB-002 | - 5- g Floor: / s ) Manufacturer: Dé l+"-
. -5
Sample Number Date Location: Mens Zestroom Filter: Aerator: Lf
(015
ni ﬂ;{g@ 4 HRgime coc Description/Observation/Comments:
e >
e %\'%‘\* &5
-Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
ullet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker g
CM = Coffee Machine GF =/Glass Filler /5 o‘ﬁ 29
Delivered by: W/ Date: /1 % ns Time: S0 5T ampm
Date: 13 ns Time: (112G AmPM

N/

0 T S S

/. TN~

/378

7657, 1504



A Entex [ Aoimd

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoOCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: l / 3 /18 L.ab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: . Rick Beall

Ciient Name: California State University, Chico Turnaround Time: 8-10 Day
Site Address: Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeali@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample o _Information :
Building: £ as$se Outlet B
s+ -
, - | °7" Eloo - De [ta -45
L ASS-1WB-001 z- {% Floor :" Manufacturer )
Sample Number Date Location: Wowmen $ R&S‘\'mo\m Filter: Aerator:
(s 1003 Description/Observation/Comments:
Initidls 24HRTime  €OC 174 ¢
Building: L assen Outet [BF o
Floor: /5T Floog Manufacturer: e MNa_ &
LASS-1WB-002 (-1~ _ , _
sample Number Pate Location: Wowmens [Ro¢Troom Filter: Aerator:
VOES 100 Description/Observation/Comments:
Initidls 24 HRTime  €OC CEC
! Building: (~agsen outlet W C
Am
LASS-HW-166-001 -5 [g Floor. [ Flove Manufacturer: E{ Kay )
Dat . _ ! - 57'/7
Sammumber @ ?O 04 Location: Hrallway by Jbb Filter: Aerator:
¥ 1
Initiald 24 HR Time  €COC Description/Observation/Comments:
I { 0/ "/ L
&Y '\%\&é\ S
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uiet Type CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker i P
CM = Coffee Machine GF = Glass Filler /94 e /

7 73 ,’/F ( J - [ o e
Delivered by: /Z//ﬂ &iij Date: =X/ ~ M8 Time: (S ampm

A /
Received by: %/M Date: 113 ne Time: L3y AwmpPm

Tl Llalmon /37§ 2551604

?nﬂn:. PR IR RN W VAN
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ENTEK

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE7

RockLIn, CA 95677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

(916) 632-6812 FAX
O) 103 18

California State University, Chico

Campus Wide Water Quality Testing for Lead

;KAO[&";‘

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Andy Roed

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

Za’

Building:mg&oc

Hall *Outlet $ink (6 F)

, -y e % 4 -
3 ¥ -2 Wakst Save L
MDQC: #32-002 ol el e Floor. T Manufacturer: Facet Loy 5%
Sample Number Date o ’
A Q Q HN SN Location: ;Quom Ilﬁf Filter: Aerator;
Initials 24 HRTime COC Description/Observation/Comments: . .
23.9°
Building: ,N\Q,;)g(/ 3A—c\\\ *Outlet LI
- 5¢
12 , Floor. .1~ Manufacturer: Hews /7
MDOC-#3%-003  _01-03-1% _ _
Sample Number Date Location: Qoom 124 Filter: Aerator:
AQ R 0g:03 Description/Observation/Comments:
Initials 24 HRTime COC c
&0.0°
Building: m O(};OC/ ‘j(C\ \ k *Outlet 3ink (é FB
MDOC@-% 51-03-)8 Floor. ‘L Manufacturer: To S Dees S N2
Sample Number Date Location: Qoom lM Filter: Aerator:
KK oS - .
A RR 0% ,O Description/Observation/Comments:
Initials 24 HRTime C€OC /G.2¢
‘vemQ{\ L ST
“outlet Tyoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
et Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker ()2 Y of G
CM = Coffee Machine GF = ('.i:iis Filler AL ﬁé’ /
Delivered by: /{_‘;f/ /g/éﬂ’é'/"/ Date: /l 5 s Time: /70 ST Ampm
Received by: %7/4/4 Date: RGN Time: 1. 30 Awpem
— AL T 7 P At B
v a” S Tl el (-3 ATHISC



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

|4 A0I5Y

(916) 632-6812 FAX
o\ 103 g

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Andy Roed

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

II Place Label for Each Sample Information
“ Building: MO(E\OC/ Ha \l “Outlet WJ
MDOC-HW-115-001 &1~ 03~ /% Floor. Manufacturer: E}/(a\/ {of
Sample Number Date Location: Je / ',,/“ ) Fil A ti
ocation: He |juz wol (rem2 1917 ilter: erator:
ARR 67137 S
Initials 24 HR Time €OC Description/Observation/Comments:
{, % S"C;«
Building: Modoc  Hell Outlet W
I Floor: A Manufacturer: Hew s y
MDOC-HW-221-001 O 103~ 1& 2.
Sample Number Date Location: H llun/ [ odgide fom A\ Filter: Aerator:
“ g {
A RR Od% Description/Observation/Comments: )
Initials 24 HRTime COC / gf g
Building: (Modoe  Ha I «outlet W
sy Floor: 2 Manufacturer: /= /ka '
MDOC-HW-213-001 Q17937 /¥ — ' Y {3
Sample Number Date Location:H«Nucg(a?\e'&e fsam .52)3/41'5) Filter: Aerator:
LT 1 7
AQ R oq- 59 Description/Observation/Comments:
Initials 24 HRTime COC -
/¥ 3¢
\mn@&& 7
“Outlet. Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
et Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker &2/5“ gz‘(i
CM= Coffee}\/lachine GF = Glass Filler {)
1@ . ]
Delivered by: /o 4»*4/‘/ Date: / ! 4 /18 Time: /77 ST AwpPm
Received by: ﬂ// M/ Date: ‘ / 3 /18 Time: ( ] 60 AM/PM

Rocuived B Lods

) TUAL by

/37§ =L
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EnTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677

(916) 632-6800 PHONE  (916) 632-6812 FAX

O )

1 G3 /18 Basic Laboratory, Inc.

3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Date of Sampling:

Job Number: 17-4612 Collected by:  Andy Roed
Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekqgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

” Place Label for Each Sample Information
Building: A3 W *Outlet Dt
AJH-WW-001 A 01-03-1¢ Floor: .1 Manufacturer: M/ A Ao?
Cavorcdh Ualluny
Sample Number Dateﬁ s Location: (yiduesn whmns 5 nk #g\ | Filter: Aerator:
ARK ©¥_ 23 Description/Ob tion/C ts:
itials 24 HR Time  €OC escription/Observation/Comments: o .
xes
Building: A‘S K *Outlet Sink /CF
AJH-121-001 O)-0 313 Floor: l Manufacturer: Ch.ceg Face{ss ,é,s/
Sample Number Date Location: Roorn 12\ Filter: Aerator:
9] 0 O :/) ®
A‘\ A 5 _53 Description/Observation/Comments:
Initials 24 HRTime COC .
” R
” Building: AS W *Outlet  Sin K
AJH-121-002 61-03-1 % Floor: 7 Manufacturer: ¢ h. e Faucdls |l - 66
Sample Number Date . Location: foora 121 Filter: Aerator;
ARR o< 41 - on ,
Initials 24 HR Time _ €OC Description/Observation/Comments: g
H |
\,’,Q\’\%\:Lé g{

DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser

*Qutlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker /?2 oy
CM = Coffee Machine GF = Glass Fiiler 7 %L ]

A Ay 7 : .
Delivered by: / T/ /\.3,/(/; '/*/ Date: . 5 18 Time: /70 ST AMPM
Received by: % ﬂ// 7 pate: | /3 /8 Time:  ):30 AWPM
. L N / -7 s / }’7 7 f 1 Pl s - Q/ . ! L v ;
Dorvivedsitain: O/ ThULhelinan 375 N



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

RocKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

|g AoisY

Basic Laboratory, Inc.
3860 Morrow Lane, # F

Chico, CA 95928

Date of Sampling: O} 03 ng Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Job Number: 17-4612 Collected by:  Andy Roed

Turnaround Time:

Client Name: California State University, Chico

Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Place Label for Each Sample Information
oo ; il * N
Building: (M5 G Ja | l Outlet D W
0 s -
MDOCh129-004 O =037 /& Floor. L Manufacturer: A ls.y Tayhe 7
Sample Number Date . n\ ) 1 7 7
A £ 3 OC O Location: ¥ 0\‘[6 ;gu\[&/ nees room 248 Filter: Aerator:
Initials 24 HRTime COC Description/Observation/Comments:
(78
Building: A'S H *Outlet DuJ
. i L Manufacturer:  ~/A ~lr
AJH-WW-001 oires iy oot . uLA ¥
Sample Number Date Location: {auira, el necy wimas {8 | Filter: Aerator:
N e . 7/
AR R O5:a0 Description/Observation/Comments: .
Initials 24 HR Time  €OC it
Building: ASH *Outlet DWW
AJH-118-001 1-03~) & Floor: 1 ' Manufacturer: s A *é g
Sample Number Date Location: Helluey (neer coum 113 Filter: Aerator:
RR g2 - o
f% >~ OF:27 Description/Observation/Comments:
Initials 24 HRTime COC
(.0°
N QN ‘  d{é\& ST
“Outlet Tyoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
ulet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker ) 76
CM = Coffee Machme GF = Glass Filler ‘7?3 i&ég !
Delivered by: M /\3//4, Date: / 1S ns Time:  /jz/ ST AwPM
Received by: ﬂ[/gﬂﬂ Date: { 13 n8 Time: b 30 AM/PM
=y C N



ENTEK

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN RoAD, SUITE 7

RockLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:
Chi

Special Instruction:

O

17-4612

co, California

(916) 632-6812 FAX
/05 118

California State University, Chico

Campus Wide Water Quality Testing for Lead

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Andy Roed

Turnaround Time:

[$ R0

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekqroup.com, rbeall@entekqroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelii@csuchico.edu

Place Label for Each Sample Information
Building: A1 Outlet K S
/2' Ay N2 ) K # - " -
AJH&'?g(JOl 01-0371% Floor: 1~ Manufacturer: Chicoqs Foucd™ 70
Sample Number Date . p U\’S .
;QR Q 69:073 Location: KoM Filter: Aerator:
Initials 24 HRTime COC Description/Observation/Comments:
(16"
” Building: AT 1 Outlet CF
AJH-128-001 O-03-1K Floor: 1 Manufacturer: frce o ter J’f/
Sample Number Date Location: foom  10% Filter: Aerator:
ARE 0 . U8 - . ,
Description/Cbservation/Comments: ¢
Initials 24 HRTime €OC 7. O
I Building: [SY *outlet CF/GF
AJH-108-001 0I-03~1g Floor: Manufacturer:Cheepy Frecil -7
Sample Number Date ' Location: Jusum 107 {A.gc»\r (o \‘\}(5?\ Filter: Aerator:
HeR 041177 — e -
\nitials 24 HR Time  COC Description/Observation/Comments:
165"
vevifnadh oF
“Ouliet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet 1M = Ice Maker 5o Py
] . XHef, 29
CM = Coffee Machine GF = Glass Filler
0 7 iy - . —
Delivered by: /M [ o u{/ pate: /1 T s Time:  //C 37 awem
Received by: %M Date: b1 g N8 Time: “'.’5( AM/PM
T T T A ﬁ%ﬁ,
Rocaiteed Bt | alres / / /6{45/&’/ Py 1~ 30y 7 }604



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling: O\ 4 03 /18

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

(916) 632-6812 FAX

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

| §A0

Chico, CA 95928

Andy Roed

8-10 Day

o

Basic Laboratory, Inc.
3860 Morrow Lane,

#F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

Special Instruction:

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: A5 ™ *Outlet PWJ
AH-WW-121-001 G103 Floor: Manufacturer: «~/ A -13
Sample Number Date ] o . .
]qu IQ T H S Location: ’?laqgfu;ma / o\ i€ fonm Mh Filter: Aerator:
Initials 24 HRTime €OC Description/Observation/Comments:
I8
Building: A SH *Outlet K F
" - Floor: A Manufacturer: De He -1
AJH-119-001 01-03-1% - 7
sample Number Date Location: fourm 119K Filter: Aerator:
AR K 04:5% Description/Observation/Comments:
Initials 24 HRTime COC “ﬁf)l <
” Building: [¥3¥ “Outlet K
AJH-119-002 01~03-1 8 Fioor: 1 Manufacturer; D= [4ex 75
Sample Number Date Location: foom 114K Filter: Aerator:
A A
7Q R& 0F - Description/Observation/Comments:
Initials 24 HRTime COC L
Ve s ST
DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type: : 3 &
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker ()7 32.2/‘ / 7‘
CM = Coffee Machine GF = Glass Filler /
2 / H . -
Delivered by: //{"J/ g/@a C./)/ Date: /1 PT Time: /07 S AMPM
Received by: Q ///A Date: (73 ng Time: “ '3} AM/PM
7 : / e »
Dernit ot Vot \ wined TR I 30§ X 50



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoOCKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX

O\ /O3 18 Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

19A0154

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results fo

mainoffice@entekgroup.com, rbeall@entekgroup.com, nnetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: [} S H Outlet & KF
’ Ol -0>~] 4 . .
AlH-110-003 Floor. 1 Manufacturer: D ) te G
Sample Number Date —
7Q5Q R, JO:o\ Location: Kocm  1]0 Filter: Aerator:
Initials 24 HRTime  COC Description/Observation/Comments:
(6. 3¢
Building: ASH outlet KF
AJH-110-004 ol- 03718 Floor: 4 Manufacturer: De [ 1
Sample Number Date Location: Fosm 1O Filter: Aerator:
/ i o 3
Q Q R /& .b Description/Observation/Comments:
initials 24 HRTime  COC
i C
-
Building: P34 *Outlet G F
(32— & Floor: 1 Manufacturer: N | & _
AIH-102-001 G1-03-1 8 - [B 1§
Ssample Number Date Location: poen 02 A Filter: Aerator
AR R 19 - Uﬁ’ Description/Observation/Comments:
Initials 24 HRTime  COC ) .
(G- 5
Ve frsd S5
“Oullet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
yee: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker &2&7 & ‘ é(f
CM = Coffee Machine GF = Glass Filler 'Z;
Delivered by: “/f/ 6//(/% Date: (1 7 ns Time: /ST AMPM
Received by: %/// Date: t 1 3 ns Time: [1"3] AwPM
\/ 0 Afd ﬂ‘ W"ﬂl/' (ﬂr\ ////(’{([/ 4(/)77 jDK / 51// 7T %&() lfje(‘{

\C



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITEY
ROCKLIN, CA 95677

(916) 632-6800 PHONE
Date of Sampling:

Job Number:
Client Name:

Site Address:

Special Instruction:

(916) 632-6812 FAX

’ ford
81 ;05 8 Lab: Basic Laboratory, Inc.

2218 Railroad Avenue

1< Aoy

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

17-4612

California State University, Chico

Redding, CA 96001
Collected by:  Andy Roed

Turnaround Time:

Campus Wide Water Quality Testing for Lead

Chico, California

8-10 Day

Please e-mail results as soon as available and include copy of submiittal with those resulls to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nnetzen@entekgroup.coim,

mpratt@csuchico.edu and rperrelli@csuchico.edu

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

e

Place Label for Each Sample Information
Building: f}-5 W *Outlet & F
. . i , -7
AlH-104-001 Olo3~1¥ Floor. % Manufacturer: Chicassfan el &
Sample Number Date Locat 0 104 & Eilt Aerat
ocation: ‘oo )04 ¢ ilter: erator:
AR = 09:5U b ’
Initials 24 HR Time  €OC Description/Observation/Comments:
” {ed©
” Building: L3H Ooutlet CF
S Floor. L Manufacturer: Ansacen Stendarh || ~ 5C
AJH-110-001 gi-53-18 Location: Roorr 11D Filter: A ,
Sample Number Date ocation: KU ilter: erator.
ARL 09:55 Description/Observation/Comments:
Initials 24 HRTime COC (7 (¢
" Building: A1t *outlet CF
AJH-110-002 01-03~1% Floor: 1 Manufacturer: A/ A gl
Sample Number Date Location: Rosm 1O Filter: Aerator:
ARR ©q:58 — _
Initials 24 HR Time  €OC Description/Observation/Comments: e
| 54
\)-Q\"\f@s@ AN)
“Outlet Tyoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uiet Tyee: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker 0'27 a/ﬁ 2 ‘7
CM = Coffee Machine GF = Glass Filler
Ny s = .
Delivered by: JZ‘// /Q{f/"/// Date: /1 3 ns Time: S0 ST AP
Received by: 0// f/% Date: | 15 I8 Time: (1.3] AwpPm
. . "’f’ 2/ 3 7 TR - ,f;, y —ﬁ/"’ < - ~ (|
Rocaiat d brodah Tl D77 3/ 2525 | Do



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX
O\ 103 18

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address: Campus Wide Water Quality Testing for Lead

Chico, California

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001
Collected by:

Turnaround Time:

Andy Roed

1§ AL

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

Special Instruction:

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekqroup.com,

mprati@csuchico.edu and perrelli@csuchico.edu

Place Label for Each Sample Information
Building: ¥ TH *Outlet L=b 5.4k
N- 63~ /& X2
AJH-108-003 Ol-0673 ~/¥ Floor: 4 Manufacturer: /Y1oe 4
Sample Number Date lﬁ P
- o V74 { -~ i . .
B4R 09:22 Location: Koo 1%~ |09 F | Filter Aerator:
Initials 24 HRTime C€OC Description/Observation/Comments: .
“ -0
“ Building: A5} *Outlet (- )
fL a ‘El\hd'; ’ %3
AJH-108-002 OV-03-1% Floor: Manufacturer: ’mz'«zf):«f-m w18
Sample Number Date Location: ( ooty 10%¢ Filter: Aerator:
& g -2 , .
,C\ R 09:26 Description/Observation/Comments:
“ Initials 24 HRTime COC {5 A<
” Building: A3 H *Outlet GF
AJH-108-004 O1-03-1% Floor. 71 Manufacturer: Chicegy Fraeds |- §%
Sample Number Date Location: me /0TS Filter: Aerator:
Na . )
A R& 09-37 Description/Observation/Comments:
initials 24 HRTime COC gt
(5.4
VK \6{\9{& IS
DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type: < g &)
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker ,? qf/{}i) 2 7/
CM = Coffee Machine GF = Glass Filler
R~ 4 - Cnn o
Delivered by: Z—/f /Q&fb{/ Date: (15 ns Time: /7 ST Awpm
Received by: % /M‘ Date: V73 8 Time: N 32 AM/IPM
. ~ o 7 i » _gr Dy A b
{b Aa o =8 A @'\’\ f\/i 0 {f\C/ //////[%J/ﬁ?’?/r’l / ‘3 - /1? —//7/& ZED/{DOLi

————



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FaX
DY /O3 M8

Date of Sampling: Oh

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

[3A0isY

Basic Laboratory, Inc.
3860 Morrow Lane, # F

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Special Instruction:

Chico, California

Redding, CA 96001 Chico, CA 95928

Collected by:  Andy Roed
Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and mperrelli@csuchico.edu

Place Label for Each Sample Information
Building: {5 ¢ *Outlet (, F
-0 & . —1
AJH-101-001 178> Floor: 1 Manufacturer: ~/ A
Sample Number Date T
; Location: Qoum JO | B Filter: Aerator:
ARR.
Initials 24 HRTime COC Description/Observation/Comments: 5 g
Building: *Outlet
Floor: Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:
Building: *Outlet
Floor: Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:
NI @\ & &
DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Qutlet Type: . _ 0.7 9 ¢
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker 02 /6‘0 e /
CM = Coffee Machine GF = Glass Filler
z:_r/f; ﬂ// Time:
Delivered by: Date: /| 5 N8 e /0 ST OAMIPM
Received by: MM Date: b/ 3 e Time: n. 3 3 AMPM
2./ C AL
Do et ed Bul /770 1 PR ot doe (~3-/% 55 1B o W



