b a S ' C 2218 Railroad Avenue voice 530.243.7234 l 3860 Morrow Lane, Suite F voice 530.894.8966
fabaratory Redding, California 96001  {2x 530.243.7494 : Chico, California 95928 fax 530.894.5143

January 24, 2018

Lab ID: 18A0591

RICHARD BEALL

ENTEK CONSULTING GROUP

4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677

RE: CHICO STATE LEAD TESTING 17-4612

Dear RICHARD BEALL ,

Enclosed are the analysis results for Work Order number 18A0591. All analyses were
performed under strict adherence to our established Quality Assurance Plan. Any
abnormalities are listed in the qualifier section of this report.

If you have any questions regarding these results, please feel free to contact us at any time.
We appreciate the opportunity to service your environmental testing needs.

Sincerely,

h o
Rk Yoo
Ricky D. Jensen

Laboratory Director

California ELAP Certification Number 1677
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basic

2218 Railroad Avenue

& 530.243.7234 i

3860 Morrow Lane, Suite F

530.894.8966

Redding, California 96001 530.243.7494 Chico, California 95928 ax 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0591
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/24/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
UV-BLDG21-K02A - Grab Drinking Water (18A0591-01) Sampled:01/10/18 09:48 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1167
UV-BLDG21-371 -~ Grab Drinking Water (18A0591-02) Sampled:01/10/18 09:49 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1167
UV-BLDG21-369 - Grab Drinking Water (18A0591-03) Sampled:01/10/18 09:50 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/14/18 BBA1168
UV-BLDG21-367 - Grab Drinking Water (18A0591-04) Sampled:01/10/18 09:55 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1167
UV-BLDG21-368 - Grab Drinking Water (18A0591-05) Sampled:01/10/18 09:56 Received:01/11/18 13:52
Lead ug/t ND 5.0 EPA 200.8 01/15/18 01/14/18 B8A1168
UV-BLDG21-365 - Grab Drinking Water (18A0591-06) Sampled:01/10/18 09:57 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1167
UV-BLDG21-361 - Grab Drinking Water (18A0591-07) Sampled:01/10/18 09:59 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1167
UV-BLDG21-362 - Grab Drinking Water (18A0591-08) Sampled:01/10/18 09:59 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1167
UV-BLDG21-KO1A - Grab Drinking Water (18A0591-09) Sampled:01/10/18 10:00 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1167
UV-BLDG21-363 - Grab Drinking Water (18A0591-10) Sampled:01/10/18 10:00 Received:01/11/18 13:52
Lead ug/I ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1167
UV-BLDG21-364 - Grab Drinking Water (18A0591-11) Sampled:01/10/18 10:01 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1167
UV-BLDG23-K01B - Grab Drinking Water (18A0591-12) Sampled:01/10/18 10:08 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1167
UV-BLDG23-406 - Grab Drinking Water (18A0591-13) Sampled:01/10/18 10:08 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1190
UV-BLDG23-407 - Grab Drinking Water (18A0591-14) Sampled:01/10/18 10:09 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/18/18 01/16/18 BBA1241
UV-BLDG23-408 - Grab Drinking Water (18A0591-15) Sampled:01/10/18 10:10 Received:01/11/18 13:52
Lead ug/i ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1190
UV-BLDG23-405 - Grab Drinking Water (18A0591-16) Sampled:01/10/18 10:11 Received:01/11/18 13:52
Lead ug/i ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1190
UV-BLDG23-K02C - Grab Drinking Water (18A0591-17) Sampled:01/10/18 10:13 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1190
UV-BLDG23-414 - Grab Drinking Water (18A0591-18) Sampled:01/10/18 10:14 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/18/18 01/16/18 BBA1241
UV-BLDG23-415 - Grab Drinking Water (18A0591-19) Sampled:01/10/18 10:15 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1190
UV-BLDG23-416 - Grab Drinking Water (18A0591-20) Sampled:01/10/18 10:16 Received:01/11/18 13:52
Lead ug/I ND 5.0 EPA 200.8 01/18/18 01/16/18 B8A1241
UV-BLDG23-413 - Grab Drinking Water (18A0591-21) Sampled:01/10/18 10:18 Received:01/11/18 13:52
Lead ug/i ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1190
UV-BLDG23-410 - Grab Drinking Water (18A0591-22) Sampled:01/10/18 10:21 Received:01/11/18 13:52
Lead ug/i ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1190
i
Approvgd By
Basic Laboratory Inc
California ELAP Cert #1677 and #2718 Page 2 of 6



2218 Railroad Avenue
Redding, California 96001

pasic

gratory

= 530.243.7234 i
1 530.243.7494

3860 Morrow Lane, Suite F
Chico, California 95928

530.894.8966
fax 530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0591
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/24/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
UV-BLDG23-KO1A - Grab Drinking Water (18A0591-23) Sampled:01/10/18 10:22 Received:01/11/18 13:52
Lead g/l ND 5.0 EPA 200.8 01/15/18  01/15/18 B8A1190
UV-BLDG23-411 - Grab Drinking Water (18A0591-24) Sampled:01/10/18 10:22 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/18/18 01/16/18 BBA1241
UV-BLDG23-412 - Grab Drinking Water (18A0591-25) Sampled:01/10/18 10:23 Received:01/11/18 13:52
Lead g/l ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1190
UV-BLDG23-409 - Grab Drinking Water (18A0591-26) Sampled:01/10/18 10:24 Received:01/11/18 13:52
Lead ug/) ND 5.0 EPA 200.8 01/18/18  01/16/18 BBA1241
UV-BLDG24-K01B - Grab Drinking Water (18A0591-27) Sampled:01/10/18 10:29 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1190
UV-BLDG24-429 - Grab Drinking Water (18A0591-28) Sampled:01/10/18 10:30 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1190
UV-BLDG24-432 - Grab Drinking Water (18A0591-29) Sampied:01/10/18 10:31 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/18/18  01/16/18 BBA1241
UV-BLDG24-431 - Grab Drinking Water (18A0591-30) Sampled:01/10/18 10:32 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/15/18  01/15/18 B8A1190
UV-BLDG24-430 - Grab Drinking Water (18A0591-31) Sampled:01/10/18 10:33 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1190
UV-BLDG24-K02C - Grab Drinking Water (18A0591-32) Sampled:01/10/18 10:36 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18  01/15/18 B8A1190
UV-BLDG24-440 - Grab Drinking Water (18A0591-33) Sampled:01/10/18 10:37 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/18/18  01/16/18 BBA1241
UV-BLDG24-438 - Grab Drinking Water (18A0591-34) Sampled:01/10/18 10:38 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1190
UV-BLDG24-437 - Grab Drinking Water (18A0591-35) Sampled:01/10/18 10:38 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1190
UV-BLDG24-439 - Grab Drinking Water (18A0591-36) Sampled:01/10/18 10:39 Received:01/11/18 13:52
Lead ug/I ND 5.0 EPA 200.8 01/15/18  01/15/18 B8A1190
UV-BLDG24-K02B - Grab Drinking Water (18A0591-37) Sampled:01/10/18 10:42 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1190
UV-BLDG24-443 - Grab Drinking Water (18A0591-38) Sampled:01/10/18 10:43 Received:01/11/18 13:52
Lead ug/I ND 5.0 EPA 200.8 01/15/18 01/15/18 BSA1190
UV-BLDG24-441 - Grab Drinking Water (18A0591-39) Sampled:01/10/18 10:44 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1190
UV-BLDG24-444 - Grab Drinking Water (18A0591-40) Sampled:01/10/18 10:44 Received:01/11/18 13:52
Lead ug/!l ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1191
UV-BLDG24-442 - Grab Drinking Water (18A0591-41) Sampled:01/10/18 10:46 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1191
S§SC-406-001 - Grab Drinking Water (18A0591-42) Sampled:01/10/18 07:30 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1191
SSC-420-001 - Grab Drinking Water (18A0591-43) Sampled:01/10/18 07:32 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1191
SSC-425-001 - Grab Drinking Water (18A0591-44) Sampled:01/10/18 07:37 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1191
X J N
ApptSved By
Basic Laboratory Inc
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3860 Morrow Lane, Suite F
: Chico, California 95928

2218 Railroad Avenue
Redding, California 96001

basic

ce 530.894.8966
530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0591
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/24/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
SSC-HW-462-001 - Grab Drinking Water (18A0591-45) Sampled:01/10/18 07:44 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1191
SSC-HW-370-001 - Grab Drinking Water (18A0591-46) Sampled:01/10/18 07:52 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1191
SSC-HW-370-002 - Grab Drinking Water (18A0591-47) Sampled:01/10/18 07:53 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1191
SSC-HW-460-001 - Grab Drinking Water (18A0591-48) Sampled:01/10/18 07:20 Received:01/11/18 13:52
Lead ug/I ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1191
SSC-HW-460-002 - Grab Drinking Water (18A0591-49) Sampled:01/10/18 07:20 Received:01/11/18 13:52
Lead ug/t ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1191
$SC-484-001 - Grab Drinking Water (18A0591-50) Sampled:01/10/18 07:26 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1191
SSC-HW-370-003 - Grab Drinking Water (18A0591-51) Sampled:01/10/18 07:50 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1191
SSC-386-001 - Grab Drinking Water (18A0591-52) Sampled:01/10/18 07:58 Received:01/11/18 13:52
Lead ug/I| ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1191
SSC-344-001 - Grab Drinking Water (18A0591-53) Sampled:01/10/18 08:01 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1191
S§SC-318-001 - Grab Drinking Water (18A0591-54) Sampied:01/10/18 08:05 Received:01/11/18 13:52
Lead ug/i ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1191
S§SC-320D-001 - Grab Drinking Water (18A0591-55) Sampled:01/10/18 08:08 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1191
SSC-236-001 - Grab Drinking Water (18A0591-56) Sampled:01/10/18 08:14 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1191
SSC-240-001 - Grab Drinking Water (18A0591-57) Sampled:01/10/18 08:17 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1191
SSC-HW-262-001 - Grab Drinking Water (18A0591-58) Sampled:01/10/18 08:21 Received:01/11/18 13:52
Lead ug/Il ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1191
SSC-HW-262-002 - Grab Drinking Water (18A0591-59) Sampled:01/10/18 08:20 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1191
SSC-290-001 - Grab Drinking Water (18A0591-60) Sampled:01/10/18 08:24 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1192
S§SC-126-001 - Grab Drinking Water (18A0591-61) Sampled:01/10/18 08:30 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1192
SSC-HW-150-001 - Grab Drinking Water (18A0591-62) Sampled:01/10/18 08:36 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1192
SSC-HW-150-002 - Grab Drinking Water (18A0591-63) Sampled:01/10/18 08:33 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1192
SSC-HW-150-003 - Grab Drinking Water (18A0591-64) Sampled:01/10/18 08:35 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1192
SSC-176F-001 - Grab Drinking Water (18A0591-65) Sampled:01/10/18 08:40 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1192
SSC-160-001 - Grab Drinking Water (18A0591-66) Sampled:01/10/18 08:44 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1192
Yy Jerr
Apprévéd By
Basic Laboratory Inc
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basic

2218 Railroad Avenue

! 3860 Morrow Lane, Suite F

530.894.8966

Redding, California 96001 L Chico, California 95928 2x 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0591
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/24/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
PAC-000-001 - Grab Drinking Water (18A0591-67) Sampled:01/10/18 08:58 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1192
PAC-000-002 - Grab Drinking Water (18A0591-68) Sampled:01/10/18 09:00 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 B8A1192
PAC-HW-104-001 - Grab Drinking Water (18A0591-69) Sampled:01/10/18 09:07 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1192
PAC-HW-104-002 - Grab Drinking Water (18A0591-70) Sampled:01/10/18 09:07 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1192
PAC-HW-116-001 - Grab Drinking Water (18A0591-71) Sampled:01/10/18 09:13 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18  01/15/18 B8A1192
PAC-HW-116-002 - Grab Drinking Water (18A0591-72) Sampled:01/10/18 09:13 Received:01/11/18 13:52
Lead ug/i ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1192
PAC-116-003 - Grab Drinking Water (18A0591-73) Sampled:01/10/18 09:13 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1192
PAC-HW-143-001 - Grab Drinking Water (18A0591-74) Sampled:01/10/18 09:19 Received:01/11/18 13:52
Lead ug/I ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1192
PAC-HW-143-002 - Grab Drinking Water (18A0591-75) Sampled:01/10/18 09:19 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1192
PAC-HW-008-001 - Grab Drinking Water (18A0591-76) Sampled:01/10/18 09:29 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/15/18  01/15/18 B8A1192
PAC-HW-210-001 - Grab Drinking Water (18A0591-77) Sampled:01/10/18 09:36 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1192
PAC-HW-210-002 - Grab Drinking Water (18A0591-78) Sampled:01/10/18 09:36 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/15/18 01/15/18 BBA1192
PAC-HW-204-001 - Grab Drinking Water (18A0591-79) Sampled:01/10/18 09:39 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/15/18  01/15/18 BBA1192
ARTS-100-001 - Grab Drinking Water (18A0591-80) Sampled:01/10/18 09:50 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/21/18 01/21/18 BBA1355
ARTS-100-002 - Grab Drinking Water (18A0591-81) Sampled:01/10/18 09:50 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/21/18 01/21/18 B8A1355
ARTS-100-003 - Grab Drinking Water (18A0591-82) Sampled:01/10/18 09:49 Received:01/11/18 13:52
Lead ug/I ND 5.0 EPA 200.8 01/21/18 01/21/18 B8A1355
ARTS-140-001 - Grab Drinking Water (18A0591-83) Sampled:01/10/18 09:58 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/21/18 01/21/18 BBA1355
ARTS-140-002 - Grab Drinking Water (18A0591-84) Sampled:01/10/18 09:58 Received:01/11/18 13:52
Lead ug/!| ND 5.0 EPA 200.8 01/21/18  01/21/18 BBA1355
ARTS-140-003 - Grab Drinking Water (18A0591-85) Sampled:01/10/18 09:59 Received:01/11/18 13:52
Lead g/l ND 5.0 EPA 200.8 01/21/18 01/21/18 BBA1355
ARTS-330-001 - Grab Drinking Water (18A0591-86) Sampled:01/10/18 10:06 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/21/18  01/21/18 BBA1355
ARTS-330-002 - Grab Drinking Water (18A0591-87) Sampled:01/10/18 10:06 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/21/18 01/21/18 BBA1355
ARTS-330-003 - Grab Drinking Water (18A0591-88) Sampled:01/10/18 10:06 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/21/18 01/21/18 BBA1355
"Wy Jawsom——
Approyed By
Basic Laboratory Inc
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= 530.894.8966

» 530.243.7234 | 3860 Morrow Lane, Suite F

b a S l C 2218 Railroad Avenue

Redding, California 96001 1x 530.248.7494 Chico, California 95928 i« 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0591
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/24/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #

Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total

Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
ARTS-300-001 - Grab Drinking Water (18A0591-89) Sampled:01/10/18 10:17 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/21/18 01/21/18 BBA1355
ARTS-300-002 - Grab Drinking Water (18A0591-90) Sampled:01/10/18 10:17 Received:01/11/18 13:52
Lead ug/! ND 5.0 EPA 200.8 01/21/18  01/21/18 BBA1355
ARTS-300-003 - Grab Drinking Water (18A0591-91) Sampled:01/10/18 10:17 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/21/18 01/21/18 BBA1355
ARTS-200-001 - Grab Drinking Water (18A0591-92) Sampled:01/10/18 10:33 Received:01/11/18 13:52
tead ug/l ND 5.0 EPA 200.8 01/21/18 01/21/18 BBA1355
ARTS-200-002 - Grab Drinking Water (18A0591-93) Sampled:01/10/18 10:33 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/21/18 01/21/18 B8A1355
ARTS-200-003 - Grab Drinking Water (18A0591-94) Sampled:01/10/18 10:33 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/21/18 01/21/18 B8A1355
ARTS-230-001 - Grab Drinking Water (18A0591-95) Sampled:01/10/18 10:42 Received:01/11/18 13:52
Lead ug/| ND 5.0 EPA 200.8 01/21/18 01/21/18 B8A1355
ARTS-230-002 - Grab Drinking Water (18A0591-96) Sampled:01/10/18 10:42 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/21/18 01/21/18 B8A1355
ARTS-230-003 - Grab Drinking Water (18A0591-97) Sampled:01/10/18 10:42 Received:01/11/18 13:52
Lead ug/l ND 5.0 EPA 200.8 01/21/18 01/21/18 BBA1355

Notes and Definitions

DET Analyte DETECTED

ND Analyte NOT DETECTED at or above the detection limit

NR Not Reported

dry Sample results reported on a dry weight basis

RPD Relative Percent Difference

< Less than reporting limit

< Less than or equal to reporting limit

> Greater than reporting limit

> Greater than or equal to reporting limit

MDL Method Detection Limit

RL/ML Minimum Level of Quantitation

MCL/AL Maxium Contaminant Level/Action Level

mg/kg Results reported as wet weight

TTLC Total Threshold Limit Concentration

STLC Soluble Threshold Limit Concentration

TCLP Toxicity Characteristic Leachate Procedure

Note 1 Received Temperature - according to EPA guidelines, samples for most chemistry methods should be held at <6 degrees C after collection, including during
transportation, unless the time from sampling to delivery is <2 hours. Regulating agencies may invalidate results if temperature requirements are not met.

Note 2 According to 40 CFR Part 136 Table II, the following tests should be analyzed in the field within 15 minutes of sampling: pH, chiorine, dissolved oxygen, and sulfite.

o) —
Approvefl By

Basic Laboratory Inc
California ELAP Cert #1677 and #2718 Page 6 of 6




A Entex

G ancd
ENTEK CONSULTING GROUP, INC. E 5;‘1@»«‘ { 3
4200 ROCKLIN ROAD, SUITE 7 o
PL\KL [&z %%’

RockLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: ! 16 ns Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928
Job Number:  17-4612 Collected by:  Andy Roed

Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submiftal with those results to
mainoffice@entekgroup.com, rbeali@entekgroup.com, rmefzen@entekgroup.com,
mpratt@csuchico.edu and mperrelli@csuchico.edu

Place Label for Each Sample Information
Building: 1 | *Outlet K T~ . ‘
—-ip—1 € - .
Uv-BlDG21ko2A IO & Floor: A Manufacturer: /A~
Sample Number Date —
9’( od:a4& Location: 1. A’L\wj\ Filter: Aerator:
Initials 24HRTime COC  Description/Observation/Comments: { (_e-[ .
i . ~
Building: 2 | Ooutlet 15 1
. Floor: ‘2 Manufacturer: C FG
UV-BLDG21-371 )~ O-rg _ - _
Sample Number Date Location: R m S ! Filter: Aerator:
A R 09! Cﬂf’ Description/Observation/Comments: ( [‘ é/
Initials 24 HRTime COC
Building: .2 \ Outlet B
UV-BLDG21-369 [~10 1 g Floor: 2 Manufacturer: C FG /’5
San;prléNumber Date@ 5 C) Location: (3 m b 4 Filter: Aerator:
- . . in G
initials 24 HRTime  coC Description/Observation/Comments: O q
.f’@ - - / e ‘ ;:,
” Hanpoppad s 2hd2  [1-1HE /05
N . Y 7 ;
Ve n%@é& SY (o5’ Tl 2L Jof
“outlet T DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
ullet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: pate: |/ 1 /0O ns Time: | O AWK

Received by: w/ l /% Date: ! /M0 M8 Tme: /2! /S ampm

/wéé//w(/%/z’/?”%' ;s E | D572




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6812 Fax

(916) 632-6800 PHONE
\ /'O s

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

P@% 1 oA 55%

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Andy Roed

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, mmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

” Place Label for Each Sample Information
I Building: R\ *Outlet B
UV-BLDG21-367 I ~(0 ~[ & Floor: \ Manufacturer: C/\:(p
Sanﬁz\lumber Dazq e Location: ?m :’7(9/{ Filter: Aerator:
tials >4 HR Time BOTTLE | Description/Observation/Comments: & lo”
" Building: 2 | Outlet B F
. . . \ e
UV-BLDG21-368 /<16~ % Floor: Manufacturer:  FG
3 !
Sample Number Date Location: Qm D b g Filter: Aerator:
— A & 01:5%6 Description/Observation/Comments: i (. 5‘"’
Initials 24HRTime coOC “
I Building: X | Outlet K
UV-BLDG21-365 )]0~ Floor. | _ Manufacturer: C FG
Sample Number Date o Location: 10\?4\ 365 Filter: Aerator:
08 09. 57 Description/Observation/Comments: [0.5°
Initials 24HRTime C€OC escription/Ubservation/t.o : -

DW = Drinking Water Bubbler WC = Water Cooler

CF = Classroom Faucet
CM = Coffee Machine

*Outlet Type:
KF = Kitchen Faucet

GF = Glass Filler

Delivered by:

BS = Bottle Filling Station

BF = Bathroom Faucet

Received by:

WD = Water Dispenser
IM = Ice Maker

Time:

}9\,6 AW

pate: | 1 /O ns

pate: | ! 1o ns Time:  [2'S Am/PM




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

RocKLIN, CA 95677
(916)632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: \ /( & /18 Lab: Basic Laboratory, inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 86001 Chico, CA 95928

Job Number: 17-4612 Coliected by:  Andy Roed

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Please e-mail resulls as soon as available and include copy of submiital with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, nnetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

" Place Label for Each Sample Information
“ Building: )\ *Outlet A i 1
UV-BLDG21-361 ~o-~1g _ LY g
Sample Number Date Floor; \ — Manufacturer: L G

AR HAL9 Location: & m 3b Filter: Aerator:
Initials 24 HRTime COC Description/Observation/Comments: 3.%°

!l
|

UV-BLDG21-362 [~10~1¥
Sample Number Date

np 6754

Initials 24 HRTime COC

Building: K\ *Outlet 1D F

Floor: \ Manufacturer. ( FG
Location: {(‘ N 3(/ >\ Filter: Aerator:
Description/Observation/Comments: o, "

|
|

UV-BLDG21-K01A [~10~/%
Sample Number Date {
D JO60

Initials 24 HRTime COC

Building: A\ *Outlet K —

Floor: | Manufacturer: U(’/AV“
Location: K‘Acc\rdj\. Filter: Aerator;
Description/Observation/Comments: 5.5 ¢

DW = Drinking Water Bubbler

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

*Outlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
. T . ’ A
Delivered by: /éj—)ﬂ : pate: [ 1 /O ns  Time |20 ek
' . / 18 ime: 12"
Received by: ‘%/ // // Date: broto Time: 215 Awpm

/()



A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7
ROCKLIN, CA 95677 Poog H &65@’
(916) 632-6800 PHONE ~ (916) 632-6812 FAX )

Date of Sampling: l / (b /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.

2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Andy Roed
Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekqroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
k Building: *Outlet 2 -
- ] ») . .
UV-BLDG21-363 [D6~12 N\ 2\ A0
Sa&‘nﬁe Number Date h Floor: | Manufacturer: { F
J 008 T R _
> Location: ¥ 3L Filter: Aerator:
Initials 24 HRTime  €OC 2o J ter.
Description/Observation/Comments: P~
Building: X\ Outlet W F
—_F Floor: ( Manufacturer: CTe ad \\
UV-BLDG21-364 [-1077% P—
yewumber Date Location: Q\M %L k& Filter: Aerator:
4 lhg /00 ] Description/Observation/Comments: [0 < ©
Initials 24 HRTime COC
Building: .2 % outlet K & VL
. i o /\‘
UV-BLDG23-K01B [<i 6t & Floor: _ Manufacturer. A /A/
Sample Number Date Location: 1A %M Filter: Aerator:
7&*(9\ [0:0% \ Description/Observation/Comments: v
S [ 6/1 5
Initials 24HRTime €OC
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottie Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet iM = Ice Maker
CM = Coffee Machine GF = Glass Filler

Delivered by: pate: [ 1 ()18 Time: | 10 AMpEY

Received by: ,% /////é pate: /1 17 ns Time: /2SS  AmPM
C/ /




A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7 e
ROCKLIN, CA 95677 f g Bed3
(916) 632-6800 PHONE  (916) 632-6812 FAX :

Date of Sampling: \ /! % /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number:  17-4612 Collected by:  Andy Roed

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeali@entekqroup.com, rmelzen@entekqroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

“ Place Label for Each Sample Information
" Building: 2% Outet B ¥
. ) /\?j
UV-BLDG23-406 [~16~1& Floor: \ Manufacturer. C ¥ G
S leN T
ample Number DaFe Location: gm Hob Filter: Aerator:
AR (G o8&~ — . T
Initials 24 HR Time _ COC Description/Observation/Comments: [¢.4
" Building: .2 2 Outlet D & i
Floor: | Manufacturer: (. (> ”% v
UV-BLDG23-407 [~0~1 g &
Sample Number Date Location: Qm 409 Filter: Aerator:
AR (0209 Description/Observation/Comments: 0 G°
Initials 24 HRTime COC (e
I Building: 2 2 *Outlet B S
UV-BLDG23-408 [-i10—(& Floor: \ Manufacturer: C EG Tl
Sam;;l: @Number Date ' Location: Qm do¢ Filter: Aerator;
/O:(b [ -~ Ot
Initials 24 HR Time _coc Description/Observation/Comments: |

DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler

Delivered by: - ‘/ Date: [ 1 r&ons Time: ]Qi Q AMIF@

Received by: ) g////// Date: | /10 18 Time: (215 Apipm

*Outlet Type:




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLiN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

(916) 632-6812 FAX
\ /10 18

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results fo

Special Instruction:

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmelzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Q 2 outlet B
UV-BLDG23-405 [<10+-]g Floor: ) — Manufacturer;  © G
Samp(l)e Number Date Location: Qrf\ 405 Filter: Aerator;
ﬁ ~ [0 (f Description/Observation/Comments: (13 ‘
Initials 24 HRTime €OC
n Building: 2 2 *Outlet W\
_ Floor: 2 Manufacturer: /A
UV-BLDG23-K02C /-16-1 & o
Sample Number Date Location: Ve C\MI\ Filter: Aerator;
H(i /G713 Description/Observation/Comments: a5
Initials 24 HRTime COC
" Building: 22 *Quilet B
™y ——
1 Floor: < Manufacturer: (FG
UV-BLDG23-414 ~IC~1 & 4
Sample Number Date Location: ?\-‘*\ "’“L{ Filter: Aerator.
?DTQ /0 #1 Description/Observation/Comments: N A
Initials 24 HR Time COC

i

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine

*Qutiet Type:

e

WC = Water Cooler

KF = Kitchen Faucet
GF = Glass Filler

BF = Bathroom Faucet

Date:

Delivered by: e ra—

BS = Bottle Filling Station

| 1 /Ons

WD = Water Dispenser
IM = lce Maker

Time: |10 AM/@

Date:

[ 1 fo ns Time:

1215 ampPm

(/W /7///



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling: ‘3 / \D /18

Job Number: 17-4612

Client Name: California State University, Chico

Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

Please e-mail results as soon as available and include copy of submittal with those results to

(916) 632-6812 FAX

Lab: Basic Laboratory, inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

Chico, CA 95928

Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Basic Laboratory, Inc.
3860 Morrow Lane, # F

mainoffice@entekgroup.com, rbeall@entekgroup.com, meltzen@entekgroup.coin,

mpratt@csuchico.edu and perrelli@csuchico.edu

" Place Label for Each Sample Information
I Building: 57 *Outlet 1B F
uvene2as B, |-0-1€ ) _
sample Nomber | Date Floor: _ Manufacturer. CEG6
}k(D\ [0S Location: Qm yls Filter: Aerator:
Initials 24 HRTime COC Description/Observation/Comments: O
Building: 2 2 Outiet B I~
UV-BLDG23-416 [-10-1€ Floor: a Manufacturer. C F&
Samplé Number Date _ Location: @M Hlb Filter: Aerator:
Pr [0:6 Description/Observation/Comments: G5
Initials 24 HRTime COC
" Building: A 2 *Outlet S ¥
UV-BLDG23-413 ]=10-1& Floor. A~ _ Manufacturer: C FG
Sample Number Date Location: P\n\ LI i 5 Filter: Aerator:
AR 10 TZ i e

Description/Observation/Comments:

Initials 24 HRTime COC
o DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Qutlet Type:
YP CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler

T . N \ | 3

Delivered by: @%‘“* Date: / 1 1O ns Time: ) PN U AMIE@

.o 18 Time: 128
Received by: % ///{ Date: I5¢] me: " AM/PM

A4



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7 A _
ROCKLIN, CA 95677 Dot & e 3%
(916) 632-6800 PHONE ~ (916) 632-6812 FAX 4

Date of Sampling: ! (& 18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Andy Roed

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address: Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results fo
mainoffice@entekgroup.com, rbeall@entekgroup.com, mMetzen@entekgroup.com,
mpratt@csuchico.edu and merrelli@csuchico.edu

Place Label for Each Sample Information
Building: 2 ‘3 *Outlet B & 7
UV-BLDG23-410 ~io-i1g . A
Sample Number Date Floor: \ Manufacturer: ( FL
_P’lp [0 7R Location: RM lo Filter: Aerator:
Initials 24 HRTi ‘
'I ime  coC Description/Observation/Comments: -2 “
. ~
“ Building: ;7\77 outet B2 K I /L’?
UV-BLDG23-KOIA =1 614 Floor: | ‘ Manufacturer: &~/ /X
Sample Number Date Location: Ki&\a\ Filter: Aerator:
AR PR Description/Observation/Comments: Q.8
Initials 24 HRTime COC
> o
I Building: 2 2 soutet B F 14
3 —~ v
UV-BLDG23-411 |~1C—1 & Floor: \ Manufacturer. C &G
Sample Number D ;
f\’ Q at/e 0 AL Location: ‘K m 4 | ( Filter: Aerator:
Initials 24HRTime  COC Description/Observation/Comments: 10 7 “

DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
"Outiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker
CM = Coffee Machine GF = Glass Fiiler
Delivered by: ’ pate: | 1 (O nmg  Tme: [/ 0 ampg)

S =
——
Received by: % ///{ Date: L g ns Time: (2.5 ampm
d % ’ ™

v



A Entex

ENTEK CONSULTING GROUP, INC. .
4200 ROCKLIN ROAD, SUITE 7 . 4k
QCL(&L q é«b f‘%

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: § / ib /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railrcad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928
Job Number: 17-4612 Collected by:  Andy Roed

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeali@entekgroup.com, mmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: 92, ‘outlet B F P
e AL
UV-BLDG23-412 (10 ~1E Floor: Manufacturer: C ¥6
Sample Number Date
332X Location: Q M U 3\ Filter: Aerator:
P(Q l() hi = b oo QC
Initials 24 HRTime COC Description/Observation/Comments: [0 3
| Building: 2 B Outlet B lb
UV-BLDG23-409 |~1® ~1 & Floor: ’ Manufacturer: (. F G -
Sample Numb
[g e Date ‘ Location: ;Q ~ 404 Filter: Aerator:
7 "‘Q /O L‘/ o . G
Initials 24 HR Time  €OC Description/Observation/Comments: (06
Building: 2 soutlet K+
) — & Floor: l Manufacturer: M J L £ ¢
UV-BLDG24-K01B [-16-1§ o urer: 10/ L
Sample Number Date Location: %f‘l&\u\d Filter: Aerator:
pR [0:29 Description/Observation/Comments: o 3°
Initials 24 HRTime COC

DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker

CM = Coffee Machine GF = Glass Fiiler

*Outlet Type:

Delivered by: Date: / / )O ns Time: {(Q’ 0 AMIP;@)

—"/é:—_;ca——/’;
Received by: \Q// / W pate: | /1O M8 Time: p:j5  AmpM
A




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: i 110 ns

Job Number: 17-4612 Collected by:
Client Name:  California State University, Chico Turnaround Time:
Site Address: Campus Wide Water Quality Testing for Lead

Chico, California

Lab: Basic Laboratory, inc.
2218 Railroad Avenue
Redding, CA 96001

Basic Laboratory, inc.
3860 Morrow Lane, # F
Chico, CA 95928

Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

Special Instruction:

mainoffice@entekqgroup.com, rbeall@entekgroup.com, rmetzen@entekqroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

H Place Label for Each Sample Information
Building: 2 U *outet B

. - —10-/ &
UV-BLDG24:429 ‘ Floor: \ Manufacturer: C FC
Sample Number Date

P\Vf_ jO: 3 S Location: -;QM L{()!{ Filter: Aerator:
Initials 24 HRTime COC Description/Observation/Comments: 2 g ¢
” Building: 2 Y *Outlet B ™

UV-BLDG24-432 |- O~1E Floor: | Manufacturer. ¢ F G dd
Sample Number Date N Location: RM 43X Filter: Aerator:

lniti:&gﬁ ” {*ST} ri,/ r Description/Observation/Comments: iy L/ ¢
" Building: VQ b\ *Qutlet 8 3:" -\
UY-BLDG24-431 [-fo=r & Floor: \ Manufacturer. (FG& 4 Y
Sam}il,eQNumber Dateo 2] . Location: Q\ m U3 é Filter: Aerator:

Initials 24{ HRtTimé coc Description/Observation/Comments: { ( A

DW = Drinking Water Bubbler WC = Water Cooler

CF = Classroom Faucet
CM = Coffee Machine

*Outiet Type:

KF = Kitchen Faucet BF = Bathroom Faucet

GF = Glass Filler

BS = Bottle Filling Station

WD = Water Dispenser
IM = lce Maker

Delivered by: /é——«;:/\ 2 Date: / 1 (O 18 Time: | 210 Al
Received by: % M Date: , 11D 18 Time: 12[5 AMPM



A EnTex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7
RockLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling: | ‘b /18
Job Number: 17-4612
Client Name: California State University, Chico

Site Address:

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

Pm}(?)ﬂ 0’% 7)%

Basic Laboratory, Inc.
3860 Morrow Lane, #F
Chico, CA 95928

Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekqroup.com, rmelzen@entekgroup.com,

mpratt@csuchico.edu and mperrelli@csuchico.edu

" Place Label for Each Sample Information
" Building: 24 *Outlet P, -
UV-BLDG24-430 jJ—10=1 & Floor: | Manufacturer. C 6
Sample Number Date . 9, AN ;
CS S Location: Km 4 20 Filter: Aerator:
AL JO:I33 N
Initials 24HRTime COC Description/Observation/Comments: ) e
" Building: 2 % *Qutlet K’\;
) )
UV-BLDG24-K02C J=10~c ¢ Floor: Manufacturer: Aé/f%
Sample Number Date Location: \4«’%\,\2\ Filter: Aerator:
136 - , ~ ¢
,.Q'r(l /0.3 Description/Observation/Comments: (0.4
Initials 24 HRTime COC
” Building: 24 *Outlet % ~
o o (TG
UV-BLDG24-440 I~10~(& Floor: )\ Manufacturer: C/}j
Sample Number Date Location: Km Y40 Filter: Aerator:
)
) A . Al
% R f0-5 Description/Observation/Comments: WM/
Initials 24 HRTime COC [ 0 1

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine

*Outiet Type:

Delivered by:

WC = Water Cooler

KF = Kitchen Faucet
GF = Glass Filler

e I U
T 7

BS = Bottle Filling Station

BF = Bathroom Faucet

Date:

[ 1 (O ns

WD = Water Dispenser
IM = lce Maker

Time: } "2 ,Q AM@

Date: I 110

18

Time: (2SS  amipm

A\

2



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 95677 ‘) il 7,%

(916) 632-6800 PHONE ~ (916) 632-6812 FAX CL"(j O

Date of Sampling: \ / 1% /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Andy Roed

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address: Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those resuits to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.coim,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: U *Outlet R
s ‘ —— 2
UV-BLDG24-438 AR -3 Floor: % Manufacturer. _ F G
Sample Number Date
s Location: Rm 43 % Filter: Aerator:
P(@\ /O -35 o ' O e
Initials 24HRTime COC Description/Observation/Comments: Ll
Buiding: <Y *Outlet P %<
UV-BLDG24-437 J~1 0~/ % Floor: D\ Manufacturer. C F G T
Sampfliac Né:mber Date Location: Rm t 27 i Filter: Aerator:
G - 3’3 . ' g S
— > / - Description/Observation/Comments: ‘“f-(?s
Initials 24 HRTime COC
la ] . P
Building: - *Outlet 1D
; Nla
UV-BLDG24-439 |=10-74 Floor: A Manufacturer. ( FG -2k
sample Number Dat}eo . L? ' Location: RP’\ U >4 Filter: Aerator:
AR 2= 0.5
- . . T
il 24 HR Time  €OC Description/Observation/Comments: (0.9
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker

CM = Coffee Machine GF = Glass Filler

Delivered by: ,/é / Date: / 1/ M8 Time: )Cl /O AMlP«@

Received by: . % M pate: | /10 18 Time: 1205 awpm
4
./ /




A Enrex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLin, CA 95677 ). .2 )2

(916) 632-6800 PHONE ~ (916) 632-6812 FAX P &y 15 ﬂ"é 3%

Date of Sampling: ‘§ 1 1o 8 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Andy Roed

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead =~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California
Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekgroup.com, nmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: ) *Outlet .
| g 24 K =
LDG24-K02B -0~k , =
UV-B = — Floor oA Manufacturer: AJ / A
Sample Number Date 50;42, - "
NR ¥ gk Location: IAirtUhan\ Filter: Aerator:
Initials 24HRTime €OC | Description/Observation/Comments: 2.5
S ST
¥ Time of€ bottle -0k by Ardy Loel
Building: 2 *Outlet B 9
UV-BLDG24-443 10 (& Floor: A Manufacturer: ¢ FC "-J%/}
Sample Number Date . ; .
! j“TK i 04 Location: QM J\L{:?) Filter: Aerator:
- . 7
Initials 24 HR Time BOTTLE | Description/Observation/Comments: LO. 8
Building: 2“4\ Outlet 13 F
UV-BLDG24-441 | o~ Floor A Manufacturer: CE6 /’5@‘
Samp'&”“mber Date Location: 2. Hd \ Filter: Aerator:
N ‘Od . 72
Jﬁf (0 - C/ Description/Observation/Comments: /{/C'/ ! ‘ e
Initials 24 HRTime COC (o2
“out ) DW = Drinking Water Bub‘bler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker

CM = Coffee Machine GF = Glass Filler

Delivered by: Date: [ 1 (O ns Time: /c;\ /0 AM[@»

/ .
Received by: % M Date: J 10 ns Time: {215 amem




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6812 FAx

(916) 632-6800 PHONE
|/ (D s

[Q(u;') x| C”fé 5%

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Date of Sampling:

Job Number: 17-4612 Collected by:  Andy Roed
Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead =~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Please e-mail results as soon as available and include copy of submiftal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, retzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

Place Label for Each Sample Information
Building: ) L{ *Outlet R -
. - ~1O~/€ : 1
;JV BLDG24-444 / O Floor: D\ Manufacturer: C FG ’L\E
ample Number Date ) .
{-\r@\ O Y Cé Location: Q(“\ Hy L\ Filter: Aerator:
Initials 24HRTime €OC | Description/Observation/Comments: if.z«
TS| L_{ . ,B i
Building: Outlet i ‘
-16~16 Floor: (2 Manufacturer: CF (5 "’UE %
UV-BLDG24-442 6
Sample Number Date Location: Qm YUk Filter: Aerator:
\Q\‘P\ J0-4Hb Description/Observation/Comments: (¢ «°
Initials 24 HR Time BOTTLE
Building: *Outlet
Floor: Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine

*Outlet Type:

\\

WC = Water Cooler
KF = Kitchen Faucet BF = Bathroom Faucet

GF = Glass Filler

Delivered by:

Date:

BS = Bottle Filling Station

/ 1(Q ns

WD = Water Dispenser
IM = Ice Maker

Time: (Q 10 AwEH

Received by:

Date: I 100

ns

Time:

12,15  AmPM

7.
/ Y



NTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677 9 Do
(916) 632-6800 PHONE ~ (916) 632-6812 FAX !@L%@ 15 A’O )‘%‘

Date of Sampling: / ; 1O 18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Rick Beall

Turnaround Time: 8-10 Day

Client Name: California State University, Chico

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Please e-maijl results as soon as available and include copy of submittal with those resuits to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and perrelli@csuchico.edu

Special Instruction:

Place Label for Each Sample Information

Building: $+udeut Setvices Canterr *Outlet

IKF

L/'fh

Manufacturer: AnKtown

ML

$SC-406-001 1-10-13 Floor:
Sample Number  Date . Location: Poewm 401 D Filter: Aerator:
. U/‘% 0720 Description/Observation/Comments: [ oM
Initials 24 HRTime  €OC P : Y. 0
” Building: S h‘(ﬂ?ﬂ"x'goruitc $ CencdtrOutiet K F !,}73
. fon : -
$SC-420-001 I~ 10 ~1f Floor: 4 Manufacturer: (AnKAOWA
sample Number Date Location: (RO v Y204 Filter: Aerator:
("{‘97 0 ] LY Description/Observation/Comments: 1.l -
Initials 24 HRTime C€OC
I Building: Studavit Services Cagtey™outiet K F )

44

SSC-425-001 \-\0 -1 { Floor: l(“‘ Manufacturer: UnKaown
Sample Number Date 7 Location: K{?fﬁﬂ ¢ 25 Filter: Aerator:

v, 013 L L i
lnitiz}f/i >4 HR Time _ €OC Description/Observation/Comments: | 5.Cf ¢

DW = Drinking Water Bubbler

WC = Water Cooler BS = Bottle Filling Station

*Outlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Ve A . —
Delivered by: /4.,/// ;Qg‘/;@g// Date: {1 (S ns Time: [ 2 iS5 AwPm
. [ /18 ime: i
Received by: M/ Date: / o Time 12:16 AM/PM

WD = Water Dispenser




ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

/

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

| 40 18

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX

Collected by:

Turnaround Time;

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

0N 45
vyt bof3%

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekqroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

Building: Sydent §evvices Cauter—Outlet

KF

SSC-HW-462-001 |-10- 10 Floor. % Manufacturer: (410 wnN
S le Numb Dat
am‘\;/)v;um e aoe“] LP"} Location: Hallway by Room 4541 Fiter: Aerator:
& [
Initiaks 24 HR Time  €OC Description/Observation/Comments: 2 1€
Building: STudewt Setvicas CadesT *Outlet W &

20

Manufacturer: ["::’/KW

/ e
ssc.Hwazoooz o [1g
Sample Number Date
(hw =
Initials 24HRTime C€OC

-\ 0 .\\g Floor:
C-HW-370-001 - _ _
zimple Number Date Location: f a/(wes lovs ROM 270/ Filter: Aerator:
- { N
ANZ 0762/ Description/Observation/Comments: éf_ 9
Initials | 24HRTime = COC Lower Eoumdarn
Building: Su et evvicesCoarby—| *Outlet LW/ C

Floor: 3”(

Manufacturer: E([(ﬂq

Filter: Aerator:

Location:ﬁuqb,{, 129\/1:4 370

Description/Observation/Comments:

49

wppet Fomn taia

DW = Drinking Water Bubbler
*Outlet Type:

WC = Water Cooler BS = Bottle Filling Station

WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: /Z/jé __)/g;g@{f”{ Date: f1fe N8 Time: {21 5 AMPM
. / /18 Time: ‘
Received by: // Date: [ 10 ime 1246 awpm

\

A 1.
N

i



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Q%gd%%%

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

(916) 632-6812 FAX
/ /9 18

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001

Date of Sampling:

Job Number: 17-4612 Collected by:  Rick Beall
Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Please e-mail results as soon as available and include copy of submittal with those results fo
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

” Place Label for Each Sample Information
“ Building: Séudent Sevvices Centts *Outlet yc
'
SSC-HW-460-001 \-10- X Floor: & Manufacturer. HAW 5
Sample Number D:;e 1,20 Location: /4 allyerd by Rogwm Qb0H Filter: Aerator:
1/’/19\7 X 'l 1 -
- Description/Observation/Comments: L},‘%‘
it 24 HR Time COC :
Inmafs L ower l:cvw\‘ A
¥ Timne ofF lookle T
Building: Stlevit Services Conter *Outlet  WC
Floor: L/#‘ Manufacturer: Heéw S
SSC-HW-460-002 |- 10 " g— Location: #aflwey by Roew Ybo@ | Filter: Aerator:
Sample Number Date b tion/Ob { t'( o t O 7
. . escription/Observation/Comments: ,
oo 0120 Fountmin \
Initials 24HRTime €OC MWW’ s
Building: Studet Servires leatgoutet  KF
Floor. 4™ Manufacturer:
$5C-484.001 (0B oor . anufacturer. Ualdown
Sampie Number Date Location: Rauw\ L{@'(A, Filter: Aerator:
S ; Ve
% (] Zk’ Description/Observation/Comments:  (z. /
Initidls 24 HRTime  COC Break oo

DW = Drinking Water Bubbler

*Outlet Type:

WC = Water Cooler

BS = Bottle Filling Station WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM= Coffee/M}orgjne GF = Glass Filler
Delivered by: ,;/j»/ = K /‘_‘,fg,,{f Date: [ 110 ns Time: (273 amem
. / 18 ime: :
Received by: % //7{ pate: [/ 110 Time: /26 awpm
4

A



"NTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677

(916) 632-6800 PHONE  (916) 632-6812 FAX Q 15 ¢ 8o 54

Date of Sampling: / 7 /0 18 Lab: Basic Laboratory, Inc. BaSIC Laboratory, inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Rick Beall

Client Name: California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

” Place Label for Each Sample Information
” Building: Seedomt” Sevuices Coueeu*Outlet 2
Fig |
) - — 0N = R —~ oy
S -pw-IN -3 |~ (O & Floor: 274 Manufacturer: [S1 Kay ’
Sample Number Date !
> 0750 Location: Ha[{ by [Cone 379 | Filter: Aerator:
Initials 24 HRTime C€COC Description/Observation/Comments: 5\,0(
A Lo ' -
Building: SFudents ervices CodyT outlet K F s
Floor: - Manufacturer: Lalludwwn o
$5C-386-001 \-10 % , - .
Sample Number Date Location: Room 2L 4 Filter: Aerator:
{5 (‘)"‘}6? Description/Observation/Comments: (3.0 ¢
Initidls 24 HRTime  COC

“ Building: SHudonl Seryices Coudddcroutiet K 1T -9
Manufacturer: (e Kitowvt -5

Floor: 72
$SC-344-001 (- (p- (3
Sample Number Date Location: /{og\m 34 ‘{ Filter: Aerator:
e 0?0 ( Description/Observation/Comments: (3

Initiafs 24 HRTime  €COC

o DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type:

» CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM= Coffee Machine GF = Glass Filler
k o e - T . R P
Delivered by: n Q__/y,% ét// Date: ( | {J M8 Time: (275 awpm

Received by: %/M Date: | /70 /18 Time:  /Z!6  amipm




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

(916) 632-6812 FAX
} 1 /0 s

California State University, Chico

Campus Wide Water Quality Testing for Lead

ch;yi (4 “ 2
Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001 Chico, CA 95928

Collected by: Rick Beall

Turnaround Time: 8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

3860 Morrow Lane, #F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Place Label for Each Sample

Information

Building: SHeeled Sepsicas (enler| *Outiet o 2

$5C-318-001 \-10-1 8’ Floor: 3f0< Manufacturer: Uu Keown
) le Numb Dat
ampre Tamber e Location: Koowm 3§ Filter: Aerator:
ez NR0S - )
Initials | 24 HR Time  €OC Description/Observation/Comments: tg | b
Gooall o
Building: Shedent Sevvices Ceuley ™ *Outiet K
45¢-3200-00 1-10— \D Floor: 3 o Manufacturer: e[ /it
Sample Number Date < Location: < oo 320D Filter: Aerator:
~C
LS Oj 0¢ Description/Observation/Comments: % ) U
Initials 24 HRTime  €OC ‘
| f Building: Shudeut Sevuices CodftrOutlet K E
$SC-236-001 _____1:_.1_9:—\——-——-— Floor: zm( Manufacturer: b{uwwm
A t ,
sample Number  Date [ L Location: [L.oom 2364 Filter: Aerator:
% O &l
Initial 24 HR Time  €OC Description/Observation/Comments: {L{ 7
nit! .

DW = Drinking Water Bubbler

WC = Water Cooler

BS = Bottle Filling Station WD = Water Dispenser

*Outlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
% -7 r ‘; . J—.
Delivered by: y %,/é m//,j,gélé”/ Date: [ 1 /& I8 Time: (7 ¢ ¥7 ampm
pate: ( 'fo /8 Time: 1270 am/pm

7 /



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling: [ 1 1O 18
Job Number: 17-4612
Client Name: California State University, Chico

Site Address:
Chico, California

Special Instruction:

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

p@%ﬂ )O O‘JD %L%

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

Building: S‘(VM fquzbcj @“MJOutlet

I< =

SSC-240-001 [~ [0~ X—_ Floor: R"W( Manufacturer: “nKupyn
Sam;:/e( ;;mber DateO?’ 7 Location: K{)W 24J Filter: Aerator:
imitials Y JAHR Time  COC Description/Observation/Comments: 13.5¢
“ Breakyopa
Building: redenl Sapinces Gudet~Outet  MJI &
SSC-HW-262-001 (= O‘*(f Floor: .~ Manufacturer: A7 L/ S
Sample Number Date Location: Ha(floy ’)Qo M 262 | Filter: - Aerator;
A~ 0¥ Description/Observation/Comments: t3.0°
Initials) 24 HRTime €OC . — :
— Ol L—-—ow«:km«
o Building: 5 Huclem Outlet W C
SSC-HW-262-002 \- lO‘lﬁ Floor: wa Manufacturer: F@&ws
Sample Number Date Lt L R 5
: Location: wn 2.b2- | Filter: Aerator:
My 0820 qleo
Initials 24HRTime C€OC Description/Observation/Comments: [2.6%

Upper Fouataon

DW = Drinking Water Bubbler
*Outlet Type:
CF = Classroom Faucet

CM = Coffee Machine

Delivered by:

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

% 2,

KF = Kitchen Faucet
GF = Glass Filler

Date:

Received by:

////

Date:

BF = Bathroom Faucet

1M = Ice Maker
/ V(O ns Time: [2¢5 amem
f 1 jo 18 Time: ’?"“P AN/PM

el

5%

54



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number:

17-4612

Client Name:

Site Address:
Ch

Special Instruction:

ico, California

(916) 632-6812 FAX

/1 (2 18

California State University, Chico

Campus Wide Water Quality Testing for Lead

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001

Page 2o, >4

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Collected by:

Turnaround Time:

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekqroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

|
|

Place Label for Each Sample Information

Building: S‘FW&/W( Seoprices C andev *Outlet K=
55C-290-001 - 1018 Floor: 2”‘”{ Manufacturer: WUkniovn
Sample Number Pate 9 Location: Raum 2.2¢ Filter: Aerator:
,mtia,sl(oly 24{”% §im:" coc Description/Observation/Comments: 13.0°

Building: Stuecdewt Seosuices Cenke| *Outlet K=

Floor: il Manufacturer: Wukrasn
::rcn-;fr-\jouor:‘ber - al; lO--lf Location: R\Swﬂ [z 6 Filter: - fAerator:
U O% 3@ Description/Observation/Comments: /%)/ (34°
Initgfls 24HRTime €OC

Building: & Yudint Cornces e~

Wie

*Qutlet

kY —
N~ Floor. [/ * Manufacturer: [=/fac¢
SSC-HW-150-001 \-10-& - Llkay
Sample Number Date Location: /‘Fa 1 L;\,g ﬂm 150 Filter: Aerator’
< vy i ¢
U_. 0 gg@ Description/Obsersztion/Comments: (44
Infidals 24HRTime €OC SR (o e Fouwntain
DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type:
uiet fvee CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: /(% /g‘,(f;{ig//// pate:  / 1(T 18 Time:  /2/ 57 Awpem
/ ) 18 ime: 1721
Received by: ] Wlé Date: '/ {0 Time: (0 AM/PM
s /

R N
Pvs

Ao\



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockKLIN, CA 85677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / /J /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekqgroup.com, rbeall@entekqroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: $fudewt Sevuites Cevfes Outlet W C -
/k{} S,
v vz . §T =L E, N
SSC-HW-150-002 |-10-(§  _Floor [ — Manufacturer: L/Kw’/
Sample Number ~ Date Location: Hall loy /S0 Filter: Aerator:
U &, f&% Description/Observation/Comments: l 4.7 ¢
Initi 24 HRTime COC - N
Wpper Fovateda
Building: Sftlyuat Sevuices Gy~ | *Outlet EEY ; L%
ST = 7 ("‘)
Floor: |/ Manufacturer: =1 Kay
SSC-HW-150-003 [-16- l‘ZS'/ Location: Aall by R&uvv 150 Filter: Aerato[
Sample Number Date i 53/@ 2] 4
. Description/Observation/Comments: g e
§7 C%35
Initials 24 HRTime  €OC
” Building: Student Sevvices Coucd | *Outlet KF (@4
55¢-17% F-00( \-1\0-(6 Floorr /4" Manufacturer: UnKioww TV
Sample Number Date ]
P %‘—}O Location: E/OM (726 ~ Filter: Aerator:
a@(@ O . . [V
Initials 24 HR Time €OC Description/Observation/Comments: 4.4
“oull ) DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
Qutlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM= Coffee Machine GF = Glass Filler
Delivered by: f»‘i// pate: [/ | (& ns Time: [ 2y Ampm

Received by: M/{/ pate: [ 119 18 Time: (210 pwpm




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling: /
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX
/1 /0 p8

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by: Rick Beall

Turnaround Time: 8-10

@%& 2364 %

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 85928

Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail resuits as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekqroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

\~10-18

SSC-160-001

Building: j'ﬁcie/w‘fsg;w{czs Conker—| *Outlet

K=

{1+
Floor: /

Manufacturer: Wi Krgponn

Dat .; —
SaLn;IQNumber ? 805 L\L} Location: Rem / b 9] Filter: Aerator:
Initidls 24 HRTime €OC Description/Observation/Comments: P
“ Building: 'P*?ffﬁww dng At Gade | *Outlet  WE /(U/l
Floor: [ * v Manufacturer: Sl Keees
_000- -~ —] _ {
PAC-000-001 [~ 10-1% Location Hull b Mews RE e o
Sample Number Date
L{/i’fb O 55? Description/Observation/Comments; 15 2
Initialg 24HRTime C€OC Locyev Cowatcin
ll we

FAe-00p-002- |~ -1y

Sample Number Date
U o0
Initials’ 24HRTime COC

Building: (D&*'ﬁ:t;vm i Ak (... e *Outlet
v

4'.——
Floor: / s

Manufacturer: & (lcoy
[

oD

Filter:

Location; H=fl [”‘f Hems RE

Aerator:

Desonptlon/Observatlon/Comments
tppen Fountain

(5.1

DW = Drinking Water Bubbler
*Outiet Type:
CF = Classroom Faucet

CM = Coffee Machine

Delivered by:

WC = Water Cooler

“ /i,&/

BS = Bottle Filling Station

S J/J / U

WD = Water Dispenser

KF = Kitchen Faucet BF = Bathroom Faucet IM = [ce Maker

GF = Glass Filler
Date: {170 ns Time: (2¢ 5 AmiPm
Date: ! 10 18 Time: /2.’/(7, AM/PM




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

(916) 632-6812 FAX
/ 110 ns

California State University, Chico

Campus Wide Water Quality Testing for Lead

pﬁ% aef 0{}} %

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by: Rick Beall

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those resulfs to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rnmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

Place Label for Each Sample Information
) Building: Pe,gx-ﬁym‘v Aets Gedev— | *Outlet Lo C ) C\

PAC-HW-104-001 \y D[I & = — Ao
Sample Number Date Floor: / Manufacturer: b“i%"j

L 04 07 Location: M=l by Rowe L0Y Filter: Aerator:

itials ¥ 4HRT coc ' .
Initials 24 HR Time Description/Observation/Comments: 2.%
Jowwev Foute
“ Building: QW{\,W&% Atz Cacder™ | *Outlet L C “
o= Y 10
PAC-HW-104-002 \[[ G“S Floor: [ Manufacturer: & (KMj
{
Sample Number Date Location: Hed( by Kews /OY Filter: Aerator:
S {
Initia’é% O OL 07 Description/Observation/Comments: i
24 HRTime COC L%D P‘d”.- F&um‘f&i dn
Building: (2fvar sy, Atz (o~ | *Outlet  WC
O Floor: | Manufacturer: & [Kay //;f %
PAC-HW-116-001 | — 1o § , r . {
Sample Number Location: Hal(loy Wouwwm 1l Filter: Aerator:
{
% O3 Description/Observation/Comments: ¢ 4 ¢

Initials =~ 24HRTime COC lower Fouatain

DW = Drinking Water Bubbler

*Outlet Type:

CF=

CM = Coffee M?/hme

Delivered by:

Classroom Faucet

WC = Water Cooler

/ Nlézé»é//

BS = Bottle Filling Station WD = Water Dispenser

Received by:

A////%

KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker

GF = Glass Filler
pate: /1 [&> 18 Time: 12¢S Amipm
Date: lo 18 Time: /2l amipm




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

(916) 632-6812 FAX
/1 /0 18

California State University, Chico

Campus Wide Water Quality Testing for Lead

Pesj 25 4> 8

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by: Rick Beall

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results fo

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and perrelli@csuchico.edu

Place Label for Each Sample

Information

-10-\§

PAC-HW-116-002

Building: \?crirww\»ﬁ #ets Ceader | ~outlet w C

¢
Floor: l

Manufacturer: [=[Kay
{

Sample Number Date Location: Hall Yoy Kimu 1lb Filter: Aerator:
Uﬂ% Oq 'S Description/Observation/Comments: Qj {i
Initials 24HRTime COC (/kmgd,,\ ,‘:OV,_,{_,_(\,\
Building: Pe@{mm«i s Coocle *Outlet B3

fAc-iL-0F \-10-1%

Floor. 13 Manufacturer: [={Kay

(0~ %
Date
04

24 HR Time

PAC-HW-143-001
Sample Number

Uz~

InitiaPs

coc

Sample Number Location: Hall \m{ Rorvn ilo Filter:' Aerator:
A= Description/Observation/Comments: &4
Initials 24HRTime €OC
Outlet WC

Building: f@rw(vﬁ Ats Cevde

Floor: /5%" Manufacturer: E-”Q‘Lc/
7

Aerator:

Filter:

Location: Hall oy Ropu 1473
{

Description/Observation/Comments:
LW/ (:0 win \"ﬂl\’\

(;?,/,{‘

DW = Drinking Water Bubbler

WC = Water Cooler

BS = Bottle Filling Station WD = Water Dispenser

*Qutlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
/ ° / (e Time: e
Delivered by: < ,;;w ,»L/C Date: / 18 : (2.5 AmPM
. Y 6T Time: .
Received by: /—w W/ Date:  / ime 12:{p Ampm

St

15



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 85677
(916) 632-6800 PHONE

p(% o MQ X

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

(916) 632-6812 FAX
. /0 /18 Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Date of Sampling:

Collected by:  Rick Beall

Job Number: 17-4612

Turnaround Time: 8-10 Day

Client Name: California State University, Chico

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekqroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

” Place Label for Each Sample

Information

Building; \b@r“fwm‘\ra( At Conder

*Qutlet W

A5

i 0~ Sy 0 —
PAC-HW-143-002 1 10-4% Floor: | Manufacturer: £ ke
Sample Number Date i !
D(”( 00“0( Location: M=l \0*«[ Rowm 143 Filter: Aerator:
0 -
Initials 24 HRTime COC Description/Observation/Comments: 9.9
Uppes [Fowatadn
“ Rid e e bettle ~ Pueied wp Label velkd. o
” Building: p‘?/\l“gﬂml\fv} Ao Conde,~ | *Outlet W
PAC-HW-008-001 \~lo—g Floor: [3 afewmest Manufacturer: [Haud ¢
Sample Number Date Location: Hall loy Beow, 00F| Filter: Aerator:
B [ T e
- "U"ég /7012’9 Description/Observation/Comments: 5.0
Initials 24 HR Time COC
” Building: pef"&*wmmﬁ lf}\,:{-; C@,.L_e&/ “Outlet W -

J—o~ts’

PAC-HW-210-001

Sample Number Date
_ys 042
Initiald 24HRTime €OC

Floor: 2 wd [ o

Manufacturer: [Z{ Koy

Filter: Aerator:

R Koo
Location: MHall by 210
Description/Observation/Comments:
[/E)L»uw Foua {‘eu\\f\

(49

1

DW = Drinking Water Bubbler
*Outlet Type:

WC = Water Cooler BS = Bottle Filling Station

WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
] N / /7 ; 5 4 ; p Time: ey
Delivered by: / ¢S el Date: ( 1 /0 18 20y AwPm
. {1 (o M8 Time: :
Received by: M/M Date: 0 ime (2.1 amPm



I-NTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

(916) 632-6812 FAX
1 1 /0 ns

California State University, Chico

Campus Wide Water Quality Testing for Lead

8

Q(g&)z 27 % %’

Basic Laboratory, Inc.
3860 Morrow Lane, #F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by: Rick Beall

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nnetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Bul'dlng {)MEQ:DV‘VH\")/ '4\,—‘(1 CQMW *Outlet W . ‘ -
PAC-HW-210-002 \-10-1p ¢ — bl
Sample Number Date Floor: A Manufacturer: =l Kéu/
i
JU LN [)Qﬁ(&‘ Location: H=ll (ﬂtq Revm 2¢0 Filter: Aerator:
nitials 24HRTime  cOC Description/Observation/Comments: 4. (,"fu
Uyppes~ ’:Ouw("‘ﬂt\/\
W

PAC-HW-204-001

Building: ngﬂw\z?} Arts, Conlent *Outlet

Floor. A Manufacturer: e S

9

ARTS-100-001 /-0 “lf
Sample Number Date

U 0250

Initials 24 HR Time  €OC

Sample Number 50} Location: | (o‘,, Rom 2 04 Filter: Aerator:
¥ 3
M‘@ £ Description/Observation/Comments: (4 q
Initials’ 24 HRTime  C€OC :
Building: fvts + Huwan Jeg Outlet  WC

r—
Floor: 'S Manufacturer: = | Koy

Eottn ,
Location: i@:‘fwj F"Wl 2149 H‘wf:ilter: Aerator:
1 \j\} , - L
Description/Observation/Comments: “’{q

N oo Fleas ey pnceas KR
L e F:Ouwc‘-su\/\

Z:\Clients\Chico State\17-4612 Campus Wide Water Testing - Lead\Water COC & Forms\Water Request Rick.wpd

DW = Drinking Water Bubbler

WC = Water Cooler

BS = Bottle Filling Station WD = Water Dispenser

BF = Bathroom Faucet IM = ice Maker

*Outlet Type:
CF = Classroom Faucet KF = Kitchen Faucet
CM = Coffee Machine GF = Glass Filler
Delivered by: / 4/ { i 22 d S

Time: /‘ Z /ST AMIPM

Date: (| [, 18

(2.1lp AmiPM

o "8 ime:
Received by: M%A Date: {0 Time



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITEY

RocKLIN, CA 85677
(916) 632-6800 PHONE

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX

)] 1 /0 ns8

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

ED%{ 2% % 24

Basic Laboratory, Inc.
3860 Morrow Lane, #F

Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekqroup.com, rbeall@entekqroup.com, rmetzen@entekqgroup.coin,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Information

" Place Label for Each Sample

-1~ (f

ARTS-100-002

Sample Number Date
(P> 090
Initials ¥ 24HRTime €OC

Building: Af\‘b + Huwen hle §

*QOutlet W

T
Floor: [ 4

Manufacturer; [={ Keeep
/

Filter: Aerator:

Location: L«?‘dlov; by Pcw) Z g,
—

Description/Observation/Comments:
Near Mewst womans RK

(/L&G‘W ]:O A *ﬁ‘tl\f\

WHC’(, u

|4 4

14415'/@0'003

Sample Number

- 015

Date

Building: Ak ¢ Hiwmen) Hles Outlet 155
(1~
Floor:  /° Manufacturer: []&eies
Location: Lo(a(ao/ Loq f)cw[ Zawae, H=f| Filter: Aeratop.
7 [ ~

> 6947
Initials 24 HRTime  COC

Description/Observation/Comments:

("'{ v

AJ eor Meng 4 Luvmnéag 2R

51

- 10AF

ARTS-140-001

Building: Avks + Huwanihie s

*Outlet WC

Sample Number Date
L2 045%
Initiall 24 HRTime  €OC

Floor. (3T Manufacturer: EUL%! ,(8»?;}
Location: H=l{ ooy Rowus (YO Filter: Aerator:

{
Description/Observation/Comments: |43

Lower [Focatin

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine

*Outlet Type:

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

Delivered by: J/Z,“/// ;,2&4%{/,/ Date:
LY

KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker
GF = Glass Filler
/- / (Lr 18 Time: / Z /}wAMIPM
Date: { 1[G N8 Time: 1Z '/(p AM/PM

e ___ W A
o/



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677 ) o
(916) 632-6800 PHONE ~ (916) 632-6812 FAX l/(uj( 20 e :%ﬁﬂ
Date of Sampling: / 1/0 1ns Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.

2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those resuits to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

” Place Label for Each Sample Information
II Building: vtz + Howen i Ke s “Outlet W C- @/%
| 1A ¥ ' - e
ARTS-140-002 \ -1 0~ Floor: 1*7 Manufacturer: (KA
Sample Number Date Hall by K v ’
» Location: U o Filter: Aerator:

L 0958 { —

Initials 24 HRTime COC Description/Observation/Comments: € ‘iﬁ

” l/u‘f] %Ot,r '(;ﬂmvt‘lvé\f\

Building: Fts + Humaniyes *Outlet S 95
ad
01T Floor. | T Manufacturer: Ellay 7
AnsS /o7 V10 Location: Heull Jou Rowwe 190 | Fiter N
Sample Number Date ocation: H=x{{ oy 1<dgrn iiter: erator:
W 06164] Description/Observation/Comments: 15 1°
[nitials ® 24HRTime €OC
I Building: Avts + Mewnenihio ¢ *Outlet W
ARTS-330-001 (- l D'lg Floor: 3"“‘( Manufacturer: Elkm, /g@
S le Number Dat {
amp 13;0 ate 10 oW Location: M=ll by Rown 330 Filter: Aerator:
/ I —
Initials | 24HRTime  COC Description/Observation/Comments: =N
” J o er $ouateun
“Outlet Tvpe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker

CM = Coffee Machine GF = Glass Filler

/ ’ f'j
Delivered by: ) Z—%@/ﬂ;@,l/ Dat: [ I/T N8 Time: {25 amPm

Received by: Mi//// Date: /| I {o 8 Time: /'Z:/@ AM/PM
N /




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

RocKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
J 1 1O 18

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

V(,u;{ B0¢f 34

Chico, CA 95928

Rick Beall

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those resulits to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Basic Laboratory, Inc.
3860 Morrow Lane, # F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Place Label for Each Sample

Information

- 1019

ARTS-330-002

Building: kst H wwesRies

*Qutlet (9 C

Floor 3% 1

Manufacturer: £/ kmq
{

Sample Number Date Location: Hall loy Qow~ 230 | Filter Aerator:
U‘\‘V 10) OU) Description/Ob tion/C ts: y
——h - ption/Observation/Comments: 1ef 2
Initials 24 HRTime COC - . ;U
” (Abﬂ‘ﬂ&u" Fouateiin
" Building: M3 ¢ Huweow Fes *Outlet 135
Ang$-338-093 |- G—]{ Floor: ‘Z"oﬁ Manufacturer: L |Key
l
o e ™ 0 oL Location: Ha=ll \fw] Rovn 330 Filter: Aerator:
i .
: _t‘fkf' 4 l\—iR Tme  COC Description/Observation/Comments: { gz
nitials
“ Building: ;4,{?3 + Huwwenbe ¢ *Outlet W
10~ g Manufacturer: Lk
ARTS-300-001 =10 \T Floor: 3 anufacturer: K&q‘
Sample Number Date Location: H“au \oy Koam 300 Filter: Aerator:
5= 101 J
/ufs' ‘ 7 Description/Observation/Comments: " {L{ X ¢
Initials 24 HRTime COC Near Elevector ¥
L\j"-’f’/&” QOLLV\ ‘{?u\v‘
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottie Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Fg’ller
~ ;‘j /:; H . e
Delivered by: /Z% é&éé/ Date: /1 (& M8 Time: {2c5 AmPm
Date: / 1 /0 M8 Time: /2 4 /{0 AM/PM

Received by: %Z%
</

A



ENTEK

ENTEK CONSULT

ING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7

RocKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:
Chi

Special Instruction:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

co, California

(916) 632-6812 FAX
/1 )0 18

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001

Collected by:

Turnaround Time:

f asgt

Rick Beall

8-10 Day

31y

Bas:c Laboratory, Inc.
3860 Morrow Lane, #F
Chico, CA 95928

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results fo

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmeltzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

” Place Label for Each Sample Information
” Building: Hv:ﬁ ¥ Huwmaaihes *Outlet w O
ARTS-300-002 [-10-1 g‘ Floor: 3( Manufacturer: (=K
‘ {
Sample Number Date , Location: He il L;L/ Koo 300 Filter: Aerator:
U | EEer /017 — i 2qr
Inital 24 HR Tim coc Description/Observation/Comments: 14
nitials € Near Elevater Hy
“ uvb‘l}dr(—owx}zu\/\
“ Building: Ay + Huwenifies *Outlet 54
Ands - %0-20% 0— 1 f Floor: 3"’\0( Manufacturer: =/ Kouz///
Sample Number Date ) Location: Hell boyy [Rsum 300 Filter: Aerator:
pse /07 ‘
U?fb AHR Time  €OC Description/Observation/Comments: e 7 L"
| Initidts 2 N € | enettse ¥
” Building:Arts + Hrewancber Outlet  wJC
ARTS-200-001 [-10- ‘g Floor. 24 Hlowr Manufacturer. =( (chi
S le Number Date ¢
ampw L0 2% Location: A0© O&\vwﬂq}(‘ Filter: Aerator:
Initials 24 HRTime €OC Description/Observation/Comments: [t
| oroer oo
. ) DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
Outlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet = Ice Maker
CM = Coffee Machine GF = Glass Fitler
Delivered by: /Zﬁr/// /3&3}15{/ Date: f I & M8 Time: /275
Received by: \,%M_ Date: | [ 10 I8 Time: /121G AmPM

/OH

4L



ENTEK

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7 ) ,

ROCKLIN, CA 95677 T B

(916) 632-6800 PHONE ~ (916) 632-6812 FAX (L%}( 222 "Hl 3"5

Date of Sampling: / 1 /9 s Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California
Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: /%Jv; + Hmwm[ He< *Qutlet o O .
0 - f wd /(45
ARTS-200-002 |~ 10~ Floor: R Manufacturer: &/ [<ceey
Sample Number Date P \
Location: 200 Covridor Filter: Aerator:
1S 1055 —
initials ! 24 HR Time COC Description/Observation/Comments: [L;ﬁ ’
‘w‘ﬁé/»@v" gﬁowét»h/\
Building: vtz « Huweni e s | *Outlet B< /Llf’f’
~Z00 - Ve Floor: ZV”( Manufacturer: I=(kK
AT 82003 I-[0-14 — =
Sample Number  Date Location: 200 Coveidoy— Filter: Aerator: /
UM l 0773 Description/Observation/Comments: 16 [ ¢
lmtlals 24 HRTime COC
Building: Avls v Humanctiey *Outlet o C
Floor: 2+ Manufacturer: EiKae v
ARTS-230-001 \-10—1§ : ,/ A5
Sample Number Date Location: M= l{ [ﬂq fQNW\ 230 Filter: Aerator:
Ly
U‘/"Q o4z Description/Observation/Comments: (4. g
Initials 24 HR Time  COC Lsvuev Fo\—udt@x‘
»Outiet Tvoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine GF Glass Filler
Delivered by: g . ut/ pate: [/ 1 /& 18 Time: /7,5 AMPM

Received by: ___‘%/ //// Date: | /10 M8 Time: [Z2]pb awpPm




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: J 1/ 18 Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001
Job Number: 17-4612 Collected by: Rick Be

Client Name:  California State University, Chico Turnaround Time:

Basic Laboratory, Inc.
3860 Morrow Lane, # F

.
\agaﬁg%

Chico, CA 95928

all

8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those resulls to

mainoffice@entekqroup.com, rbeall@entekgroup.com, rmetzen@entekqroup.com,

mpratt@csuchico.edu and mperrelli@csuchico.edu

” Place Label for Each Sample Information
” Building:,ﬁé]\,\\{j e Hﬁ_\mm‘ﬂe} Outlet /¢
10§ —
ARTS-230-002 Floor: 24 Manufacturer:  I={Key
Sample Number Date X
U(@ o4z Location: H@[[ b\f IQOUM 230 Filter: Aerator:
& -
lnitial_: 24 HRTime  COC Description/Observation/Comments: )5 2)6
M(P‘,’QA/ I:() “ ﬂ‘t‘fu n
Building: Artz + Huwmanihes *Qutlet e 35S
_ Floor: 7\"“{ Manufacturer: I={kaej
’f@(52%000 i~ i - B s .
Sample Number > Date Q=14 Location: He/i l"v/ Rova 2 3p Filter: Aerator:/
[
'u‘\fgb 047 Description/Observation/Comments: 16&
Initials * 24HRTime COC
Building: *Outlet
Floor: Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:

DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station
*Outlet Type:

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet

CM = Coffee Machine GF = Giass Filler

Delivered by: /é,;\—/% /.24%»&,7) pate: 7/ < 18

WD = Water Dispenser

IM = lce Maker
Time: /2,5 awpm
Time: )2 ‘Nﬁ AM/PM

Received by: % v/ ? // Date: J /10 /8




TerriLynn Wilhelmson

- D
From: Andy Roed <aroed@entekgroup.com>
Sent: Friday, January 12, 2018 8:15 PM
To: TerriLynn Wilhelmson
Cc: Richard Beall JE—
Subject: BASIC LABORATORY 18A0590, 18A059
Terrilyyn,

The missing 4 samples were located and will be delivered. With regard to the sample time, UV-BLDG24-K02B should be a
sample time of 10:42. Any questions please let me know.

Sincerely,

Andy Roed, CSP

Project Manager

Entek Consulting Group, Inc.

4200 Rocklin Road, Suite 7, Rocklin, CA 95677
€916.517.5929 | 0 916.632.6800 | f916.632.6812

PN
ConsultinvGg Groue, Inc.

From: TerriLynn Wilhelmson [mailto:twilhelmson@basiclab.com]
Sent: Thursday, January 11, 2018 5:12 PM

To: Richard Beall

Subject: BASIC LABORATORY 18A0590, 18A0591

Hi Rick,
| have a couple issues for the samples taken on 1/10/18.

I have four sample bottles missing. | have attached the chain of custody pages for you, we are missing UV-BLDG20-348,
UVBLDG20-K01B, UV-BLDG20-346, AND UVBLDG30-347.

Second, for UV-BLDG24-K02B the chain of custody says 10:46, the bottle says 10:42. Which is the correct time.

I ',-'*’") JRER

(J'-, (J'.'*

Thank you for choosing Basic Laboratory

7;/‘#/[///(/( Mﬂe/ﬁ(&’ﬂ/{

Sample Custody

Basic Laboratory

530.243.7234 Fax: 530.243.7494
twilhelmson@basiclab.com




