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b a S l C 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966
boratory Redding, California 96001 fax 530.243.7494 Chico, California 95928 fax 530.894.5143

January 08, 2018

Lab ID: 18A0244

RICHARD BEALL

ENTEK CONSULTING GROUP

4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677

RE: CHICO STATE LEAD TESTING 17-4612

Dear RICHARD BEALL ,

Enclosed are the analysis results for Work Order number 18A0244. All analyses were
performed under strict adherence to our established Quality Assurance Plan. Any
abnormalities are listed in the qualifier section of this report.

If you have any questions regarding these results, please feel free to contact us at any time.
We appreciate the opportunity to service your environmental testing needs.

Sincerely,

For }P.-W
Fky . frre

Ricky D. Jensen
Laboratory Director

California ELAP Certification Number 1677
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b a S I C 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966

taboratory Redding, California 96001  {ax 530.243.7494 Chico, California 95928 fax 530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0244

4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612

Metals - Total
Analyte Units Resuits Qualifier MDL RL Method Analyzed Prepared Batch
WHIT-9RR-002 - Grab Drinking Water (18A0244-01) Sampled:01/04/18 07:43 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ923
WHIT-9MB-001 - Grab Drinking Water (18A0244-02) Sampled:01/04/18 07:46 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ923
WHIT-9MB-002 - Grab Drinking Water (18A0244-03) Sampled:01/04/18 07:46 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ923
WHIT-9RR-001 - Grab Drinking Water (18A0244-04) Sampled:01/04/18 07:54 Received:01/04/18 12:05
Lead ug/l 5.2 5.0 EPA 200.8 01/07/18 01/07/18 B8A0S23
WHIT-9WB-001 - Grab Drinking Water (18A0244-05) Sampled:01/04/18 07:57 Received:01/04/18 12:05
Lead ug/t ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ923
WHIT-9WB-002 - Grab Drinking Water (18A0244-06) Sampled:01/04/18 07:57 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0923
WHIT-8RR-002 - Grab Drinking Water (18A0244-07) Sampled:01/04/18 08:03 Received:01/04/18 12:05
Lead ug/i 5.4 5.0 EPA 200.8 01/07/18 01/07/18 BBADS23
WHIT-8MB-001 - Grab Drinking Water (18A0244-08) Sampled:01/04/18 08:05 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AD923
WHIT-8MB-002 - Grab Drinking Water (18A0244-09) Sampled:01/04/18 08:05 Received:01/04/18 12:05
Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ923
WHIT-8RR-001 - Grab Drinking Water (18A0244-10) Sampled:01/04/18 08:13 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0923
WHIT-8WB-001 - Grab Drinking Water (18A0244-11) Sampled:01/04/18 08:21 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AD923
WHIT-8WB-002 - Grab Drinking Water (18A0244-12) Sampled:01/04/18 08:21 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0923
WHIT-7RR-001 - Grab Drinking Water (18A0244-13) Sampled:01/04/18 08:30 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0923
WHIT-7WB-001 - Grab Drinking Water (18A0244-14) Sampled:01/04/18 08:32 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AG923
WHIT-7WB-002 - Grab Drinking Water (18A0244-15) Sampled:01/04/18 08:32 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0923
WHIT-6RR-001 - Grab Drinking Water (18A0244-16) Sampled:01/04/18 08:47 Received:01/04/18 12:05
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AD923
WHIT-6MB-001 - Grab Drinking Water (18A0244-17) Sampled:01/04/18 08:49 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0923
WHIT-6MB-002 - Grab Drinking Water (18A0244-18) Sampled:01/04/18 08:49 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0923
WHIT-7RR-002 - Grab Drinking Water (18A0244-19) Sampled:01/04/18 08:37 Received:01/04/18 12:05
Lead ug/!} ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAG923
WHIT-7MB-001 - Grab Drinking Water (18A0244-20) Sampled:01/04/18 08:41 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ923
WHIT-7MB-002 - Grab Drinking Water (18A0244-21) Sampled:01/04/18 08:41 Received:01/04/18 12:05
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8ADS24
WHIT-4RR-001 - Grab Drinking Water (18A0244-22) Sampled:01/04/18 09:30 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ924
WN’AM
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b a S I C 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966

labovatory Redding, California 96001 fax 530.243.7494 Chico, California 95928 fax 530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0244

4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612

Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
WHIT-4WB-001 - Grab Drinking Water (18A0244-23) Sampled:01/04/18 09:32 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ924
WHIT-4WB-002 - Grab Drinking Water (18A0244-24) Sampled:01/04/18 09:32 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ924
WHIT-5RR-002 - Grab Drinking Water (18A0244-25) Sampied:01/04/18 09:15 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0924
WHIT-5MB-001 - Grab Drinking Water (18A0244-26) Sampled:01/04/18 09:17 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ924
WHIT-5MB-002 - Grab Drinking Water (18A0244-27) Sampled:01/04/18 09:17 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0924
WHIT-5RR-001 - Grab Drinking Water (18A0244-28) Sampled:01/04/18 09:09 Received:01/04/18 12:05
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAC924
WHIT-5WB-001 - Grab Drinking Water (18A0244-29) Sampled:01/04/18 09:12 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0924
WHIT-5WB-002 - Grab Drinking Water (18A0244-30) Sampled:01/04/18 09:12 Received:01/04/18 12:05
Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQS24
WHIT-6RR-002 - Grab Drinking Water (18A0244-31) Sampled:01/04/18 08:54 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQY24
WHIT-6WB-001 - Grab Drinking Water (18A0244-32) Sampled:01/04/18 08:49 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAD924
WHIT-6WB-002 - Grab Drinking Water (18A0244-33) Sampled:01/04/18 08:49 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0924
WHIT-001-001 - Grab Drinking Water (18A0244-34) Sampled:01/04/18 10:21 Received:01/04/18 12:05
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAD924
WHIT-001-002 - Grab Drinking Water (18A0244-35) Sampled:01/04/18 10:24 Received:01/04/18 12:05
Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AD924
WHIT-2RR-002 - Grab Drinking Water (18A0244-36) Sampled:01/04/18 10:04 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0924
WHIT-2MB-001 - Grab Drinking Water (18A0244-37) Sampled:01/04/18 10:11 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0924
WHIT-2MB-002 - Grab Drinking Water (18A0244-38) Sampled:01/04/18 10:11 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQG924
WHIT-2RR-001 - Grab Drinking Water (18A0244-39) Sampled:01/04/18 10:04 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0924
WHIT-2WB-001 - Grab Drinking Water (18A0244-40) Sampled:01/04/18 10:04 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0924
WHIT-2WB-002 - Grab Drinking Water (18A0244-41) Sampled:01/04/18 10:04 Received:01/04/18 12:05
Lead ug/i 5.7 5.0 EPA 200.8 01/07/18 01/07/18 B8A0925
WHIT-3RR-002 - Grab Drinking Water (18A0244-42) Sampled:01/04/18 09:56 Received:01/04/18 12:05
Lead ug/t ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA092S
WHIT-3WB-001 - Grab Drinking Water (18A0244-43) Sampled:01/04/18 09:58 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0925
WHIT-3WB-002 - Grab Drinking Water (18A0244-44) Sampled:01/04/18 09:58 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAD925
~ !
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243.7234

3860 Morrow Lane, Suite F
Chico, California 95928

voice 530.894.8966
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Report To: ENTEK CONSULTING GROUP Lab No; 18A0244
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
WHIT-3RR-001 - Grab Drinking Water (18A0244-45) Sampled:01/04/18 09:47 Received:01/04/18 12:05
Lead ug/! 5.3 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ925
WHIT-3MB-001 - Grab Drinking Water (18A0244-46) Sampled:01/04/18 09:50 Received:01/04/18 12:05
Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ0925
WHIT-3MB-002 - Grab Drinking Water (18A0244-47) Sampled:01/04/18 09:50 Received:01/04/18 12:05
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0925
WHIT-4RR-002 - Grab Drinking Water (18A0244-48) Sampled:01/04/18 09:38 Received:01/04/18 12:05
lLead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0925
WHIT-4MB-001 - Grab Drinking Water (18A0244-49) Sampled:01/04/18 09:40 Received:01/04/18 12:05
Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0925
WHIT-4MB-002 - Grab Drinking Water (18A0244-50) Sampled:01/04/18 09:40 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AD925
SUTT-109-005 - Grab Drinking Water (18A0244-51) Sampled:01/04/18 07:40 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ925
SUTT-109-006 - Grab Drinking Water (18A0244-52) Sampled:01/04/18 07:45 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0925
SUTT-109-003 - Grab Drinking Water (18A0244-53) Sampled:01/04/18 07:48 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ925
SUTT-109-002 - Grab Drinking Water (18A0244-54) Sampled:01/04/18 07:52 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AD925
SUTT-SODA-113-001 - Grab Drinking Water (18A0244-55) Sampled:01/04/18 08:01 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAD925
SUTT-SODA-110-001 - Grab Drinking Water (18A0244-56) Sampled:01/04/18 08:06 Received:01/04/18 12:05
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AC925
SUTT-107-002 - Grab Drinking Water (18A0244-57) Sampled:01/04/18 08:14 Received:01/04/18 12:05
Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ925
SUTT-107-001 - Grab Drinking Water (18A0244-58) Sampled:01/04/18 08:17 Received:01/04/18 12:05
Lead ug/l 11.2 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ925
SUTT-106-001 - Grab Drinking Water (18A0244-59) Sampled:01/04/18 08:23 Received:01/04/18 12:05
tead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQO925
SUTT-SODA-101-001 - Grab Drinking Water (18A0244-60) Sampled:01/04/18 08:29 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0925
SUTT-BSMT-001 - Grab Drinking Water (18A0244-61) Sampled:01/04/18 08:38 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AD926
SUTT-HW-241-001 - Grab Drinking Water (18A0244-62) Sampled:01/04/18 08:50 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0926
SUTT-HW-241-002 - Grab Drinking Water (18A0244-63) Sampled:01/04/18 08:55 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0926
SUTT-HW-241-003 - Grab Drinking Water (18A0244-64) Sampled:01/04/18 08:58 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0926
SUTT-HW-208-001 - Grab Drinking Water (18A0244-65) Sampled:01/04/18 09:06 Received:01/04/18 12:05
Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAQ926
SUTT-HW-208-002 - Grab Drinking Water (18A0244-66) Sampled:01/04/18 09:08 Received:01/04/18 12:05
Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAD926
g VA P
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2218 Railroad Avenue
Redding, California 86001

voice 530.243.7234 |
fax 530.243.7494 i

3860 Morrow Lane, Suite F
Chico, California 95928

voice 530.894.8966
fax 530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0244
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612

Metals - Total

Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
SUTT-HW-208-003 - Grab Drinking Water (18A0244-67) Sampled:01/04/18 09:09 Received:01/04/18 12:05

Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AD926
SUTT-HW-313-001 - Grab Drinking Water (18A0244-68) Sampled:01/04/18 09:18 Received:01/04/18 12:05

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0926
SUTT-HW-313-002 - Grab Drinking Water (18A0244-69) Sampled:01/04/18 09:20 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0926
SUTT-HW-313-003 - Grab Drinking Water (18A0244-70) Sampled:01/04/18 09:21 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0926
SUTT-HW-341-001 - Grab Drinking Water (18A0244-71) Sampled:01/04/18 09:33 Received:01/04/18 12:05

Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0926
SUTT-HW-341-002 - Grab Drinking Water (18A0244-72) Sampled:01/04/18 09:35 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAD926
SUTT-HW-341-003 - Grab Drinking Water (18A0244-73) Sampled:01/04/18 09:36 Received:01/04/18 12:05

Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAG926
SUTT-HW-438-001 - Grab Drinking Water (18A0244-74) Sampled:01/04/18 09:46 Received:01/04/18 12:05

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0926
SUTT-HW-438-002 - Grab Drinking Water (18A0244-75) Sampled:01/04/18 09:48 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0926
SUTT-HW-438-003 - Grab Drinking Water (18A0244-76) Sampled:01/04/18 09:49 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0926
SUTT-HW-413-001 - Grab Drinking Water (18A0244-77) Sampled:01/04/18 09:58 Received:01/04/18 12:05

Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8BAC926
SUTT-HW-413-002 - Grab Drinking Water (18A0244-78) Sampled:01/04/18 09:59 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0926
SUTT-HW-413-003 - Grab Drinking Water (18A0244-79) Sampled:01/04/18 10:00 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0926
SUTT-HW-538-001 - Grab Drinking Water (18A0244-80) Sampled:01/04/18 10:09 Received:01/04/18 12:05

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0926
SUTT-HW-538-002 - Grab Drinking Water (18A0244-81) Sampled:01/04/18 10:10 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
SUTT-HW-538-003 - Grab Drinking Water (18A0244-82) Sampled:01/04/18 10:11 Received:01/04/18 12:05

Lead ug/I ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ922
SUTT-HW-513-001 - Grab Drinking Water (18A0244-83) Sampled:01/04/18 10:20 Received:01/04/18 12:05

Lead ug/i ND 5.0 EPA 200.8 01/07/18 01/07/18 B8AQ0922
SUTT-HW-513-002 - Grab Drinking Water (18A0244-84) Sampled:01/04/18 10:21 Received:01/04/18 12:05

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0922
SUTT-HW-513-003 - Grab Drinking Water (18A0244-85) Sampled:01/04/18 10:22 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
SUTT-HW-269-001 - Grab Drinking Water (18A0244-86) Sampled:01/04/18 10:36 Received:01/04/18 12:05

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
SUTT-HW-269-002 - Grab Drinking Water (18A0244-87) Sampled:01/04/18 10:37 Received:01/04/18 12:05

Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
SUTT-HW-269-003 - Grab Drinking Water (18A0244-88) Sampled:01/04/18 10:38 Received:01/04/18 12:05

Lead ug/l ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0922
Appfoved By

Basic Laboratory Inc
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b a S l C 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966
faboratory Redding, California 96001  fax 530.243.7494 Chico, California 95928 fax 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0244
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/08/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
SUTT-HW-369-001 - Grab Drinking Water (18A0244-89) Sampled:01/04/18 10:57 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
SUTT-HW-369-002 - Grab Drinking Water (18A0244-90) Sampled:01/04/18 10:58 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0922
SUTT-HW-369-003 - Grab Drinking Water (18A0244-91) Sampled:01/04/18 10:59 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBAG922
SUTT-163P-001 - Grab Drinking Water (18A0244-92) Sampled:01/04/18 11:07 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
SUTT-163P-002 - Grab Drinking Water (18A0244-93) Sampled:01/04/18 11:08 Received:01/04/18 12:05
Lead ug/| ND 5.0 EPA 200.8 01/07/18 01/07/18 B8A0922
SUTT-153P-001 - Grab Drinking Water (18A0244-94) Sampled:01/04/18 11:11 Received:01/04/18 12:05
Lead ug/! ND 5.0 EPA 200.8 01/07/18 01/07/18 BBA0922
Notes and Definitions
DET Analyte DETECTED
ND Analyte NOT DETECTED at or above the detection limit
NR Not Reported
dry Sample results reported on a dry weight basis
RPD Relative Percent Difference
< Less than reporting limit
< Less than or equal to reporting limit
> Greater than reporting limit
> Greater than or equal to reporting limit
MDL Method Detection Limit
RL/ML Minimum Level of Quantitation
MCL/AL Maxium Contaminant Level/Action Level
mg/kg Results reported as wet weight
TTLC Total Threshold Limit Concentration
STLC Soluble Threshold Limit Concentration
TCLP Toxicity Characteristic Leachate Procedure
Note 1 Received Temperature - according to EPA guidelines, samples for most chemistry methods should be held at <6 degrees C after collection, including during
transportation, unless the time from sampling to delivery is <2 hours. Regulating agencies may invalidate results if temperature requirements are not met.
Note 2 According to 40 CFR Part 136 Table II, the following tests should be analyzed in the field within 15 minutes of sampling: pH, chlorine, dissolved oxygen, and sulfite.

Appfovéd By

Basic Laboratory Inc
California ELAP Cert #1677 and #2718

Page 6 of 6
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A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX
! 1 Y ns

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Date of Sampling:

Collected by:  Rick Beall

Job Number: . 17-4612

Turnaround Time: 8-10 Day

Client Name: California State University, Chico

Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Site Address:

Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekqroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

Place La‘b.él‘fOfi"Eéc\h\Safmpl‘é: e AR Information
Building: W hiThed  Hall Outlet We.
‘ I4
WHIT-9RR-002 /- 4«/f Floor: 1 ¥ Manufacturer:  H aws - f
S
an(jl)z:umber Dat2174 Location: Hall by MeusRR Filter: Aerator:
¥
Initidls 2 HRTim;% coc Description/Observation/Comments: g . <
fo.(,
Building: W/ lm(-('wesy Hall Outlet BF
. + l AP A
WHIT-9MB-001 /__7‘,., §4 Floor: 9 Manufacturer: D\, f ! _7
Sample Number Date Location: Mems l%s'h-'om Filter: Aerator:
K B 0746 Description/Observation/Comments: 15.6¢
Initials 24 HRTime COC
Building: Whitnay Ha/| Outet P
. '
WHIT-9MB-002 |- - /g Floor. 9% Manufacturer:_1De [4a _ E’
Sample Number Date& 74 b Location: Mens Regttoowm Filter: Aerator: ’
Description/Observation/Comments: ;
inials 24 HRTime  €OC P 5.6
Ouiaeed ol HUb®  Ph4n 1-4-¢ (113

Jer 6{ ed 537

DW = Drinking Water Bubbler

WC = Water Cooler

BS = Bottle Filling Station WD = Water Dispenser

*Outlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = jce Maker
CM = Coffee Machine GF = Glass Filier
o \ L ime: 2 im0
Delivered by: [/\,{/// i/ﬁ:fféi/@/’j/ pate: / 1 1 s Time:  /ZdU  ampm
Date: L7 4 ’13/ Time: 2. 06 AwPM / /'Tf(;}L/

o

Neosiwh bu Lado: 7 I ' //éééé//wﬁﬁ’%@’\ (=4t 1S f%ji?éﬁd 7 é



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoAD, SUITE 7
RockLiN, CA 85677

| $4024Y

(916) 632-6800 PHONE

Date of Sampling:

Job Number: -
Client Name:

Site Address:

Special instruction:

(916) 632-6812 FAX
/ / /18

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead
Chico, California

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by: . Rick Beall

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmnetzen@entekqroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample information A
n Building: W[u'(/ﬂ.x/ Hall Outlet WG
£ta .
Floor: ( f - Unkno
WHIT-9RR.001 /- Y-/ i loor: 9 , : Manufacturer Krows p — <—f
Sample Number Date Location: Hall oy Momexe ER_ | Filter: Aerator:
[{W; 0 75 "/l Description/Observation/Comments: 9 (,? &
Initials 24 HRTime  €OC '
|
[
“ Building: M('h/\éu H-alf ouet BF
+ho -
— Floor: Manufacturer: D -5
WHIT-OWB-001 _ —/§ 1 e fta
Sample Number Date Location: W 0w eu § Re dmom Filter: Aerator:
(Ibd\ 0 76 7 Description/Observation/Comments: e
Initghls 24HR Time  €OC (§-
Buildingg Whatney Hall outlet B F _
WHIT-9WB-002 /- L!’/Y Floor: ?'H' Manufacturer: De = M(f’
Numb Date
Sample Number Location:W o eA s R&S 'f’mwu Filter: Aerator:
ARy 0757 o .
Initlals 24 HR Time coc  Description/Observation/Comments: 159
~Outiet. Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: /@f;ﬁ’-ff / pate: [ 1 ns Time: /2 g0
Received by: %// / pae: | 1 H N8 Time:  j2:05 AwPM
Rg ceigediby u&) o [~/ § Hf@lﬁmq



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoCKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX

/ / "/ /18 Lab: Basic Laboratory, inc.

2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

— .

Basic Laboratory, Inc.

Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those resuits to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nnetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

3860 Morrow Lane, # F

Place Label for Each Sample

Information = .

Building: WL\H'u

Outlet

WHIT-8RR-002. Y4B Floor: 5"‘“ Floor Manufacturer: UulKown
Sample Number Date Location: Hallweqy by H&M RR] Filter: Aerator:
E ng 3 Descri tion/Observ;tion/,CommentS'
Initials 24 HRTime  €OC P ' [g.4¢
Building: Whitney HNal outlet B F
. - f

WHngW%B- 001 ] ,-LL-— (? Floor: g h Manufacturer: [>e H-a.
Sample Number Date Location: - Mens  [Restrerm Filter: Aerator:

hve 0 ?0 S Description/Observation/Comments: i
Init{}als 24 HRTime COC { e

Building: Wl,'twey MNall Outlet BF
WHIT-8MB-002 -u- g Floor: gth / Manufacturer: e [{a
t ‘ .
Samptl‘il N;mber Da % YO = Location: N eMms Res‘f’t—nam Fiiter: Aerator:
Initials >4HRTime coc  Description/Observation/Comments: (F.8°
~outlet Tyoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
Outiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: A’ S/ﬁ.,/vft/ 5/// pate: / 1 ¥ ns Time: {2 ¢J Ampm
Received by: M /% pate: | /4 ns Time:  (2°.05 AWPM
-t 5

Recaved By Lak §

§Ao01dYy

-
]

—
8

»

"



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoAD, SUITE 7

RockLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

/1 4 ns

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

1540244

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by: . Rick Beali

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those resulits to

Special instruction:

mainoffice@entekqroup.com, rbeall@entekgroup.com, retzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

' Place Label for Each Sample Information
Building: W hYs V\@q Hal| Outlet wC
WHIT-BRR-eﬂ;: oo |~ H— (f Floor: ?*h Manufacturer: Un Known — (0
Sample Number Date g ' Location: H’ﬂﬂ by Womens RR | Filter: Aerator:
f
- \{,’< < ; S Description/Observation/Comments: ,
Initials 24 HRTime C€OC (9] <
X por amedl Mkached
Building: Whitney Hwll Outlet B~
1 iy
4wk Floor. 8§t Manufacturer: De [4a_ ~if
WHIT-8#8-001 -4~ 13 _ .
Sample Number Date Location: W/gwmen € P—QS‘"’TWM Filter: Aerator:
N> b% 2) Description/Observation/Comments: gq s
Initials ' 24HRTime  €OC
Building: Vk;‘H\ew Hall Outlet BF
Floor: K“" Manufacturer: De H"OL ~(27
WHIT-8WB-002 -Y-15 . _ -
Sample Number Date Location: W ogwens Filter: Aerator:
% Ve SZ / Description/Observation/Comments: 16.8°
Initidls 24 HRTime  €OC
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: /Z/?_Cxﬁ/ .'/ Date: [ '7/ ns Time: | 20¢ AmPmM
Received by: M/// Date: I / L‘ ns Time: / 2: 05 AM/PM
{" - C{‘/ ? _._.m " {' N
Roceived oy Lcdg o o



A Entek

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoOCKLIN, CA 85677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: . 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX

/[ 1Y ns

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

Hg ALY

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

. Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those resuifs to

mainoffice@entekgroup.com, rbeall@entekqgroup.com, melzen@entekqroup.com,

mpratt@csuchico.edu and perrelli@csuchico.edu

Place Label for:Eéch‘Sampléf ) R Information .
Building: Whituey [atl Outlet W C
| . gt ’ . _
WHIT-7RR-001 1 - 1_(- IX’ Floorr 7 Manufacturer: Un Known &
Sample Number Date Location: Hall by Womens TR | Filter: Aerator:
t
o 05@ Description/Observation/Comments: (7.2<
Initidls 24HRTime  €OC *
Building: Whittney Half Outlet BF |4
' .
Floorr 71" Manufacturer: De o L 2
WHIT-7WB-001 [~ Y- @ _ _
Sample Number Date Location: W hwmen s nle sTroom Filter: Aerator:
{ ﬁ(&; CDHAR Description/Observation/Comments: (gac
Initial 24 HRTime COC
Building: Nk.—hl_gu Heat! Outet BF (5
WHIT-7WB-002 (- q" | 8 Floor; 7“" I Manufacturer: DGH*’L %//ﬁ{:}
Sample Number Date 1§22 Location: W gmens Resttoom | Filter: Aerator: F
Titials >4 HR Time  €OC Description/Observation/Comments: (5§

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Ma}chine

*Quilet Type:

Delivered by:

WC = Water Cooler

KF = Kitchen Faucet
GF = Glass Filier

Ll

Received by:

Rocai e oy

Voo

WAL
C/ S 724.)

BS = Bottle Filling Station WD = Water Dispenser

BF = Bathroom Faucet IM = Ice Maker
Date: /" 1 é{ 118 Time: /Z(JL) AM/PM
ome: | Y M Tme g5 awew
(~</-/ 8 R
¥



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoCKLIN, CA 95677
(916) 632-6800 PHONE

(% Aoz

(916) 632-6812 FAX
i 1 4 ns

Basic Laboratory, Inc.
3860 Morrow Lane, # F

Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Date of Sampling:

Job Number: 17-4612 Collected by: Rick Beall
Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeali@entekgroup.com, metzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

Place Label for Each Sample Information
Buildingg Whifney Hall Outlet wc
- { i
WHIT-6RR-001 [- 4 lY Floor: éﬂ’\ Manufacturer: Yn Knewn ~{ (g
Sample Number Date [(
ﬁl W7 /D?Lf'? Location: }(4 uJM'{ by babmens Rﬁ Filter: Aerator:
Initiald 24 HRTime COC Description/Observation/Comments: 17 5
Building: « hdftwmey H=2W Outlet BF
~-&MB- VA L4 ( : .
WHIT- 001 1~ U] 8‘ Floor: b Manufacturer: D&H‘q [7)
Sample Number Date Location: Mi@wes $ Restroom | Fiter: Aerator:
U)ﬂ/’? 0 gq'? Description/Observation/Comments: .
Initidls 24HRTime  €OC (57
Building: Whithey Mat( outlet BF 7
| -
-$MB~ ‘ A 4! .
WHIT-GyB-002 |~ L} - )g Floor: b Manufacturer: De H—m
Sample Number Date Location: Dlhwtm; ?-es'('raem Filter: Aerator:
IM% 0 qu Description/Observation/Comments: f{’s""}
Inithls 24 HRTime  COC.

DW = Drinking Water Bubbler

*Outlet Type:

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker
CM = Coffee Ma(;hine GF = Glass Filler
/ v ST / 7 p } o N
Delivered by: / - J 2 Date: S 1Y ns Time: /20¢) AwPm
vi ¢
Received by: M/ Date: , ! [’/ 18 Time: (2:05 AwPm
- oy J
~ 7 T 415

Recotued Byl

4

-f"’?%é%/t Foi



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

RoCKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: A 1 4 ns
Job Number: 17-4612
Client Name: California State University, Chico

Site Address:
Chico, California

Special Instruction:

Campus Wide Water Quality Testing for Lead

14 Aoz

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by: Rick Beall

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.coin,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Placé Label for Each Sample’ | Information
Building: Wlm‘iueq Hall Outlet we
WHIT-7RR-002 )’H( ’Ig Floor. 7 M Manufacturer: UuKdo (ony ~4
Sample Number Date
mP m Location: Ha [ (wu(?[ v ([eas \2\(- Filter: Aerator:
I 0837 — — ;
Initias 24 HRTime COC Description/Observation/Comments: \ 8’ L
Building: w(m‘{'nw Hal( Outlet BF
Floor: 779 Manufacturer: De
WHIT-7MB-001 - 4= 13 De 1= 70
Sample Number Date Location: M ems Rzrh*o OVA Filter: Aerator:
x> DZL” Description/Observation/Comments: (g 3¢
Initials ¥ 24HRTime C€OC ~
Building: Whitwey Hall Outlet BF
te o | .
WHIT-7MB-002 )——4~l g Floor: /7 Manufacturer: De 4o '2'
v
Sample Number Date Location: Ilens [Keshoomn Filter: Aerator:
_U'b Oil’” Description/Observation/Comments: (.1
Initidls 24HRTime C€OC
-Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM= Coffee Machine GF Glass Filler
Delivered by: pate: [/ 1 Y ns Time: Jzo)  Ampm
Received by: M/ / Date: | rq ns Time: 1205 AwPM

Qoceived, Py Ledo 7l

~41 Y

%}z%‘st{



A Entex XA 02Uy

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RocKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / / /18 L.ab: Basic Laboratory, Inc. Basic Laboratory, inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Rick Beall

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those resulls to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmefzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: WL\:(um.f e O Outlet W C
\ - 2_2-
WHIT-4RR-001 (- d( - t%- Floor: 4 th P(-G\N‘ Manufacturer: Ukknow«\
Dat . .

samplgzgu?mber @ 5 q 20 Location: Halwey oy Wewens R Filter: Aerator:
lniti\z}a\k 4 HRTime coc  Description/Observation/Comments: 1g.8=

Building: Whitwey Hu(l Outlet BF

t
f Floor. 4" Manufacturer.  De [ta -73
WHIT-4WB-001 =41
Sample Number Date Location: WO meug e sHoow Filter: Aerator:
Uzss DALT Description/Observation/Comments: Fg3e T

Initials’ 24 HRTime  €OC (4.2

Building W itney Hall outet BFE

f
WHIT-AWB-002 - U-1% Floor:. 41T Manufacturer:  Delter
Sample Number Date D 4 Location: W 0w em § IZZ sHroom Filter: Aerator: “’7)’\
UokSs L2 L .

Description/Observation/Comments: -

Initials 24 HRTime  €COC P k4
l (5.8
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
ullet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker
CM = Coffee Machine GF = Glags Filler

e, 4
Delivered by: //ﬁ~/i// /j,gm{// Date: /1Y ns Time: om0 AMmPM

Received by: . %/ // / pate: | | § 18 Time:  [2/05 awem
</ T/

20e0ed Bon Ladn € 7ol i 77, oY




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

.,

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

18

(916) 632-6812 FAX

Collected by:

Turnaround Time:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Rick Beall

1§ A02HH

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmelzen@entekgroup.com,

mpratt@csuchico.edu and perrelli@csuchico.edu

~277

Place Label for Each Sample Information

Building: wamul Nall Outlet Ly e
WHIT-5RR-002 '\~4"l b, Floor: b/‘m Manufacturer: Unkunown
Sample Number Date

&;\Zb 06“5 Location: HA//WW fo'-/ Meus RIL| Filter: Aerator;
7

Initidls 24HRTime €OC | Description/Observation/Comments: 17.2%

Building: whiney tall Outlet BF

{
g * Floor: st Manufacturer: De Hm
WHIT-5MB-001 | -Y-1 _ Y :
Sample Number Dat‘l . Location: Mems Kesttoom Filter: Aerator:
W’D ' ?: Ij Descnptlon/Observation/COmments: { % O
Initials 24HRTme €OC % (or attdcled Lmad
b 1 I l Ail\w
TR iYL L LA L W
Buildingg Whitwey Hall Outlet BF
|
. g Floor: gt Manufacturer: De H‘K
WHIT-5MB-002 -4~ L
Sample Number Date Location: Meug [2-¢5+-roum Filter: Aerator:
v 04 l/] Description/Observation/Comments: 1.5
Initial 24 HRTime  €OC
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = §Iass Filler
~ 7 R oo . ‘ )
Delivered by: /’“’/ / ‘57/ Date: /1 ns Time: ¢ 2oy  AwPM
Received by: ///M/ Date: [ ! lf ns Time: [ 2:65 AwPM
teivedbuled ¢ e -1y 7ZagdFoH



A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling: /
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916)632-6812 FAX

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, metzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

-4- iy

Building: Wl«u'(’u@v Hall

Outlet (wcC

Floor: S' ™

Manufacturer: AR KAown

WHIT-5RR-001
Sample Number ~ Date 4 Location: Hallway lovy Womens RR| Filter: Aerator:
oS Q0 — » V
Description/Observation/Comments: ,
initial$” 24 HR Time P (5
Building: Wi ey Heal( Outlet BFE
!
WHIT-5WB-001 | ’{- Floor. $~ th Manufacturer: D@H-a.
Numb Dat -
Sample Number ate 2\'2. Location: Wwowey s Reg ’H‘OM Filter: Aerator:
Initias 24 HR Time Description/Observation/Comments: 17 3¢
Building: Whitneu Hall Outlet B
{
WHIT-SWB-002 - U- [X' Floorr £ 1 Manufacturer: D€ [a_
Sample Number Date Location: W omen s 1Kestroom | Filter Aerator:;
tMZ& 06\\ Z Description/Observation/Comments: ‘g g b{
Initials® 24 HR Time

DW = Drinking Water Bubbler

WC = Water Cooler

BS = Bottle Filling Station

BF = Bathroom Faucet

/1 % ns Time: /7 o

WD = Water Dispenser
IM = [ce Maker

AM/PM

Date: / / Lf

*Outlet Type:
P CF = Classroom Faucet KF = Kitchen Faucet
CM = Coffee Machine GF = Glass Filler
} ‘,«7
_ o 5 0 y /
Delivered by: /Dl A Date:
Received by: /.

ns Time:

[2:05 amPm

Q9 canire d il m\/ /

Tl

/415

N



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612

Chico, California

Special Instruction:

(916) 632-6812 FAX
/ /18

California State University, Chico

Campus Wide Water Quality Testing for Lead

[§ A0

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Rick Beall

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekqroup.com, nmetzen@entekqgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Y

Place Label for Each Sampie Information
Building: (1/\. 'Eu\eﬂ Hall Outlet W C 3
-3
—
WHIT-6RR-002 l - Q"’l\é Floor: 6444 Manufacturer: HukKOUV\
leN D %
Sample Number ate Location: Hafl by Womens R | Filter: Aerator:
W 03859 - _ 4
nitls 24 HR Time coc | Description/Observation/Comments: o (¢
Building: Wi he.,, Hall Outlet BF
bwd 15 Floor. &1 Manufacturer: De [fa_ 32
WHIT:-6iB-001
Sample Number Date Location: Wowmens ResHoowt | Filter: Aerator:
\)ﬂ@ 0349‘ Description/Observation/Comments: .
Initials 24 HRTime ~ €OC ol
Building: V"(At“}“&q Hea L Outlet BF
Wwe . +h i -2
WHIT Y 502 l-4-1\§ Floor: [‘ Manufacturer: Deﬂq, >
Sample Number Date Location: Wowen s [Zesteoum | Fitter: Aerator:
Y, ) %\m Description/Observation/Comments:
initiats 24 HR Time  €OC o |
~Outiet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM= Coffee achine GF = Glass Filler
v , / . .
Delivered by: // M / D/{é ﬁ Date: /1 7 ns Time: [2ad  AMPM
Received by: W / Date: j 1 H ne Time:  [2.05  Awpm

LiCanued Bt ('A\r\

T/ filprico~

-4 &

G2 [ FoH



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLin, CA 95677
(916) 632-6800 PHONE
/1 Y9

Date of Sampling: /18

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special instruction:

(916) 632-6812 FAX

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

Rick Beall

194014y

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day
ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nnetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

Building: wHw‘V Hall

Outlet

wc

WHIT-001-001 |-4% (% Floor: Basewment” Manufacturer. =1 K
Sample Number Date {
Location: Hall loy owenms KR | Filter: Aerator:
2 10z 1 R
Initlals 24 HRTime C€OC | Description/Observation/Comments: 19.0¢
Building: whitaey Hall Outlet 35
1
Y Fioor: [Bafsew ent Manufacturer: Fishev™
WHET -0/ 02 _ [ -Y-!
Sample Number Date Location: fta(l loy LJomens LR Filter: Aerator;
,,Mr@,‘) V) Z_L\— Description/Observation/Comments: C.f e
Initiald 24HRTime  €OC
Building: Qutlet
Fioor: Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uret ype: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Mac GF = Glass Filler
Delivered by: /}2\_/(/ /Z,(&z/({f/ Date: 1Y ns Time: {200  AMIPM
Received by: Z pate: | [ H 18 Time:  ;2.05 AMPM
Rocoried ol a&f\u /Tl =18 Rt

—

.25



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
(1 Y ns

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001

Collected by:

Turnaround Time:

[¥ Aozuy

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as scon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekgroup.com, mmelzen@entekqroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

information

Building: W\M‘“(‘V\!’/‘] H’*u

Qutlet w C

-3(,

-3

WHIT-2RR-002 \-A-1% Floor: A wel Manufacturer: UaKagwi
Sample Number Date
WS L 004 Location: Hallw ay by [Mews RR | Filter: Aerator;
{
Initidis 24HRTime €COC  Description/Observation/Comments: A
Building: WAvitweu Mall Outlet BF
. aad ! .
WHIT-2MB-001 l" "’l" [ 8 Floor: 2 Manufacturer:  De =
Sample Number Date Location: Meus [ResTrepm Filter: Aerator:
M 0Ll Description/Observation/Comments: %’.Ci -
Initials 24 HRTime  €OC
Building: w(-u"b\w H:ﬂ-u Qutlet BF
7
WHIT-2MB-002 1= Y1 f Floor: A Manufacturer. £, FO
Sample Number Date Location: MMC Ilu“{wm Filter: Aerator:
A LO] l Description/Observation/Comments: '7 5¢
Initials 24HRTime €OC

|

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine

*Outiet Type:

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker
GF = Glass Filler
pate:  / /Y M8 Time:  /op0  AMPM
pate: | 1@ I8 Time: ) (5 AMPM
Y 7 * —7 ,
: (AT +FHg) o



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RocKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

(916) 632-6812 FAX

[ 1 18

17-4612

Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 86001
Collected by:

Turnaround Time:

Rick Beall

1840244

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

40

Place Label for Each Sample Information
Building: W("Hhe‘f Hal( Outiet Ly C
WHIT-2RR-001 (-d-1f Floorr R nd Manufacturer: AnKhow N
Sample Number Date
U‘YDJ (O OHL Location: H-/(waq [0‘7 WO eus [Zb( Filter: Aerator:
I
Initidls 24 HRTime  COC Description/Observaf;ion/Comments: i15.3°
Building: Wivwthey Hall Outlet B~
Ni f
S Floor: 2 Manufacturer:
WHIT-2WB-001 -4~ ) .
Sample Number Date Location: Womeu( Re fhrooma Filter: Aerator:
,(,hﬁ; 100M Description/Observation/Comments: L6
Initials 24 HRTime  €OC
“ Building: W/, ‘(’h‘u Ml Outlet &
Floor: Z"”( Manufacturer:
WHIT-2WB-002 I-4-18
Sample Number Date Location: Wumens [2ectiroom Filter: Aerator:
A X% \00 4 Description/Observation/Comments: (2 L}
Initials | 24 HRTime COC
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
ullet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee. achMe GF = GhssFﬂbr
Delivered by: ¢ 10&({/ Date: [ 1Y s Time: / 200 AWPM
Received by: M % pate: | ! 4 /8 Time: ;5.0 AMPM
TN N T (41 7.2 FoH

Qorar




A FEntex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number: 17-4612 Collected by:  Rick Beall
Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction:

(916) 632-6812 FAX
// ‘{/18

Lab: Basic Laboratory, Inc.

2218 Railroad Avenue

Redding, CA 96001

| g4 024y

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Please e-mail resuits as soon as available and include copy of submittal with those resulfs to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmelzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
T al(
Building: W hifey H Outiet ¢ )
— , 7
WHIT-3RR-002 -4-1% Floor: 3 oo Manufacturer: ({u kdaw\ /
Sample Numb Dat . .
P o @ ZOI Sb Location: h(d[(wot/ (4!4 Wowens fIR] Filter: Aerator:
Uess 7
Initials 24 HR Time  COC Description/Observation/Comments: i L , L ¢
Building: W hitney Hall Outlet BF
{
Floor. 3+ Manufacturer: -3
WHIT-3WB-001 [-4-14 o
Sample Number Date Location: W o mzug R R Filter: Aerator:
> 051 5% Description/Observation/Comments: (69 &
Initial¥ 24 HRTime  €COC
Building: WwhJjtney H=l outet BF .
[ -t
(6— Floor: & eel Manufacturer: / L(
WHIT-3WB-002 |- Y-t ) _
Sample Number Date Location: Wpwens Restroowm | Filter: Aerator:
UN’> 0015g Description/Observation/Comments: 17. 2
Initidls 24HRTime €OC
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
ullet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine GF = Gla§§ Filler
L S0 S & ]
Delivered by: /"'/’//;'n-’ll /é/v * Date: [ 1 ‘{ 18 Time: /500  Awpm
Received by: WZ Date: / ! q 18 Time: / 2 ; OS AM/PM

Qarodiced q U N

/415

#7765 Tod



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
/1 4 ns

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001

Coliected by:

Turnaround Time:

[ A0y

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results fo

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekqgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

WHIT-3MB-001

1-4-1§

Place Label for Each Sample Information
Building: kah\e«f Mt Outlet we
) )
WUIT-30-00L l1~H4-1& Floor: ’3”( Manufacturer: UnKnown 15
Sample Number Date Location: Hall by Mens RP_ Filter: Aerator:
s 0947 D iption/Ob ‘ tion/Co nts:
il 4 HRTime  CoC escription/Observation/Comments: 1.2°
Outlet B~

Building: W(Aﬁ"ne‘;y Heee L
Floor: 3"”(

Manufacturer: e e

/q'(;

Sample Number Date Location: Mews Restroom Filter: Aerator;
\ﬂt); @&16@ Description/Observation/Comments: V5 £
- F27)
Initiald 24 HRTime  €OC -
Building: ( /aitwney Mall Outlet 5=
!
¢ { Floor: ¢ { Manufacturer:.  De |¥e 'LH
l — |
WHIT-3MB-002 ‘ Location: Mems [Rec¢troom Filter: Aerator:
Sample Number Date
U‘N)D @%O Description/Observation/Comments: l % 5 o
Initials 24HRTime C€OC <
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uliet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee M,achine GF = §lass Filler
AN S . .
Delivered by: /Z;\_,\.é ’ //54,//,1/ - Date: {1 Y ns Time: [ 2&¢g AMPM
Received by: W /Z Date: l ! t 18 Time: 12: 0G AwWPM
-)nf\nrﬂu,k Py U onein / 7?/ p; /_‘C?/-/g ‘j/fﬁl’%@ﬂ%%

-



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
[ /1 ;s

Lab: Basic Laboratory, inc.
2218 Railroad Avenue

Redding, CA 96001

Collected by:

Turnaround Time:

lfé‘%ioqu/

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeali@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample Information
" Building: W\m’"h»\e\/ He Outlet wc
WHIT-4RR-002 -4~ IB— Floor: 4’% Manufacturer. UnK deun /ng
S e Numb Date
ample Number ) C]Bg Location: Hallway by Meus RR_| Filter: Aerator:
W 7
Initilis 24 HR Time C€OC Description/Observation/Comments: 13,0 ¢
Building: whifney Hall Outlet BF 4
{
(~ti\f Floor  4%4 Manufacturer: [ et
WHIT-4MB-001 B ul . .
Sample Number Date Location: Mems KQ S '\fvd‘”\ Filter: Aerator:
U 940 Description/Observation/Comments: (7 4«
Initia¥s 24HRTime COC '
Building: whitwey Healf Outlet BF
¥
Floor: Y s Manufacturer: DQ. H‘R 60
WHIT-4MB-002 [ ﬁq’l% Location: M ems  [Le sTNowm | Filter Aerator: 8
Sample Number Date - ]
4 OQ% , Description/Observation/Comments: i 7.
Initiﬁs ‘ 24 HRTime COC

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine

*Outlet Type:

Delivered by:

Yy oy
e A

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

Received by:

A

@i\.finc{.wh‘% ‘é%nz!(a%\/“ /

KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
GF = Glass Filler
Date: {1 4 ns Time: [ 200 AMPM
Date: T L Time: 1205 Amrm
7L (44 APEER N T



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: oy j4 118

Job Number: 17-4612

Client Name: California State University, Chico

Site Address:
Chico, California

Campus Wide Water Quality Testing for Lead

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by: Ryan Metzen

Turnaround Time:

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Special Instruction:

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekqgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Sotey ivige *Outlet  Ssm W=
v Ficlhay
SUTT-109-005 Ol-6y /9 Floor: \ Manufacturer: Fesaineie
Sample Number Date Location: Divivi_ e L) [KAW0W Filter: Aerator: N
. O
_Bwm 6?2 ¥0 Description/Observation/Comments:  [Ki%xte\y Bya., Oved
Initials 24 HRTime COC . i _ )
SV Near {oat-1\» o
(15
Building: S oMev *Outlet  Sreeve K&
Floor: "V Manufacturer: FiSaav
SUTT-109-006 ol- ey Y
: \ ') . .
Sample Number Date Location: V¥ Y\o& Ha\\/ Filter: Aerator:
m o9 d < Description/Observation/Comments: £ xOnann P«‘(&.ul
initials 24 HRTime  COC 5 wavL
Vet S 17G¢
YA
Building: Sutrev *Outlet Supsf@o’e-Sillev
Floor: |\ Manufacturer: UN\WasoN .
SUTT-109-003 -M-\¢ Oy Ji: e -5
Sample Number Dato Location: N\mu} pay /GOy | Filter: Aerator:
ORA on:U$ Description/Observation/Comments:
" , 7
Initials 24 HRTime COC Wk Qg ﬂ‘%.’ Po¥ Fev /rZ 7

W Che ; T
Joy e.ﬁsﬁé\ S5
DW = Drinking Water Bubbler

CF = Classroom Faucet
CM = Coffee Machine

*Outlet Type:

Delivered by:

WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser

e

KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker

GF = Glass Filler
pate: [ / [ ns Time: [2:00 awén)
pate: | !/ 4 8 Time:  (2:05 AMPM

13 0 7
Received by: ~/£%
[

Ro¢oroed Ruylek:
S

Nz

A

7 I



EnTEK hoiyd

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: / /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Ryan Metzen

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address: Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmefzen@entekgroup.com,
mpratt@csuchico.edu and mperrelli@csuchico.edu

Place Label for Each Sample Information
=
Building: § W\ *Outlet SW&%%?;";N&V
SUTT-109-002 1-4-4¢ Floor: A\ Manufacturer: ) N\ MOasav™
.o . i L
Sample Number Date Location: 9\\\\\sw, VY /K\\/L\A.r\f\ Filter: Aerator: -5 ’i
2 M m » N
- .5‘& Description/Observation/Comments:
Initials 24 HRTime C€OC . Y
KixOnen Aves, Pox @ltel | peoy ottt
7.4
Building: S o\he~" *Outlet Sode Moelnins, 17l
Floor: | Manufacturer: Covnelios »
\ o
suTT-sona-KZ001 (-4-1% Location: D \ Filter: Aerator: -493
Sample Number Date ocation: “"“““{g YW\ ilter: erator:
WA Of:0\ Description/Observation/Comments:
Initials 24HRTime €OC | Sodo Maclwne ;P ey Wty Mo S@anseV
14.6<
Building: SaveX *Outlet Soda WMadaeea /I
5(/17.%4 lo—a mg Floor: Manufacturer: Cocaa Vb0 S
Sample Number Date Location: T7naway,  Had Filter: Aerator: _5(
________2. ﬁ—q—\‘—— Descri tion/Observa%n/CommentS'
Initials 24HRTime  €OC P ' )
Sharee PR e mitng PRSP IVEN'S CERVN G\/ay/ 1-7 gb
“outlet Tyoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler

Date: [ 1 Y ns Time: 2’00 AMEM)

Date: oy e Time: [2:05 AMPM

)-¢/-]§ L 170 Y




ENTEK o
14 6o 20

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7
RoOCKLIN, CA 95677

(916) 632-6800 PHONE

;Y\ s

Date of Sampling: {

Job Number:
Client Name:

Site Address:

Special Instruction:

17-4612

California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

(916) 632-6812 FAX

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those resuifs to

Basic Laboratory, Inc.
3860 Morrow Lane, # F

mainoffice@entekgroup.com, rbeall@entekqgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Su\ev *Outlet $rowel W E
SUTT-108.002 )-el-1 g Floor: | Manufacturer: Tislnev
Sample Number Date Location: Qi sovey Pea) /iis Cratn Filter: Aerator; - 57
WA I\ U
F——-————— —Q—!——-————— Description/Observation/Comments: s .
initials 24 HRTime €OC i g«
Trep Sinw; Kt en~
Building: So\Wes *Outlet Sepwe. WE
i
Floor: Dterrgtechtrsean Manufacturer: Fisles
[}
SUTT-107-001 1-49-1% Location: Ovaiay Wl /KixQean | Filter: Aerator: LY
Sample Number Date Y p)
e'w\ o g . n Description/Observation/Comments:
hd c ~ R I
Initials 24 HRTime  €COC Qutnon €eebe .3
Building: $o1y e *Outlet Goeedle WK &
e WLl Floor: 3 Manufacturer: T 5 -54
SUTT-106-001 -\ - Wl iter- Aerator- ‘
sample Number — Location: mel\) P o Filter: erator:
. Description/Observation/Comments:
WA of: |
Initials 24HRTime €OC  VaSy Ceowsy | Foo@ Y Brecen 15.0¢

Rocoiped But al”™

WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine

Delivered by: :5%: Ap— Date: | !
7

Date: { 14 ns
Tl

*Outlet Type:
KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker

GF = Glass Filler

Time:  {2:0Q AwpPM

Time:

{2-09 AwPm

TN

Received by:




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoCKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
\ /Y ns

Redding, CA 96001
Collected by:

Turnaround Time:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

(5 Aoz

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Ryan Metzen
8-10 Day
ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekqgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: S o\WNe~ *Outlet Sadu Muh\m/r\‘\\

it~ S04 - (o1-00( | -4-1< Floor; |\ Manufacturer:  exna s = S 40

Sample Number Date Location: OvON 0\ Ha Filter: Aerator:
wA 0% 2M
———E—-———-—— - Description/Observation/Comments:
Initials 24 HRTime  COC o
Sode ez, 8O (ate $‘\<3V'\ ie. 3¢
Building: © o \dev— *Outlet L&

‘ Floor: ®@sesvaesm > Manufacturer: e\ %<\ )
SUTT-BSMT-001 (-¢-1 & o !
Sample Number Date Location: &AL e onn— Filter: Aerator:

LM 0‘3 5_8 Description/Cbservation/Comments: %Q (¢
Initials 24 HRTime C€OC Toktim o U pevo
Building: SoWey” “Outlet LD (
p Floor: o\ Manufacturer: EW.oN
_HW-241- -lf - -
SUTTHW:241-001 q-1§ Location: 2U\ ® L Bond Wiy | Filter: Aerator: 4
Sample Number Date
: Description/Observation/Comments:
(A SO
Initials 24HRTime €OC | C\wled Gowxov woohed’y Lo ZUL Palledo weov
Looadn| 24te 14.3¢

DW = Drinking Water Bubbler

*Qutlet Type:

CF = Classroom Faucet
CM = Coffee Machine

Delivered by:

Received by:

WC = Water Cooler BS = Bottle Filling Station

KF = Kitchen Faucet BF = Bathroom Faucet

GF = Glass Filler

AN

o coiire daol ;1 =

/

T

WD = Water Dispenser

IM = Ice Maker
Time: ‘\2‘.00 AM@
Time: [2- 0 G AM/PM

2



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLin, CA 95677

(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-
Client Name:

Site Address:
Chi

Special Instruction:

4612

co, California

/18

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX
1 /¢

Collected by:

Turnaround Time:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

SHozYY

3860 Morrow Lane,
Chico, CA 95928

Ryan Metzen

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results fo

mainoffice@entekqroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,

mprati@csuchico.edu and rperrelli@csuchico.edu

Basic Laboratory, Inc.

#F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Place Label for Each Sample

Information

SUTT-HW-241-002

I-4-1%

Building: S \yev

*Qutlet LD &

Floor: L

Manufacturer: g\ W

Sample Number Date Location: 2118 (aoedly Moy | Filter: Aerator:
[ d
_kw 0¢:SS €OL pescription/Observation/Comments: 13 §°
Initials 24 HR Time B@Ss#LE $ D
Wi
Building: S\\eV’ *Outlet &% B <
/ ¢ Floor: < Manufacturer: € 1 ¥y
suTT-Hw-241-003 _{ ==l . .
Location: L ha Filter: Aerator:
Sample Number Date ocation: Z4im cOo® Peclonsy
Q % :J'g Description/Observation/Comments: (58 <
O
Initials 24 HRTime COC
[avile ey
Building: S9WeY *Outlet LY
Floor. 7 Manufacturer: £.\lswy
suTT.Hw-208-001 )= =) ¢ .
Sample Number Date Location: 208 Cos¥odial Pallweay Filter: Aerator:
[ 1 L 1 hd 0‘0 Description/Observation/Comments:
Initials 24 HRTime COC iy
-Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: Date: {1 Y ns Time:  (7.00 AwEW)
J U M
Received by: WZ Date: { ! 4 ne Time: [2°.00 AM/PM

Roceirtd i, ,Mb

VZARY,

[~ §

5

5

#7246 | 7Y



ENTEK
ENTEK CONSULTING GROUP, INC. | § Aoz

4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: ! / ‘-'S /18 Lab: Basic Laboratory, inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Ryan Metzen

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address: Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results fo
mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Savyev *Outlet VO
Floor: L Manufacturer: W - (:J
suTT-Hw-208-002 _ L= d= 11 98 - LW (;,
Sample Number Date Location; 0% csstedia) Pmlleef | Filter: Aerator:
ZM O1:0& Description/Observation/Comments: " oc
initials 24 HRTime COC 1. %
Wi
Building: ©2Wev Outlet @ S
Floor: & Manufacturer: € Wy ’{,7
SUTT-HW-208-003 - ""' t Location: 80% Couredie  Healkooy N Filter: Aerator:
Sample Number Date ¥
; M 0 c{: oq Description/Observation/Comments: l 5-(’-?3 <
Initials 24 HRTime COC
HoWle &l
Building: S oVev *Qutlet & <
Floor: E Manufacturer: €&
SUTT-HW-313-001 1-4-18 , S ¥
mELLieton Location: f{%wss Reves, Qoo 203 M Filter: Aerator:
Sample Number Date
zﬂ o¢: , 3 Description/Observation/Comments:
] <
Initials 24HRTime  COC Lo 14 (¢
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: Date: [ 1 4 ns Time: ]2:00 A

' ﬂ/y
Received by: g/ /% Date: g e Time: 12°07 Awem

D oraived B\ a5 i, (~H-1§ # Ao FOH




ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RocKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling: 1 g
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

“ /18

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX

Collected by:

Turnaround Time:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

i A0244

Chico, CA 95928

Ryan Metzen

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those resulls to

mainoffice@entekgroup.com, rbeali@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Basic Laboratory, Inc.
3860 Morrow Lane, # F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Place Label for Each Sample Information
Building: S o\ *Outlet Lo ¢
q_‘g Floor: 2 Manufacturer: € Wy ,(a(/
SUTT-HW-313-002 _ 1= , o
Sample Number Date Location: Pewss teeea, Rason I | Filter: Aerator:
QM °,: 2() Description/Observation/Comments: e
Initials 24 HRTime COC 191
Hude
Building: S 2Wev *Outlet S
Floor: > Manufacturer: gl We 10
SUTT-HW-313-003 "’“" ‘ Location: Bese beaen, RLowen DD & | Filter: Aerator:
S le Numb Dat
ampie Rumber ate Description/Observation/Comments: P
M og:2 \ 1%.%
Initials 24 HRTime COC .
Lo “illsy
Building: SuWexX “Outlet b C
- Floor. % Manufacturer: €\
surthw-3atoor 1= Cl=1$ loor anufacturer. €We.{ i
Sample Number Date Location: 20 0 { gwwRy  Roowg Filter: Aerator;
@M 01 °3’ Description/Observation/Comments: K
Initials 24 HRTime  €OC 4.

Nocorved B

DW = Drinking Water Bubbler
*Outlet Type:
CF = Classroom Faucet

CM = Coffee Machine

Delivered by: %//(/(4,

WC = Water Cooler BS = Bottle Filling Station

WD = Water Dispenser

)

gL

Received by:

KF = Kitchen Faucet BF = Bathroom Faucet M = lce Maker

GF = Glass Filler
pate: [/ 1 <[ ns Time: | 2:00
Date: { / u 8 Time: {207

ANM/PM

Ug{i

[,

vt S

g oy



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7
ROCKLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812
Date of Sampling: U 79\ s
Job Number: 17-4612

Client Name:

Site Address:
Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

Fax

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

E54)
—
)
™
g
-~

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekqgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and merrelli@csuchico.edu

Place Label for Each Sample

Information

Building: € o\

*Outlet W3 <~

SUTT.HW-3a1.002  J= ¢/- 1% Floor: 3 Manufacturer: & \Key
Sample Number Date Location: 34 > Laoadny @oves Filter: Aerator: B
. 7L
—QM 0 ? ‘35 Description/Observation/Comments: -
Initials 24 HRTime €OC 14.5¢
M‘ws\(\
Building: S92\~ “Outlet B

1-¢4-1%

SUTT-HW-341-003

Floor: 3

Manufacturer: €l\ey

N\
gl
=

Sample Number Date Location: 3*1} W Cawndvy Coaw | Filter: Aerator:
BWA 69: %6 Description/Observation/Comments: (4 1,
Initials 24 HRTime  €OC §
HaM ¢ BV
Building: Sowev Outlet W
‘-I%‘ ) 8 Floor: "\ Manufacturer. E\loay 7\«;
- -’ l ~
SUTT-HW-368-001 1 k| Location: Y3% W L Browo ey Filter: Aerator;
Sample Number Date
LA 64: ‘IQ Description/Observation/Comments: e
Initials 24HRTime COC [ g (4.4

DW = Drinking Water Bubbler
CF = Classroom Faucet KF
CM = Coffee Machine

*Outlet Type:

WC = Water Cooler

BS = Bottle Filling Station

= Kitchen Faucet BF = Bathroom Faucet

GF = Glass Filler

WD = Water Dispenser
IM = Ice Maker

Delivered by: Date: f / "g /18 Time: {200 A@
Received by: Date: 114 8 Time: 12°07 awem
« \ \/_ 7 3 ) f e -4 e . - | L"
Locsived Bylase 7 [ ([~ 77 1F0



2Coaimd Parl o

ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

RoOCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling: 1
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX

“ s Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 86001

Collected by:

Turnaround Time:

(5 dozuy

Basic Laboratory, Inc.
3860 Morrow Lane, #F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: & o\Wex *Outlet  wo <
q3% -l & Floor. Y Manufacturer: €\ ey ,Vg\z)
surT-Hw-3es-002 _ 0 = & _ .
Sample Number Date Location: W3¢ nN Lowonday Filter: Aerator:
e\ o> ¥YF Description/Observation/Comments:
initials 24 HRTime  COC g4«
Ur\s\w
Building: So Vv Qutlet % S ’
418 Floor: M Manufacturer: &\ 0
T
SUTT-HW-369-003 _ I * -1 $ Location: W¢ N Laow oty Filter: Aerator:
Sample Number Date b ntion/Ob ton/C )
. escription/Observation/Comments:
M 0194 o
Initials 24 HRTime C€OC 4.7
Bawre Tavev
Building: S Wex Outlet «~2 <~

141k

SUTT-HW-413-001

Floor: “|

Manufacturer: E1ey

Sample Number Date
L0\ 61: 5§
Initials 24 HRTime (€OC

N
Location: {H&-od 9‘-“2?\3—56:)\3 Filter: Aerator:
Description/Observation/Comments: e
(4t

DW = Drinking Water Bubbler

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

*Qutlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: Date: 3 / L’ 18 Time: {2200 AxPm
]
Received by: \y % Date: P14 e Time: {2110 AwPM
& - T e
ﬁ{ / 7w Y AA %(?@L‘
. ® N



ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 85677
(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX

VY s

Collected by:

Turnaround Time:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

1§A0L4

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Ryan Metzen

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.con,

mprati@csuchico.edu and merrelli@csuchico.edu

Place Label for Each Sample Information
Building: $oMey Qutlet wJI <
-1 < Floor: “ Manufacturer. g\year 1 g
SUTT-HW-413-002 _ =4 = '
Sample Number Date Location: Bevoss Geowe U ™ Filter: Aerator;
g“ 64 S % Description/Observation/Comments: l L
Initials 24HRTime €OC
Building: S Wex Outlet B S
Floor. 4 Manufacturer: €1y 24
\-4-) % !
SUTT-HW-413-003 Location: Peess feoon U VD ® Filter: Aerator:
Sample Number Date b Hon/Ob c
° escription/Observation/Comments: o
L X0, 1000 (46
Initials 24 HRTime COC
Building: SaWewv *Qutlet WO &~
Floor: 5 Manufacturer: &€\Way A
18 - . 40
SUTT-HW-538-001 _ = q" Location: §2% N Lasxdwy @oven | Filter: Aerator: -
Sample Number Date R tion/Ob on/C ¥ s
. escription/Observation/Comments: 12 (7¢
o 10:06§ i32.17
Initials 24 HR Time  COC

e eivtd Pyo Lalh S

DW = Drinking Water Bubbler

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

*Outlet Type:
CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: %M/Z/\ _~ Date: f 1 &f ns Time: ] 2:00 A@
. / 118 ime: .
Received by: - m Date: | l‘ Time: 1200 aAwem

Q

7

Y.

(¥



ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLin, CA 95677
(916) 632-6800 PHONE

Date of Sampling: [

Job Number: 17-4612
Client Name:

Site Address:
Chico, California

Special Instruction:

/18

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX

Collected by:

Turnaround Time:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

1§ 0244

Chico, CA 95928

Ryan Metzen

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results to

Basic Laboratory, Inc.
3860 Morrow Lane, # F

mainoffice@entekgroup.com, rbeali@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

0C0 it d P L adns

Place Label for Each Sample Information
Building: g 4yye~r *Outlet o <~
- Floor: S Manufacturer: g ¥ {
suTT-hw-s3s-002 | =4=18 Blteef
Sample Number Date Location: €38N Loaocadny Code | Filter: Aerator:
WA (O { b Description/Observation/Comments: ; <
Initials 24 HRTime C€OC (4.2
Building: S wWey Outlet &S
Floor: ; Manufacturer: E\ley &22/
sutT-Hw-s38.003 V= =l € Location: & 28N Lasgdly Cosce | Filter: Aerator:
Sample Number  Date . Description/Observation/Comments: o
KWA jo: W\ 14.5~
Initials 24 HRTime COC
Building: $oWov *Qutlet LI
Floor: S Manufacturer: E\ Wy ,
7 ¥
suTT-Hw-513-001 I« 4 4G Location: 12 W Ballwoy Filter: Aerator: 02
Sample Number Date !
Description/Observation/Comments: . <
WA L0:20 P (3.9
Initials 24 HRTime COC
“Outlet Tyoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
wier e CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: %lw; Date: | ! 9[ 18 Time: 1Z2:00 A @
'7
Received by: » W% Date: i / 4. /18 Time: { 2 .(O AM/PM
s J T (-1 ¢ T2, Mﬁ/



ENTEK
ENTEK CONSULTING GROUP, INC. [SH024Y

4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: I /Y ns Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Ryan Metzen

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekqroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: g1} *Outlet  J <
sutr-uw-s13-002 0 * “=| < Floor: & Manufacturer: £ \Vf 8/,{
Sample Number Date ‘ Location: 55~ Walwea., Filter: Aerator:
_BW 10 _z Description/Observation/Comments:
Initials 24 HRTime COC \4‘ 30
Building: Sw\ey Outlet © 5 ; g
Floor. & Manufacturer: € lkaye~f
SUTT-HW-513-003 (-4 & Location: €33 W Ve \\edteey Filter: Aerator:
Sample Number Date 7
e le: 22 Description/Observation/Comments:
Initials 24HRTime C€OC o
Building: SaWey’ *Outlet W <
Al
Floor: & Manufacturer: g\ ax{ b4
SUTT-HW-269-001 " ! -\ S’ Location: Nepx deq S (toradny Filter: Aerator:
l Dat o . '
Sample Number ate Description/Observation/Comments: )
CWA 10:8% (5.2°
Initials 24 HRTime COC
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uliet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler

Delivered by: :g% QW Date: I / ('[I‘IB Time: [2.‘Dd A@)

7
Received by: WZ‘ pate: | | 4 /18 Time: 9|0 AWPM
—/

.)Uf O i;l e /%‘\ 3 7z L/J /w 671// % %L %Lg




EnTEK
ENTEK CONSULTING GROUP, INC. ($A0 2k

4200 RocKLIN RoAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 Fax

Date of Sampling: Ly El /18 Lab: Basic Laboratory, Inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by: Ryan Metzen

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.coim,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: € oY=y *Outlet &2 <
Floor, 2 Sow¥— Manufacturer:  EiWeay ]
suTT-Hw-260-002 1= 41§ ‘ Tou Sy . ! %1
Sample Number Date Location: Ref Laveoy Zooen Filter: Aerator:
4
< WA |©: | 3¢ 2 Description/Observation/Comments:
Initials 24HRTime  COC 14 12 b"
Building: S ©\¥v Outlet S S
Floor: =2 Seowwi— Manufacturer. g [Key 8‘5
. g SIRY . '
SUTT-HW-269-003 _L° ¥ =} ‘ Location: 26 9 tewndvy foowns Filter: Aerator:
Sample Number Date L N
Description/Observation/Comments: L
tw (0.3 € 134
Initials 24HRTime COC Bove M
Building: $ oY *Outlet “2 & 1
361 Ig Floor. > Manufacturer: & lkay g
- L4
SUTT-HW-48-001 ! q Location: 24 $ (oondw Cuennn | Filter: Aerator:
Sample Number Date f
‘—M 1o 97 Description/Observation/Comments: E g
Initials 24 HRTime COC
“Outlet Tyoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler

[ ¢ T (yna wE

Delivered by: W‘ ) Date:
Received by: Q////// Date: ¢! L’ 8 Time: {200 AwPM

A

Yocoi 1A B IJLE/L ""/ 77“’/) /- g i %!?{5 L(




R

ENTEK

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX

1/ s WAL Lab: Basic Laboratory, Inc.

2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

1§A0Y

Chico, CA 95928

Ryan Metzen

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rheall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Basic Laboratory, Inc.
3860 Morrow Lane, # F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

peeid Bl adss

qL

Place Label for Each Sample Information
Building: & \ey *Outlet LD &
364 Floor, 2 Jeu¥\~ Manufacturer: &1l
sur-hw-rmz-002 _l=¢f=1§
Sample Number Date Location: 394 & Ca-ndw Filter: Aerator:
™ J
l“ ‘ “ . “ Description/Observation/Comments: .
Initials 24HRTime COC (4.9
Building: “Outlet B S
Floor: 3 $Sesu¥~ Manufacturer: g tlewsd
367 Lyl !
SUTT-HW-428-003 Location: 20§ S oY Filter: Aerator:
Sample Number Date U
M 10 %S{ Description/Observation/Comments: iLo“
Initials 24 HRTime COC
Building: $3\WY *Outlet W<
Floor: \ Manufacturer: €AW e
SUTT-163P-001 - Y-i€ e
Sample Number Date Location: e 1420 coSidrwa oo | Filter: Aerator:
AN Q‘ Description/Observation/Comments: —_—
Initials 24 HRTime COC 2.1
Low
“Outlet Tvoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: W Date: I / L/ 18 Time: /2:00 N\@
Va4
Received by: / //’Z - Date: i / 4 /18 Time: 12" LO AMPM
</ 7 [-475 Pt o



ENTEK

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD,
RoCKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

SUITE7

Job Number: 17-4612

(916) 632-6812 FAX

S / L‘ /18

Redding, CA 96001

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Aot

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Collected by: Ryan Metzen

Client Name:  California State University, Chico Turnaround Time:

Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

8-10 Day
ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

Information

SUTT-163P-002

- Y-1&

Sample Number

WA

Date

noQ

Building: S o\yey *Outlet (g ¢
Floor: \ Manufacturer: € (v (/?7)
- Z
Location: Neey Ragen Lo DY Covadinn| Filter: Aerator:
o,

Description/Observation/Comments:

Initials 24 HRTime COC \ R £ e
l’\'tx\i\
Building: 5o\~ *Outlet K€
Floor: \ Manufacturer: Uavaa qL}
SUTT-153P-001 " q’ ’G - QA — - .
sample Number Date Location: o\, (S0 Tele o Filter: Aerator:
R WA i"we. 11 Description/Observation/Comments:
Initials 24HRTime €OC N
Building: *Qutlet
Floor: Manufacturer:
Location: Filter: Aerator:

Description/Observation/Comments:

DW = Drinking Water Bubbler

*Outlet Type:

CF = Classroom Faucet
CM = Coffee Machine

Delivered by:

Z:\Clients\Chico State\17-4612 Campus Wide Water Testing - Lead\Water COC & Forms\Water Request Ryan.wpd

WC = Water Cooler BS = Bottle Filling Station
KF = Kitchen Faucet BF = Bathroom Faucet
GF = Glass Filler

N . =
Coiwedt Porl atxe

Received by: . C/W

pate: | 1 ¢ ns
Date: P L/ ng
e (~it&

WD = Water Dispenser
IM = Ice Maker

Time: l ’Z: O”OA@

Time: 1216 Awem

720 O




Terriann Wilhelmson

From: Richard Beall <rbeall@entekgroup.com>
Sent: Sunday, January 07, 2018 1:48 PM

To: TerriLynn Wilhelmson

Subject: RE: BASIC LABORATORY 18A0244
TerriLynn,

Answers in Red below after each questions.
Let us hope our documentation is a little cleaner in the next two weeks.
Thanks again.

Rick Beall, CIH, CSP
President

Entek Consulting Group, Inc.
4200 Rocklin Road, Suite 7
Rocklin, CA 95677

(916) 632-6800 office

(916) 632-6812 fax

(916) 417-5276 cell
rbeall@entekgroup.com
www.entekgroup.com

From: TerriLynn Wilhelmson [mailto:twilhelmson@basiclab.com]
Sent: Friday, January 05, 2018 8:47 AM

To: Richard Beall

Subject: BASIC LABORATORY 18A0244

Hi Rick,

I have a few questions and | have attached a picture to verify. There are two sample ID’s with ... WHIT-8RR-002 time was
08:03, the first one (sample ID 7) was written over on the paper work, the second one was printed 002 and the time
was 813. | have a bottle for both. The second one (sample ID 10} the sample ID on the bottle ends with 001 and the

time matches. Do you want me to change sample ID 10 to 001 to match the bottle? Yes, the COC should have
been -001

Next, on sample 17 & 18 The sample ID’s says 6MB.... But the bottle says 6WB.... Which should it be. MB or WB? Both
should be 6MB, (which is consistent with the collection of the Men’s Hallway sample 2
minutes earlier at 0847).

Finally, on sample 26, ID WHIT-5MB-001 there is no time on the paper work or the bottle. Do you have a record of the
time? 0917 (same time collected concurrently as sample -002 in the same bathroom).

I have attached a copy of our chain of custody and a photo of the bottles for you to see.



