www.basiclab.com

2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite ' voice 530.894.8966
laboratery Redding, California 96001 fax 530.243.7494 Chico, California 95928 fax 530.894.5143

January 16, 2018

Lab ID: 18A0469

RICHARD BEALL

ENTEK CONSULTING GROUP

4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677

RE: CHICO STATE LEAD TESTING 17-4612

Dear RICHARD BEALL ,

Enclosed are the analysis results for Work Order number 18A0469. All analyses were
performed under strict adherence to our established Quality Assurance Plan. Any
abnormalities are listed in the qualifier section of this report.

If you have any questions regarding these results, please feel free to contact us at any time.
We appreciate the opportunity to service your environmental testing needs.

Sincerely,
Sl

"ﬂ.}Jy/ aam-/
Ricky D. Jensen

Laboratory Director
California ELAP Certification Number 1677
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Wm@&% www.basiclab.com
b a S l C 2218 Railroad Avenue voice 530.243.7234 { 3860 Morrow Lane, Suite ' voice 530.894.8966
taboratory Redding, California 86001 fax 530.243.7494 J Chico, California 95928 fax 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0469
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/16/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612
Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
UV-BLDGO04-080 - Grab Drinking Water (18A0469-01) Sampled:01/08/18 09:12 Received:01/09/18 14:42
Lead ug/! ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDGO04-078 - Grab Drinking Water (18A0469-02) Sampled:01/08/18 09:14 Received:01/09/18 14:42
Lead ug/! ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-K01B - Grab Drinking Water (18A0469-03) Sampled:01/08/18 09:23 Received:01/09/18 14:42
Lead ug/! ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1152
UV-BLDG11-198 - Grab Drinking Water (18A0469-04) Sampled:01/08/18 09:24 Received:01/09/18 14:42
Lead ug/t ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1152
UV-BLDG11-197 - Grab Drinking Water (18A0469-05) Sampled:01/08/18 09:26 Received:01/09/18 14:42
Lead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-200 - Grab Drinking Water (18A0469-06) Sampled:01/08/18 09:28 Received:01/09/18 14:42
Lead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-199 - Grab Drinking Water (18A0469-07) Sampled:01/08/18 09:30 Received:01/09/18 14:42
Lead ug/! ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-KO1A - Grab Drinking Water (18A0469-08) Sampled:01/08/18 09:33 Received:01/09/18 14:42
Lead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1152
UV-BLDG11-193 - Grab Drinking Water (18A0469-09) Sampled:01/08/18 09:34 Received:01/09/18 14:42
Lead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1152
UV-BLDG11-196 - Grab Drinking Water (18A0469-10) Sampled:01/08/18 09:36 Received:01/09/18 14:42
Lead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1152
UV-BLDG11-195 - Grab Drinking Water (18A0469-11) Sampled:01/08/18 09:37 Received:01/09/18 14:42
Lead ug/l 6.7 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-194 - Grab Drinking Water (18A0469-12) Sampled:01/08/18 09:38 Received:01/09/18 14:42
Lead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1152
UV-BLDG11-K02B - Grab Drinking Water (18A0469-13) Sampled:01/08/18 09:41 Received:01/09/18 14:42
Lead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-206 - Grab Drinking Water (18A0469-14) Sampled:01/08/18 09:42 Received:01/09/18 14:42
Lead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 B8BA1152
UV-BLDG11-207 - Grab Drinking Water (18A0469-15) Sampled:01/08/18 09:43 Received:01/09/18 14:42
Lead ug/! ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-205 - Grab Drinking Water (18A0469-16) Sampled:01/08/18 09:44 Received:01/09/18 14:42
Lead ug/I ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-208 - Grab Drinking Water (18A0469-17) Sampled:01/08/18 09:46 Received:01/09/18 14:42
Lead ug/! ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1152
UV-BLDG11-203 - Grab Drinking Water (18A0469-18) Sampled:01/08/18 09:48 Received:01/09/18 14:42
Lead ug/| 7.0 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-K02A - Grab Drinking Water (18A0469-19) Sampled:01/08/18 09:49 Received:01/09/18 14:42
Lead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-202 - Grab Drinking Water (18A0469-20) Sampled:01/08/18 09:50 Received:01/09/18 14:42
Lead ug/t ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1152
UV-BLDG11-204 - Grab Drinking Water (18A0469-21) Sampled:01/08/18 09:51 Received:01/09/18 14:42
Lead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1153
UV-BLDG11-201 - Grab Drinking Water (18A0469-22) Sampled:01/08/18 09:52 Received:01/09/18 14:42
Lead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1153
e, |
Appfoyed By
Basic Laboratory Inc
California ELAP Cert #1677 and #2718 Page 2 of 5




www.basiclab.com

basic

laboratory

3860 Morrow Lane, Suite F
Chico, California 95928

voice 530.243.7234
fax 530.243.7494

2218 Railroad Avenue
Redding, California 96001

voice 530.894.8966
fax 530.894.5143

Report To: ENTEK CONSULTING GROUP Lab No: 18A0469
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/16/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #
Project: CHICO STATE LEAD TESTING 17-4612

Metals - Total
Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
UV-BLDG12-KO1A - Grab Drinking Water (18A0469-23) Sampled:01/08/18 09:59 Received:01/09/18 14:42
Lead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-210 - Grab Drinking Water (18A0469-24) Sampled:01/08/18 10:00 Received:01/09/18 14:42
Lead ug/! ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-209 - Grab Drinking Water (18A0469-25) Sampled:01/08/18 10:01 Received:01/09/18 14:42
Lead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-212 - Grab Drinking Water (18A0469-26) Sampled:01/08/18 10:02 Received:01/09/18 14:42
Lead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-211 - Grab Drinking Water (18A0469-27) Sampled:01/08/18 10:03 Received:01/09/18 14:42
Lead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-K01B - Grab Drinking Water (18A0469-28) Sampled:01/08/18 10:06 Received:01/09/18 14:42
Lead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-215 - Grab Drinking Water (18A0469-29) Sampled:01/08/18 10:08 Received:01/09/18 14:42
Lead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-216 - Grab Drinking Water (18A0469-30) Sampled:01/08/18 10:09 Received:01/09/18 14:42
Lead ug/I ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-213 - Grab Drinking Water (18A0469-31) Sampled:01/08/18 10:10 Received:01/09/18 14:42
Lead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-214 - Grab Drinking Water (18A0469-32) Sampled:01/08/18 10:11 Received:01/09/18 14:42
Lead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-K02A - Grab Drinking Water (18A0469-33) Sampled:01/08/18 10:14 Received:01/09/18 14:42
-ead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-219 - Grab Drinking Water (18A0469-34) Sampled:01/08/18 10:15 Received:01/09/18 14:42

-ead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
UV-BLDG12-218 - Grab Drinking Water (18A0469-35) Sampled:01/08/18 10:17 Received:01/09/18 14:42

-ead ug/! ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
JV-BLDG12-217 - Grab Drinking Water (18A0469-36) Sampled:01/08/18 10:18 Received:01/09/18 14:42

ead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
JV-BLDG12-220 - Grab Drinking Water (18A0469-37) Sampled:01/08/18 10:19 Received:01/09/18 14:42

ead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1153
JV-BLDG12-K02B - Grab Drinking Water (18A0469-38) Sampled:01/08/18 10:22 Received:01/09/18 14:42

ead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
JV-BLDG12-221 - Grab Drinking Water (18A0469-39) Sampled:01/08/18 10:23 Received:01/09/18 14:42

ead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
JV-BLDG12-223 - Grab Drinking Water (18A0469-40) Sampled:01/08/18 10:24 Received:01/09/18 14:42

ead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1153
jV-BLDG12-224 - Grab Drinking Water (18A0469-41) Sampled:01/08/18 10:25 Received:01/09/18 14:42

ead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 B8A1154
IV-BLDG12-222 - Grab Drinking Water (18A0469-42) Sampled:01/08/18 10:26 Received:01/09/18 14:42

ead ug/| ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1154
IV-BLDG13-238 - Grab Drinking Water (18A0469-43) Sampled:01/08/18 10:49 Received:01/09/18 14:42

ead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1154
IV-BLDG13-239 - Grab Drinking Water (18A0469-44) Sampled:01/08/1810:51 Received:01/09/18 14:42

2ad ug/! ND 5.0 EPA200.8  01/14/18  01/14/18 BBA1154

P—

A\pproVed|By

3asic Laboratory Inc

-alifornia ELAP Cert #1677 and #2718 Page 3 of 5
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ba SIC 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966
iaboratory Redding, California 96001  fax 530.243.7494 Chico, California 95928 fax 530.894.5143

Report To: ENTEK CONSULTING GROUP
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
Attention: RICHARD BEALL

Project: CHICO STATE LEAD TESTING 17-4612

Metals - Total

Lab No: 18A0469
Reported: 01/16/18

Phone: (916) 632-6800

P.O. #

Analyte Units Results Qualifier MDL RL Method Analyzed Prepared Batch
UV-BLDG13-237 - Grab Drinking Water (18A0469-45) Sampled:01/08/18 10:53 Received:01/09/18 14:42

Lead ug/I ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
UV-BLDG13-226 - Grab Drinking Water (18A0469-46) Sampled:01/08/18 10:41 Received:01/09/18 14:42

Lead ug/| ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
UV-BLDG13-228 - Grab Drinking Water (18A0469-47) Sampled:01/08/18 10:43 Received:01/09/18 14:42

Lead ug/! ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
UV-BLDG13-225 - Grab Drinking Water (18A0469-48) Sampled:01/08/18 10:45 Received:01/09/18 14:42

Lead ug/| ND 5.0 EPA 200.8 01/14/18  01/14/18 B8A1154
UV-BLDG13-229 - Grab Drinking Water (18A0469-49) Sampled:01/08/18 10:33 Received:01/09/18 14:42

Lead ug/! ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
UV-BLDG13-227 - Grab Drinking Water (18A0469-50) Sampled:01/08/18 10:37 Received:01/09/18 14:42

Lead ug/i ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
UV-BLDG13-KO01B - Grab Drinking Water (18A0469-51) Sampled:01/08/18 10:39 Received:01/09/18 14:42

Lead ug/I ND 5.0 EPA 200.8 01/14/18  01/14/18 B8A1154
UV-BLDG13-K01A - Grab Drinking Water (18A0469-52) Sampled:01/08/18 10:28 Received:01/09/18 14:42

Lead ug/! ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
UV-BLDG13-231 - Grab Drinking Water (18A0469-53) Sampled:01/08/18 10:29 Received:01/09/18 14:42

Lead ug/| ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
UV-BLDG13-232 - Grab Drinking Water (18A0469-54) Sampled:01/08/18 10:31 Received:01/09/18 14:42

-ead ug/l ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
UV-BLDG13-235 - Grab Drinking Water (18A0469-55) Sampled:01/08/18 11:16 Received:01/09/18 14:42

Lead ug/! 6.3 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
UV-BLDG13-KO02B - Grab Drinking Water (18A0469-56) Sampled:01/08/18 11:06 Received:01/09/18 14:42

-ead ug/l ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
JV-BLDG13-236 - Grab Drinking Water (18A0469-57) Sampled:01/08/18 11:09 Received:01/09/18 14:42

ead ug/l ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1154
JV-BLDG13-233 - Grab Drinking Water (18A0469-58) Sampled:01/08/18 11:10 Received:01/09/18 14:42

ead ug/! ND 5.0 EPA 200.8 01/14/18  01/14/18 B8A1154
JV-BLDG13-K02A - Grab Drinking Water (18A0469-59) Sampled:01/08/18 10:54 Received:01/09/18 14:42

ead ug/| ND 5.0 EPA 200.8 01/14/18  01/14/18 BBA1154
JV-BLDG13-240 - Grab Drinking Water (18A0469-60) Sampled:01/08/18 10:56 Received:01/09/18 14:42

ead ug/! ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1154
JV-BLDG13-234 - Grab Drinking Water (18A0469-61) Sampled:01/08/18 11:04 Received:01/09/18 14:42

ead ug/i ND 5.0 EPA 200.8 01/14/18 01/14/18 BBA1151
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\pproved By

lasic Laboratory Inc
‘alifornia ELAP Cert #1677 and #2718
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‘ %\w;a;%ﬁ o www.basiclab.com
b a S I C 2218 Railroad Avenue voice 530.243.7234 3860 Morrow Lane, Suite F voice 530.894.8966
laboratory Redding, California 96001  fax 530.243.7494 Chico, California 95928 fax 530.894.5143
Report To: ENTEK CONSULTING GROUP Lab No: 18A0469
4200 ROCKLIN ROAD, SUITE 7 Reported: 01/16/18
ROCKLIN, CA 95677 Phone: (916) 632-6800
Attention: RICHARD BEALL P.O. #

Project: CHICO STATE LEAD TESTING 17-4612
Notes and Definitions

DET Analyte DETECTED

ND Analyte NOT DETECTED at or above the detection limit

NR Not Reported

dry Sample results reported on a dry weight basis

RPD Relative Percent Difference

< Less than reporting limit

< Less than or equal to reporting limit

> Greater than reporting limit

> Greater than or equal to reporting limit

MDL Method Detection Limit

RL/ML Minimum Level of Quantitation

MCL/AL Maxium Contaminant Level/Action Level

mg/kg Results reported as wet weight

TTLC Total Threshold Limit Concentration

STLC Soluble Threshold Limit Concentration

TCLP Toxicity Characteristic Leachate Procedure

Note 1 Received Temperature - according to EPA guidelines, samples for most chemistry methods should be held at <6 degrees C after collection, including during
transportation, uniess the time from sampling to delivery is <2 hours. Regulating agencies may invalidate results if temperature requirements are not met.

Note 2 According to 40 CFR Part 136 Table II, the following tests shouid be analyzed in the field within 15 minutes of sampling: pH, chlorine, dissolved oxygen, and suffite.
LR AP

Appréved/By

Basic Laboratory Inc
California ELAP Cert #1677 and #2718 Page 5 of 5




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN RoAD, SUITE 7

RoOCKLIN, CA 95677
(916) 632-6800 PHONE
) &

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

/18

(916) 632-6812 FAX

Collected by:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Turnaround Time:

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekqgroup.com, rbeall@entekgroup.com, mmetzen@entekgroup.com,

mpratt@csuchico.edu and mperrelli@csuchico.edu

Place Label for Each Sample Information
Building: 2 *Outlet 73
P . ‘
UV-BLDG04-080 -g-1& Floor: Q\ Manufacturer: Te¢ Hﬂk e
Sample Number Date s i
Location: Q ~m DgO Filter: Aerator:
ARR, 09X :
Initials 24 HRTime  €COC Description/Observation/Comments: g.9<
” Building: 4 “Outlet 3 - o
2 Def 7
J~ 5 & Floor: N Manufacturer: Lle [Ty
UV-BLDG04-078 . 7
Sample Number Date Location: Qm 01 f{ Filter: Aerator:
A‘\ N~ o414 Description/Observation/Comments: (. /¢
Initials 24 HRTime COC
Building: g il *Outlet K =
o) Floor. | Manufacturer: |J< e, oo
UV-BLDG11-KO1B / Location: dém Kotk Filter: Aerator: 2
Sample Number Date =
AR R O9:2 ™ Description/Observation/Comments: /5 ¢
I z
Initials 24 HR Time COC
o b o A o LSt HoE FAL L /-G-18 7730
Janpiloes K3 togqed e -94Y  i10d
“Outlet Type: = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
y ype: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine o . GF = Glass Filler
Delivered by: Date: l'r & ns Time: [ dg AMQ/I'_D
Received by: Q/ M Date: L/ 3’ 18 Time: 1230 A,MRM
B —T77 TR
ot el Buplad§ s T idimacnT U I=<1-/§ AR 7



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

ROCKLIN, CA 85677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

/g /18

Date of Sampling: }

Job Number: 17-4612 Collected by:
Client Name:  California State University, Chico Turnaround Time:
Site Address: Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

(4
[ § A3

Chico, CA 95928

Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, metzen@entekqroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Basic Laboratory, Inc.
3860 Morrow Lane, # F

" Place Label for Each Sample Information
" Building: | *Outlet B ~
UV-BLDG11-198 -1 & Floor: ‘ Manufacturer; D de
Sam&lszulmber Date 32 L{ Location: Q m ]9 g Filter: Aerator;
. S ‘
| niti/al S >4 HR Time  COC Description/Observation/Comments: 5.4
” Buiding: /! outlet 15 F
J-g-1K Floor: ) Manufacturer. D¢ H‘o\
UV-BLDG11-197 f)
Sample Number Date Location: ™ /9 (7 Filter: Aerator;
FRR 049226 Description/Observation/Comments: 3.4¢
Initials 24 HRTime COC
” Building: I *Qutlet ?) ~
. Floor: 3 Manufacturer: Dc [{C\
UV-BLDG11-200 |-§-1¢ A 200 _
Sample Number Date Location: m 20 Filter: Aerator;
AQ R DARE Description/Observation/Comments: 3.1¢
Initials 24 HRTime COC

Z:\Clients\Chico State\17-4612 Campus Wide Water Testing - Lead\Water COC & Forms\Water Request Andy.wpd
DW = Drinking Water Bubbler WC = Water Cooler

CF = Classroom Faucet

CM = Coffee Machine GF = Glass Filler

Delivered by: ,;M’ Date: /

*Outiet Type:

KF = Kitchen Faucet BF = Bathroom Faucet

BS = Bottle Filling Station

g 18 Time:

WD = Water Dispenser
IM = lce Maker

(3¢ AM@)

Received by:

. g

ns Time: {2 50 AP

ﬁM// -

J [-5-1§

G g
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A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7
RoOCKLIN, CA 95677

(916) 632-6800 PHONE
Date of Sampling:

Job Number:

Client Name:

Site Address:

Special Instruction:

(916) 632-6812 FAX

| 1 & ns

2218

Redding, CA 96001

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead
Chico, California

Lab: Basic Laboratory, Inc.

Collected by:

Turnaround Time:

4
/ SAOHZF o
Basic Laboratory, Inc.

3860 Morrow Lane, # F
Chico, CA 95928

Railroad Avenue

Andy Roed
8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

/

16—

“ Place Label for Each Sample Information
" Building: / ( *Qutlet B ~
UV-BLDG11-199 ) €1 & Floor: | Manufacturer: D{_ Hv;\
sample Number Date . Location: l/\) m K 4 Filter: Aerator;
ARR 0430 o Observat .,
Initials 24 HRTime _ COC Description/Observation/Comments: |
I'
" Building: i1 *Qutlet K +
UV-BLDG11-k01A /- %1 & Floor: | Manufacturer: D¢ Heo
Sample ;”mber Date ] Location: Kitdhon Filter: Aerator:
Q‘[‘\) T o4 33 . . ¢
; ts: -
itials 24 HR Time _ COC Description/Observation/Comments {
Building: ! ( “Outlet  J5
UV-BLDG11-193 I~ % Floor: Manufacturer: De¢ iJC‘\
Sample Number Date Location: @ Qm Filter: Aerator:
ARR od. 34 " . -
Itials >4 HR Time  €OC Description/Observation/Comments: &H 4

*QOutlet Type:

Delivered by:

Received by:

Caoa ey Q)UE

DW = Drinking Water Bubbler WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker
CM = Coffee Machine GF = Glass Filler
pate: [/ 1 & M8 Time: 1 g AMleﬁ“}
%/ l//{ Date: L 1 & M8 Time: 750 amem
7 »{J—#L}?(
3 Q,( ﬂéu 4 / / g

[

K,.a&“k_/



A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7
RoOCKLIN, CA 95677

{(916) 632-6800 PHONE

Date of Sampling: '

Job Number:
Client Name:

Site Address:

Special Instruction:

17-4612

(916) 632-6812 FAX

;D ns

California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

(-f [:i
[ §AHZG
Basic Laboratory, inc.
3860 Morrow Lane, #F
Chico, CA 95928
Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

<

|

Place Label for Each Sample Information {
Building: 11 *Outlet B L
- _/4“1/
j~ G| ; {
UV-BLDG11-196 5718 Floor: \ Manufacturer: D H&\ %
Sample Number Date 0
NR R 0943 6 Location: K m )4 Filter: Aerator:
fnitials 24 HRTime C€OC Description/Observation/Comments: ip 3
, - il
Building: 1\ Outlet 15 F
~ g 8 M 1
UV-BLDG11-195 )=%-) Floor: | Manufacturer: D IJW\
Sample Number Date Q 0
Location: {<m |4 Filter: Aerator:
IQY Q P\— 049: 3 ’V,) ! 145 - .
Initials 24 HRTime COC Description/Observation/Comments: PR
p— %
" Building: \\ Outlet B F )
" LAy i &
» X \ .
UV-BLDG11-194 j-6-18 Floor: \ Manufacturer: ¢ ljcc\
Sample Number Date Location: ;Q pm \ 4 k\ Filter: Aerator;
q. .
QrR R o 32 Description/Observation/Comments: 5 4q¢

initials

24 HRTime COC

DW = Drinking Water Bubbler

*Outlet Type:
CF = Classroom Faucet

Delivered by:

WC = Water Cooler
KF = Kitchen Faucet

\gSF = Glass Filler

BS = Bottle Filling Station

WD = Water Dispenser

Received by:

LCaiued VA

/-

BF = Bathroom Faucet IM = lce Maker
pate: | 1 € ns Time: [0S L amgm)
Date: [ ! & 18 Time: 12750 amipm
PR {’ -

777§ TR 7



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

RockLIN, CA 95677

(916) 632-6800 PHONE ~ (916) 632-6812 FAX

i/§/18

Date of Sampling:
Job Number: 17-4612
Client Name: California State University, Chico

Campus Wide Water Quality Testing for Lead
Chico, California

Site Address:

Special Instruction:

4
| $ 434

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Andy Roed

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submiftal with those results to

mainoffice@entekqgroup.com, rbeall@entekqroup.com, rmelzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample Information (.%

I Building: ) { *outlet KT _
UV-BLDG11-k02B = [~ Z~I& HT
Sample Number Date Floor: X Manufacturer: D{ H‘é\

ARR 09:4] Location: VA dweA Filter: Aerator:
Initials 24HR Time  cOC Description/Observation/Comments: g 75
Building: 1 *Outlet B jﬁi’/‘w
UV-BLDG11-206 |-$-1% Floor: BN Manufacturer: D¢ %&\
Sample Number Date Location: Rm 200 Filter: Aerator:
AQ R 049 (/(J\ Description/Observation/Comments: 5{;«,
initials 24 HRTime COC
I Building: 1\ Outet B I~ 15 y
) ) J- G- 1% Floor: Manufacturer: D« hlc\ L

UV-BLDG11-207

Sample Number  Date Location: &m 207 Filter: Aerator:
AR 0995 Description/Observation/C ts: 71.6°
s 54 AR Time  COC escription/Observation/Comments: .

DW = Drinking Water Bubbler WC = Water Cooler

CF = Classroom Faucet KF = Kitchen Faucet
CM = Coffee Machine. -~ GE= Glass Filler

Delivered by: )

*Outlet Type:

Received by: %\

i,

) . .
Ceoived R Kaks

BS = Bottle Filling Station WD = Water Dispenser

BF = Bathroom Faucet IM = Ice Maker
pate: | 1 & ns Time: ML amem
Date: t & 18 Time: i 2:5’0 AM/PM
~4-/§ T 2




A Entex
(@" Li

ENTEK CONSULTING GROUP, INC. &% R4 By
4200 ROCKLIN ROAD, SUITE7 / gﬁ (’A{J {

RocKLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: } / s /18 Lab: Basic Laboratory, inc. Basic Laboratory, Inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Andy Roed

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those resuits to
mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

” Place Label for Each Sample Information !([
4
" Building: 1| *Outlet B F oV
UV-BLDG11-205 /-5-18 9. ] t5
SR Floor: Manufacturer: e %/«L
Sample Number Date
AR R 0q - d C/ Location: Km 205 Filter: Aerator:
Initials 24HRTime COC Description/Observation/Comments: 77
] — I
" Building: | Outlet B I~ t { )
) [
j- §-1g Floor: A Manufacturer: e H—a\
UV-BLDG11-208 -
Sample Number Date Location: QM A Ué/ Filter: Aerator:
AQQ 0946 Description/Observation/Comments: . 5v
fnitials 24 HRTime  €OC
" Building: ! Outiet B F K
, Floor ™ Manufacturer: P-¢ H‘o\ 7
UV-BLDG11-203 )-€-1§ P f
Sample Number Date Location: {\) ™ 2 (O Filter: Aerator:
AR K 0448 Description/Observation/Comments: 7.0¢
Initials 24 HRTime COC
~Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utiet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
'M—-—.\\ s T - Ay oA/ ™
Delivered by:  __ = 7. pate: [/ 1 S ns Time: 79 G Amgw

Received by: MM Date: | ! ¥ ns Time: 12,60 AM/PM

Loceidvred oy Loy S T /-9-19 70 Fl z-
S Lo




A Entex

ENTEK CONSULTING GROU
4200 ROCKLIN ROAD, SUITE 7

RockLIN, CA 95677
(916) 632-6800 PHONE

/

Date of Sampling:
Job Number: 17-4612
Client Name:

Site Address:

P, INC.

[ 2d

California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

(916) 632-6812 FAX
;%

L.ab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001

Collected by:

Turnaround Time:

[f

! OL!&KI/J

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Andy Roed
8-10 Day
ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as socon as available and include copy of submittal with those results to

Special Instruction:

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmelzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

” Place Label for Each Sample Information '\Q\
Building: | ( *Outlet kK + -
UV-BLDG11-K /- 5-18 2 De 1 Hio
- -K02A Floor: Manufacturer: De e
Sample Number Date \\ \
M Q 0aHG Location: K L Filter: Aerator:
Initials 24HRTime COC Description/Observation/Comments: [f [
i ~ \?
Building: /| outet B F K
; < Floor: 9\ Manufacturer; D- I%?'/\ 1
. _ — & ~ -
UY-BLDG11-202 Location: Q M Q O Filter: Aerator.
Sample Number Date
ALR 09.30 Description/Observation/Comments: 7§
Initials 24 HR Time COC
— b
I Building: i *Outlet B F < W
UV-BLDG11-204 /~E—]&E Floor: 2 Manufacturer: Dc (Jto\
Sample Numbe D . Seyod :
R ' e Location: Km 0 Filter: Aerator:
ARR O s/ 3
Initials 24 HR Time  COC Description/Observation/Comments: ¢l
“Outlet Type: DW = Drinking Water Bubbler WC = Water Cooler B8S = Bottle Filling Station WD = Water Dispenser
ullet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine-—~——_ \\ GF = Glass Filler
Delivered by: pate: /| 1 5 ns Time: /) [ Ampw
l ——
Received by: /M//\ / /g/ Date: 1§ ns Time: (250 _AMIPM
i T g -
D 97§ FLOAA L

Waiped iy Lc



A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7
ROCKLIN, CA 95677

(916) 632-6800 PHONE

Date of Sampling:

Job Number:
Client Name:

Site Address:

)

17-4612

Chico, California

Special Instruction:

California State University, Chico

Campus Wide Water Quality Testing for Lead

(916) 632-6812 FAX
! g /18 Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

/ 5/:“/(}5/ 79 [ﬂf /vu

Chico, CA 95928

Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those resuits to

Basic Laboratory, Inc.
3860 Morrow Lane, # F

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekqroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample Information
Building: || outlet X F
UV-BLDG11-201 ~& 18 Floor: 2~ Manufacturer: 1< Hc\
Sample Number Date .
AR R OF 5 Location: Q!’“ 20 | Filter: Aerator:
Initials 24 HRTime COC Description/Observation/Comments: g, / ¢
Building: /3\ *Qutlet 2/\ b
- , Floor: ! Manufacturer. D¢ [J?z\
[~ &-1& ,
UV-BLDG12-KO1A 4
Sample Number Date Location: K (,LU\ Filter: Aerator:
)BF QR 4:59¢ Description/Observation/Comments: 3 3¢
Initials 24 HRTime €OC
” Building: | A Outlet B F
UV-BLDG12-210 [/~ §-)1 & Floor: | Manufacturer. D-¢ H‘cx
Sample Number Date 0 Location. Q m Q }O Filter: Aerator.
AR R [0 - 0 Description/Observation/Comments: c
Initials 24 HRTime  €OC 3.~

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine___

“Outlet Type:

Delivered by:

WC = Water Cooler

KF = Kitchen Faucet
GF = Glass Filler

BF = Bathroom Faucet

BS = Bottle Filling Station

pate: /) 1 /S5 18

WD = Water Dispenser
IM = lce Maker

Time:

J2: (. nmg)

t
Received by: ‘M & % - Date: ) 8/

18 Time:

’ZS’O AMIPM

Lo sed oy L@ N

TlLD /~F/§

21

SO
[

1277

24
yE]

T




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 85677
(916)632-6800 PHONE ~ (916) 632-6812 FAX

Date of Sampling: ' / g /18 Lab: Basic Laboratory, Inc. Basic Laboratory, inc.
2218 Railroad Avenue 3860 Morrow Lane, # F
Redding, CA 96001 Chico, CA 95928

/ S/?&éfﬁg%w

Job Number: 17-4612 Collected by:  Andy Roed

Client Name:  California State University, Chico Turnaround Time: 8-10 Day

Site Address:  Campus Wide Water Quality Testing for Lead ANALYSIS REQUESTED: Lead in Water by EPA 200.8
Chico, California

Special Instruction: Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekqroup.com, rbeali@entekgroup.com, rmetzen@entekgroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
. rd
Building: |, *Outlet B A5
- j- g8 ) A
UV-BLDG12-209 Floor: Manufacturer: D¢ [44 ﬁ‘f
Sample Number Date
AR R /00| Location: {r 209 Filter: Aerator:
Initials 24 HRTime ~ €OC Description/Observation/Comments: . 1., T L,
P vt 3.5
A ‘ bl ’ (‘:}
Building: 1.} “Outlet 1B £ A af
7 Floor: ) Manufacturer: D- (‘é& 5
UV-BLDG12-212 j-g-1¢ 0o o _
sample Number o Location: K m 2] Filter: Aerator:
P,[\) R 10103 Description/Observation/Comments: 5.4¢
Initials 24 HRTime €OC
Building: % *Outlet B I~ A ‘
T
e g Floor: | Manufacturer: L (‘L\ L2l
UV-B - ~g/ c .
LDG12-211 Location: £ Q A Filter: Aerator:
Sample Number Date
A,{’ R Jo SO0 Description/Observation/Comments: ('f 7
Initials 24 HRTime COC
“Outiet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = ice Maker

CM = Coffee Machine GF = Glass Filler

e 5

Delivered by: /é/""’ S—— - pate: [/ 1 S /8 Time: /0 d ¢ amr@)

Received by: \J% M/ Date: Iy N8 Time: (250 ANIPM

Locaived oy L@ - 720 /-9-/§ AT

S




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7
RocKLIN, CA 95677

(916) 632-6800 PHONE
Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
) / < /18 Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:

Turnaround Time:

(4

{5/{2@5— [/ ,/

Chico, CA 95928

Andy Roed

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results fo

mainoffice@entekqroup.com, rbeali@entekgroup.com, rMmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Basic Laboratory, Inc.
3860 Morrow Lane, # F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Place Label for Each Sample Information , %
—_ R - P
Building: } X Outlet J{ -
|- 6- 1%
UV-BLDG12-K01B Floor. | Manufacturer: Dﬂ (‘F& %@
Sample Number Date q - ¢
A@Q [O:0 & Location: K »(,Le/\ Filter: Aerator:
Initials 24 HRTime C€COC  Description/Observation/Comments: 5.2
. - B I o\
Building: | N *Outlet - i
Floor: ' Manufacturer: D( H,; (7
G12-215 -§-18 . e _ L=t
UV-BLDG12:21> Location. Rm 215 Filter: Aerator:
Sample Number Date ,
AR R j0 20 4 Description/Observation/Comments: (¢ 1
lni;cials 24HRTime COC
H Building: | Outlet 15> F L
- 614 Floor: \ Manufacturer: P I, (=T
UV-BLDG12-216 ~ nJ
Sample Number Date Location: Q m 26 Filter: Aerator:
AR R [0 - U‘? Description/Observation/Comments: % O*
initials 24 HR Time  €OC
“Oullet Type: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
uliet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine .. -.—-—_GF = Glass Filler
; L - . < Time: I 2.c
Delivered by: _ i pate: | 1 ¥ s ime: /UG amEw
. . 1 ¢ M8 Time: |
Received by: W% Date: [ . ’ ime 250) %PM
-7/ S iara SIS

00 B e




A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RoCKLIN, CA 95677
{916) 632-6812 FaX

(916) 632-6800 PHONE
[’ / % 18

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address: Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001
Collected by:

Turnaround Time:

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

o
L

Y
/§ A0

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Andy Roed
8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: 1} *outlet B F 3l
- %1%
UV-BLDG12-213 )- % _ - _ :
sample Number Date Floor. \ Manufacturer: )+ H’C\ 2
DR JO: (O Location: Rm Q13 Filter: Aerator:
Initials 24HRTime  COC Description/Observation/Comments: 4,2
Building: | A soutlet 13 L
Samp'g Number  Date Location: Km Y Filter: Aerator:
Q RR )0 J.{ Description/Observation/Comments: 3 65
, Initials 24 HRTime COC 2.0
= 23
Building: | soutlet X F
s Floor: Q Manufacturer: D¢ (*(a\ Mi
UV-BLDG12-K02A /= €~1& —
Sample Number Date Location: VL {‘J»U\ Filter: Aerator:
A@ R /0 54/ Description/Observation/Comments: 2+
Initials 24 HR Time COC
DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
*Outlet Type:

KF = Kitchen Faucet
GF = Glass Filler

CF = Classroom Faucet
CM = Coffee Machine

Delivered by: /Q@“fg" -

a4 00

Received by:

L iuea By L@@ 7170

BF = Bathroom Faucet

S5~ H8

Date: / /

]

Déte: ) g
777

18
]

3

IM = Ice Maker




A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7
RockLIN, CA 95677

(916) 632-6800 PHONE
Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

4
[ §A

(916) 632-6812 FAX
) 1 % s

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Collected by:  Andy Roed

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample

information

*Outlet R %

Building: | X,
UV-BLDG12-219 )~ &~) & Floor: A Manufacturer: Do H?\ %
samplgr\:émber Da/tz ) Location: Km Ql’? Filter: Aerator: v
A ‘ Description/Observation/Comments: oo

lniiials

24 HR Time COC

” Building: 1~ outlet B F 25
- Floor: By Manufacturer: D+ sz -
UV-BLDG12-218 /~6-18 — ‘2;%7/
Sample Number Date Location: Qm 2y Filter: Aerator: '
ARR Jo- 177 Description/Observation/Comments: < 41 ¢
Initials 24 HRTime C€OC
" Building: B outlet B F 9/’5’
UV-BLDG12-217 - g“ ] g Floor: 'l Manufacturer: Df /\éc\ %*’
Sample Number Date o Location: R’V\ 17 Filter: Aerator: T
ARR JO! /€

Initials

24 HRTime COC

Description/Observation/Comments:

36"

DW = Drinking Water Bubbler

*Outlet Type:
CF = Classroom Faucet

WC = Water Cooler
KF = Kitchen Faucet

BF = Bathroom Faucet

BS = Bottle Filling Station

WD = Water Dispenser
IM = ice Maker

CM = Coffee Machine. ....—————GE.z Glass Filler
Delivered by: /é"*“;;,,,/ Date: ) 1  ms  Tme [N o/( ampmD
AR ST ime: (2!
Received by: % z/ L Date: Time: S0 ANIPM

R0 poed, By @{

/

7D, -G-8 ST



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 85677
(916) 632-6800 PHONE

Date of Sampling: )

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

(916) 632-6812 FAX
;% ns

Collected by:

Lab: Basic Laboratory, inc.
2218 Railroad Avenue
Redding, CA 96001

Turnaround Time:

A
[FACEBST

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Andy Roed

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, mmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: | )\ *Outlet 13 F 37
UV-BLDG12-220 - G—~1 & Floor: Q Manufacturer: D HA [2 "/
Sample Number Date Location: (X 220 Filter: Aerator: ™
S .
A AR J0! 17 Description/Observation/Comments: 5
Initials 24 HRTime COC
l - 5
" Building: ! S *Outlet K T 5
. i Floor: % Manufacturer: D., l “ /é*?/
UV-BLDG12.K02B /" B~/ & S v
Sample Number Date Location: Q A,"‘LC\MJ\ Filter: Aerator:
ARR JO A Description/Observation/Comments: (¢ O°
Initials 24 HRTime C€OC
24
" Building: \ ). Outlet B - 2
B . P e 13¥
UV-BLDG12-221 J-~e—1 & Floor: By — Manufacturer: e l Cy "y
Sample Number Date Location: Qe AN \ Filter: Aerator:
Q(Q g /O - 2 3 Description/Observation/Comments: L
Initials 24 HR Time €COC L-{

DW = Drinking Water Bubbler

*Outlet Type:
CF = Classroom Faucet

WC = Water Cooler

CM = Coffee Machine.....--————-GE = Glass Filler

Delivered by: =

BS = Bottle Filling Station

WD = Water Dispenser

Received by: /%\

KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
pate: /[ 15 ns Time:  J1¢J{ AMEH
Date: ) 1S 18 Time: (2 SG AWIPM
;N el g ; . % .
72L.) {/”‘(‘/’j’ /g fw, qul_



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7
RockLiN, CA 95677

(916) 632-6800 PHONE
Date of Sampling:

Job Number:
Client Name:

Site Address:

(916) 632-6812 FAX

’/g/‘lB

17-4612
California State University, Chico

Campus Wide Water Quality Testing for Lead

LA
| $ Ao~

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 86001

Collected by:  Andy Roed

Turnaround Time: 8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Special Instruction:

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, nmeizen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Information

” Place Label for Each Sample

Building: )

*Outlet

B~

Manufacturer: D¢ l‘&\

!;%ﬁ‘

i

UV-BLDG12-223 -1y Floor: A
Sample Number  Date : Location: Rm 2A™ Filter: Aerator:
AQR' /O~>\q D iption/Ob ion/C : 7 <
nitials 24 HR Time  €OC escription/Observation/Comments: 3 7c
Building: | % soutlet B+ 3l
e o Floor: - Manufacturer: L= HZ\ At
UV-BLDG12-224 /-g— 1 ™
Sample Number Date Location: Q’“ D\l\‘\ Filter: Aerator:
A RR /0-5 Description/Observation/Comments: jl;
Initials 24 HRTime COC
Building: | 2~ Outlet B F HL
)~ %~1 8 Floor: A Manufacturer: [ [z T
UV-BLDG12-222 ’ﬂ,\)
Sample Number Date Location: Q A A Filter: Aerator:
‘26
AR R JO < - _ ,
e 4 AR Time _ €OC Description/Observation/Comments: 1.3

DW = Drinking Water Bubbler

*Qutlet Type:
CF = Classroom Faucet

CM = Coffee Machine .- ~~——~>GF = Glass Filler

WC = Water Cooler BS = Bottle Filling Station

Delivered by: N <7

Received by: %——f—"

. N 3 /
LCeiued oy \,@z/

WD = Water Dispenser

KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
pate: | 1 & nms  Tme 1YL amgw)
Date: ! I & ns Time: /250 A%{PM
\\ I o Pa s 1 ']
7O (~F-/% AT U H 2




A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE7
RocKLIN, CA 95677

(916) 632-6800 PHONE
Date of Sampling:

Job Number:
Client Name:

Site Address:

Special Instruction:

17-4612

(916) 632-6812 FAX
/ / g /18

California State University, Chico

Campus Wide Water Quality Testing for Lead

Chico, California

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

Redding, CA 96001
Collected by:

Turnaround Time:

Rick Beall

A
/ § A0S

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmekzen@entekqroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

Place Label for Each Sample Information
Building: Ansvesrs ¢ Ui(.(.dﬂ\ e-13 | *Outlet BF 43
N )
_ e N (47"
UV-BLDG13-238 5 / g Floor: 2"“( Manufacturer: De [fo- s
Sample Number Date
‘ i Location: 23% Filter: Aerator:
o> 1049 Room
Initials' 24 HRTime COC Description/Observation/Comments: & 5/
" Building: LLNMS:% Uillege ~ 12| *Outlet BE ‘4‘/\
N o
: Floor: e Manufacturer: & F G I s
UV-BLDG13-239 I-§-78 £ ﬁ?
Sample Number Date Location: 2—00 m 2 39 Filter: Aerator:
/UQS / 0 ) I Description/Observation/Comments: 4 g«
Initials 24 HRTime  €OC
p
” Building: M,wv&r;‘ -}14 Ui [(wqc —! 3| *Outlet BF 1o
UV-BLDG13-237 - /f Floor: Z"J Manufacturer: 102 [a %
{
SamfIOetgcu;nber Date Location: Kogw 237 Filter: Aerator:
| /052 — . -
- als 74 AR Time . COC Description/Observation/Comments: (o3¢
«Outlet Tyoe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Fiiling Station WD = Water Dispenser
Outlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = lce Maker
CM = Coffee Machine GF = Glass Filler
, &
Delivered by: & //:2._,.//23’:‘« L df// Date: 14 ns Time: (2 (¢ Awpm
Received by: V%/Z/%/ Date: | g N8 Time: {750 M/PM
B P f e CF
w S N 1778 ¥

weived By \ab



A Entex

ENTEK CONSULTING GROUP, INC.

4200 ROCKLIN ROAD, SUITE 7
ROCKLIN, CA 95677

4

[§A 04241y

(916) 632-6800 PHONE

Date of Sampling:
Job Number: 17-4612
Client Name: California State University, Chico

Site Address:

(916) 632-6812 FAX
! 1 &€ ns

Lab: Basic Laboratory, inc.
2218 Railroad Avenue

Redding, CA 96001

Basic Laboratory, inc.
3860 Morrow Lane, # F

Chico, CA 95928

Campus Wide Water Quality Testing for Lead

Chico, California

Special Instruction:

Collected by:

Turnaround Time:

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail resulls as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, metzen@entekgroup.com,

mpratt@csuchico.ed.

u and mperrelli@csuchico.edu

Place Label for Each Sample

Information

H
|

UV-BLDG13-226

Building: {Aus msi‘(«; Vrttaﬂe -3

*Qutlet

BF

J-§-18

Floor: / e

Manufacturer: De Mo

Samzle‘ ;Jumber Date/ oYy | Location: Rou’w 220 Filter: Aerator:
|niti’alg ' 24 HR Time c€OC Description/Observation/Comments: i 4e
" Building: mawet-s by /0{{eqe ~(3 | *Outlet BF
[
| @g /X Floor: /'Hh v Manufacturer: C FG

V-BLDG13-228 - -
lSJamp,e Number Date Location: Rom 229 Filter: Aerator:

/{ y i) 7 O 45 Description/Observation/Comments: Qﬁ Lo
Initials 24 HRTime  €OC
” Building:b{m'mn‘(-v Vitlawe ~ 1 3| *Outlet BE

,ﬁ’

Manufacturer: De H-&

. Floor:
UV-BLDG13-225 i~ §- lg
Sample Number Date Location: Koa«m 2 2{ Filter: Aerator:
aég,g 1045 Description/Observation/Comments: o™ bkt
Initials 24 HRTime C€OC |

|

DW=
CF = Classroom Faucet KF =

Ciwgune GF =
) 7 /
g/ L L x'/ /

*Qutlet Type:

CM=

Delivered by:

Drinking Water Bubbler wC

= Water Cooler BS = Bottle Filling Station

WD = Water Dispenser

Received by:

,9//%:

Qansed by Lads

J

S
i&.m@

Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
Glass Filler
pate: [ 1 & ns Time: /7 o/, ampwm
Date: / S) ns Time: (250 /
~9-r¢ 7G|

,ZJ



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

Job Number: 17-4612
Client Name: California State University, Chico
Site Address:  Campus Wide Water Quality Testing for Lead

Chico, California

(916) 632-6812 FAX
/ 1 & ns

Collected by:

Turnaround Time:

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

%
/ §AOH3F s

Chico, CA 95928

Rick Beall

8-10 Day

Please e-mail results as soon as available and include copy of submittal with those results to

Special Instruction:

mainoffice@entekqgroup.com, rbeall@entekgroup.com, nnetzen@entekqroup.com,

mpratt@csuchico.edu and errelli@csuchico.edu

Basic Laboratory, Inc.
3860 Morrow Lane, # F

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

" Place Label for Each Sample Information v
. . . “
" Building: UAniwv@ss c'('»/ V] d\ojc ~l3%|*outet BF /
UV-BLDG13-229 /- X -/ j Fioor: 1 1 Manufacturer: De ey %
{
Sample Number Date Location: R oom 21219 Filter: Aerator:
'(”/l/lﬂ) /0 5‘5 Description/Observation/Comments: i ) L{L
Initials 24 HRTime  €OC L
" Building: Aniversidy Uillage -13| <outet B F Ht
s ' N 1/
7 - Z/ ~f f Floor: [ Manufacturer: D4ﬁ"‘¥ /}l’%
UV-BLDG13-227 . v T
Sample Number Date Location: iCoom 227 Filter: Aerator:
/(//WD / 0 5 7 Description/Observation/Comments: f’[ {r -
Initiafs 24 HRTime  €OC :
M [N r K
" Building: Wn mn-h TN ~13 *Outlet N J;
N| =
/~ ?_ /? Floor: [ st Manufacturer: De,( da_ L&55
V-BLDG13-K01B — ) ]
lSJampIe Number Date Location: Kl\"f/h% Filter: Aerator: (g%
,/(//ﬁ) / 0 %9 Description/Observation/Comments: ] efe
Initidls 24 HRTime ~ €COC '
o Tvpe: DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser
utlet Type: CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
CM = Coffee Machine GF = Glass Filler
Delivered by: /é,;)(// ﬂléﬁf fefxf/ pate: ¢ 1 & ns Time: )2 ¢4 ampm
Received by: ML/ M, pate: [ 1 & 18 Tme: | 250 AWPM
‘ ;o\ - . . e

?.QLLL’JW( @q,i%!o g /



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE7

RockLIN, CA 95677
(916) 632-6800 PHONE ~ (916) 632-6812 FAX

WA
[SA0USF v

Basic Laboratory, Inc.

Date of Sampling:

! 1 8 ns

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

3860 Morrow Lane, # F
Chico, CA 95928

Job Number: 17-4612
Client Name: California State University, Chico
Site Address: Campus Wide Water Quality Testing for Lead

Chico, California

Collected by:

Turnaround Time:

Rick Beall

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

Special Instruction:

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample Information 51/
” Building: Mw'umf‘&? Ut U.je,*I 3| *Outlet & &
st _ 51
UV-BLDG13-K0IA | — 7- /g Floor: / Manufacturer. De e S
Sample Number Date { Location: K tclaemwm Filter: Aerator:
U"% / 0 Z Description/Observation/Comments: r7 gé
initials 24 HRTime COC :
o
Building: Awsvess dy Usllane —13 | *Outlet BE Do
- — Floor: | s N Manufacturer: DG H‘a- ‘{Igri'
UV-BLDG13-231 -f- /7 _ . )
Sample Number  Date Location: K oowt 2 3| Filter: Aerator:
C{?}) o Zﬁ Description/Observation/Comments: K/ aqe
Initidls 24HRTime  €OC
" Building: aive rsify U llaoe - 13| *Outet BF b“’
J
a Floor: / st Manufacturer: D&H‘& /éﬁj’
UV-BLDG13-232 -4 f : TS
Sample Number Date Location: ROM 2372 Filter: Aerator:
ApA / 03 / Description/Observation/Comments: 3-0°
Initidls 24HRTime  COC

DW = Drinking Water Bubbler

*Outlet Type:
CF = Classroom Faucet

CM = Coffee Machine
/ - 7 4
Delivered by: ///'-ﬂf;% a2 Z/K

WC = Water Cooler

BS = Bottle Filling Station

WD = Water Dispenser

KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker
GE= Glass Filler
pate: [/ 1§ s Time: /> y{ awpm
pate: ( /& I8 Time:  }260 AMPM
Y [~/ ARG T

)\«QLQLU%U\ 1993 h S



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

RocCKLIN, CA 95677
(916) 632-6800 PHONE

(916) 632-6812 FAX
! /8 ns

.. i
[§A (ﬂ%J

Basic Laboratory, Inc.
3860 Morrow Lane, # F

Lab: Basic Laboratory, inc.
2218 Railroad Avenue

Date of Sampling:
Job Number: 17-4612
Client Name: California State University, Chico

Site Address:

Campus Wide Water Quality Testing for Lead

Redding, CA 96001
Collected by:

Turnaround Time:

Rick Beall

Chico, CA 95928

8-10 Day

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Catped By Lo~

Chico, California

Please e-mail results as soon as available and include copy of submittal with those resuits to

Special Instruction:

mainoffice@entekgroup.com, rbeall@entekqgroup.com, mMmetzen@entekqroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample Information @6
" Building: |\ w;w,;-;[{‘/ Utt(u’e— 13 | *Outlet BF o
. ) ’\ - " \‘ y ;
ISJV BLDG13-235 ~/ g /f Floor: ZM( Manufacturer: De /]Lw I (o
ample Number Date .
W / ) ) O Location: [Coowt 233 Filter: Aerator: 7!—557&—
ey - nj
Initials 24HRTime C€OC Description/Observation/Comments: (0.8
Building: *Outlet
Floor: Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:
Building: *Outlet
Floor; Manufacturer:
Location: Filter: Aerator:
Description/Observation/Comments:

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee Machine

*Outlet Type:

Delivered by:

WC = Water Cooler

KF = Kitchen Faucet
GF = Glass Filler

M [&/C/é%

/

710

BS = Bottle Filling Station WD = Water Dispenser

BF = Bathroom Faucet IM = Ice Maker
pate: /[ 1 f ms T o amem
Date: t 3 18 Time: (250 %PM
-5-1§ S 2




weeived oy lade:

A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

(916) 632-6812 FAX

7 .
(€A 04257

Basic Laboratory, Inc.
3860 Morrow Lane, # F
Chico, CA 95928

8-10 Day

Date of Sampling: l / 8’ /18 Lab: Basic Laboratory, Inc.
2218 Railroad Avenue
Redding, CA 96001

Job Number: 17-4612 Collected by:  Rick Beall

Client Name:  California State University, Chico Turnaround Time:

Site Address:  Campus Wide Water Quality Testing for Lead

Chico, Cailifornia

Special Instruction:

ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Please e-mail results as soon as available and include copy of submittal with those results to

mainoffice@entekgroup.com, rbeall@entekgroup.com, rmmetzen@entekgroup.com,

mpratt@csuchico.edu and rperrelli@csuchico.edu

" Place Label for Each Sample

Information

- 814

UV-BLDG13-K02B

Building: Un vessity V erIe -3

*Outlet

KF

Floor: 2“(

Manufacturér: D: [ e }62"3{7 /

Sample Number Date
A= [l 0L
Initials 24HRTime €OC

Location: K tdhen

Filter: Aerator:

Description/Observation/fComments:

47’7e

. 57
Building: umvm.\tq Ut‘t(écj€~l3 *Outlet EF‘ it
2 - I
UV-BLDGISZwb 1/5 / [ Fioor. 2+ Manufacturer: Deld= /%”“”
Sampgle Number Da;ej _ 07 Location: ' Rgu-m 2% (, Filter: Aerator;
Inithals 24 HR Time _ COC Description/Observation/Comments: ’7.[; ¢
5¥
\ D
Building: Unwesity Village 13| ~outet  BF ey
-8 -/§ of TN Iy
UV-BLDG13-233 ) Floor: 2 Manufacturer: Defle. Al
Sample Number Date
/ / ! [/D Location: ROO'\M. 2.3 b Filter: Aerator:
Initials 24 HR Time  COC Description/Observation/Comments: qa-

DW = Drinking Water Bubbler
CF = Classroom Faucet
CM = Coffee yachine .

*Outlet Type:

WC = Water Cooler BS = Bottle Filling Station

KF = Kitchen Faucet BF = Bathroom Faucet

GF = Glass Filler

WD = Water Dispenser
IM = Ice Maker

Delivered by: Z/_\(/// /MAQ@A(; Date: ( / \() s Time: (' z ‘(és AM/PM
Received by: W Date: Prog e Time: 12:50 AM/PM
7T =778 TRL 7



A Entex

ENTEK CONSULTING GROUP, INC.
4200 ROCKLIN ROAD, SUITE 7

ROCKLIN, CA 95677
(916) 632-6800 PHONE

Date of Sampling:

(916) 632-6812 FAX

! & ns

Lab: Basic Laboratory, Inc.
2218 Railroad Avenue

(1
[ §AOHZ 0

Basic Laboratory, inc.
3860 Morrow Lane, # F

Redding, CA 96001 Chico, CA 95928

Job Number: 17-4612 Collected by:  Rick Beall
Client Name:  California State University, Chico Turnaround Time: 8-10 Day
Site Address:  Campus Wide Water Quality Testing for Lead =~ ANALYSIS REQUESTED: Lead in Water by EPA 200.8

Chico, California

Please e-mail results as soon as available and include copy of submittal with those results to
mainoffice@entekgroup.com, rbeall@entekqroup.com, rmetzen@entekqroup.com,
mpratt@csuchico.edu and rperrelli@csuchico.edu

Special Instruction:

Place Label for Each Sample information
Buildin *Outlet = e
” 9 Une mw‘u.qe (3 K 4557
UV-BLDG13-K02A /- 5~/g Floor: .Z\M Manufacturer: Lok %’
Sample Number Dat;OS‘ Location: J&¢tehen Filter: Aerator:
t(‘ zjb L[L e . . ;e
nitals 24 HR Time _COC Description/Observation/Comments: b &
” 0
. [} j 45 ﬁb\j
Building: Univert iy Vllane~(3] *Outlet BF fz(%;
7 J s
240 / Z / g Floor: 2"’( Manufacturer: DQH,'&- ‘
UV-BLDG13-288 07
Sample Number  Date Location: _[R.oswaa @ 240 | Filter: Aerator:
.L[/‘b |O 5/0 Description/Observation/Comments: i
Initials 24HRTime  cOC o
. AT Y
” Building: umu—&ﬂ(‘h \/d(aqe -1 3 *Outlet BF !M@le
T -1 g Floor: 2"'( \ Manufacturer._ D€ e |
UV-BLDG13-234 ﬂ.
Sample Number Date Location: oum 2 Iy Filter: Aerator:
zéﬂf’ 10 q Description/Observation/Comments:
Initials 24 HRTime ~ €OC 9.0

ll

DW = Drinking Water Bubbler WC = Water Cooler BS = Bottle Filling Station WD = Water Dispenser

*Outlet Type:

CF = Classroom Faucet KF = Kitchen Faucet BF = Bathroom Faucet IM = Ice Maker

CM = Coffee Machine GF = Glass Fitler

iy é/& . i . . F 2
Delivered by QK@/ / Date: / / éa” 18 Time: / 2 (( é AM/PM
A 18 ime: (2.5
Received by: W / Date: g Time: 2 0 . AM/PM
Py )i é’/ .
U L\M\%U,3L&b Yun) (71§ APFTU 2



